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ACRONYMS AND ABBREVIATIONS 

PLC - Programmable Logic Controller 
DTAM - Data Table Access Module 
OCS - Operator Control Station 
FSAR - Final Safety Analysis Report 
TSR -Technical Safety Requirements 
COB - Clean Out Box 
LFL - Lower Flammability Limit 
LCO - Limiting Condition for Operation 
DOV - Diaphragm Operated Valve 
RFPT - Recirculation Flush Pressure Transducer 
JFPT - Jumper Flush Pressure Transducer 
FGM - Flammable Gas Monitor 
CGM - Combustible Gas Monitor 
PXPT - Pump Transfer Pressure Transducer 
OTP - Operational Test Procedure 
ATP - Acceptance Test Procedure 
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PLClDTAM SOFTWARE PROGRAMS FOR PUMPING 
INSTRUMENTATION AND CONTROL SKID “X’  

1.0 INTRODUCTION 

1.1 BACKGROUND 

This document describes the software programs for the Allen-Bradley SLC 500 
programmable logic controller (PLC) and the Allen-Bradley DTAM PLUS operator 
interface module used on Pumping Instrumentation and Control (PIC) skid “ X .  
The software programs for the SLC 500 and DTAM Plus are based on the core 
programs provided by Allen-Bradley. The PLC and DTAM software programs on 
skid “D” for SX-104 are the baseline programs. These baselines will be tailored 
for each individual BY-farm skid. An Acceptance Test Procedure (ATP) and an 
Operational Test Procedure (OTP) verify that the software programs meet the 
specific requirements for BY-105 pumping. 

This document represents the final PLC and DTAM programs for PIC skid “ X  at 
BY-I 05. These programs were printed out after the performance of the OTP. 
The OTP acts as the final qualification test for the software programs. Functional 
requirements and details of the PLC ladder logic are described in this document. 
The final programs entered into the PLC and DTAM Plus are included as 
Appendices to this document. 

1.2 SOFTWARE PROGRAM CONTROL 

This is the official software control document for the PLC and DTAM program for 
PIC skid “ X .  Changes to the programs shall be documented as changes and/or 
revisions to this document. This is to comply with HNF-5034 for software 
configuration control for the PIC skid software programs. 

1 

-- _I_- 
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2.0 FUNCTIONAL REQUIREMENTS 

2.1 BASICS 

The basic functional requirements for the software program are identified below. 

2.1 .I Control the jet pump and dilution pump 

2.1.2 Monitor conditions and provide alarm and pump shutdown for off 
normal conditions 

2.1.3 Provide PIC status information to the Operator Control Station 
(OCS) and other PIC skids that are on the same transfer line 

2.1.4 Provide flow information on the amount of waste being pumped 

PIC skid " X  meets the functional requirements in the Authorization Basis 
documents that include the Final Safety Analysis Report, HNF-SD-WM-SAR-067, 
Revision 2; and Technical Safety Requirements, HNF-SD-WM-TSR-006, 
Revision 2. The applicable sections of the FSAR and TSR are listed below along 
with the requirements for the PIC skid controls. 

2.2 FSAR REQUIREMENTS 

FSAR chapter 2, Section 2.5.2, Waste Transfer identifies the following for PIC 
skid functional characteristics and controls and monitoring that impact the 
software program for the PIC skid PLC. 

2.2.1 Section 2.5.2.1 states the salt well pump is allowed to run in an 
automatic mode. 

2.2.2 Section 2.5.2.1.3 states the JR-1 valve has position indication that 
is monitored by the control system. 
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2.2.3 Section 2.5.2.1.4 has the following requirements for instrumentation 
and control. 

PUMP DISCHARGE PRESSURE SENSORS: One discharge 
header pressure sensor provides a signal to the PLC for monitoring 
low and high pressures. A low or high pressure determined by the 
PLC will cause an alarm and pump shutdown. (See USQ 
evaluation TF-99-0830, rev. 0) 

FLUSH WATER SUPPLY PRESSURE DETECTION SYSTEM: A 
pressure switch on the flush water line is activated upon change in 
pressure in the supply line, which results in an alarm and pump trip. 

PROCESS FLOW TRANSMITTER AND TOTALIZER: A flow 
totalizer displays flow rates and totals gallons pumped. 

RAW WATER FLOW TO PUMP TRANSMITTER: A flow switch is 
installed to monitor the injection water flow to the canned motor. 
The pump will shut down or not start on low flow. 

PUMP SUCTION AND DISCHARGE PRESSURE 
TRANSMITTERS: Pump suction and discharge pressure 
transmitters provide pressure readings. The transmitters are 
connected to the control systems and can be used as a backup to 
the pressure switches for pressure interlocks. 

PUMP BEARING MOTOR: (Monitor) A bearing monitor is installed 
on the canned motor to monitor bearing wear. An alarm is provided 
for bearing wear reaching a certain state. 

PUMP POWER MONITOR: A power monitor is installed near the 
motor starter to monitor pump electrical power. The pump shuts 
down if motor power goes outside the preset range. 

PUMP RESISTANCE TEMPERATURE DETECTORS (RTD): 
RTD's are installed in the motor windings to monitor motor 
temperature. The pump will shut down if temperature reaches a 
preset value. 

SEAL WATER TEMPERATURE WELL: A thermocouple monitors 
the injection water temperature. A indication is provided at the skid 
of the measured temperature. 
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2.2.4 Section 2.5.2.1.5 states that salt well pumps on different tanks 
pumping into a common line are interlocked with each other. The 
control is to provide a safe and orderly shutdown of the group of 
pumps in the event a single pump shuts down. 

2.2.5 Section 2.5.2.1 5.4 states that leak detectors connected to the skid 
control system are interlocked such that upon detection of a leak, a 
pump shutdown occurs along with audible and visual alarms. 

2.3 COMPLIANCE WITH FSAR FUNCTIONAL REQUIREMENTS 
AND CONTROLS 

2.3.1 Software design requirements must meet the functional 
requirements and controls stated above. The paragraphs below 
describe how these are met. 

2.3.1 .I 
An Auto/Manual selection is provided on the DTAM, which 
interfaces, with the PLC ladder logic. 

2.3.1.2 JR-1 valve position indication: 
Transducers LS-1 and LS-2 input to the PLC. The PLC logic 
interprets these inputs and the DTAM displays the JR-1 valve 
position as “PR0CESS”or as “NON-PROCESS” when JR-I is in 
the flush or prime positions. 

2.3.1.3 

Pressure sensor SALW-PT-6015X inputs to the PLC. The PLC 
processes an alarm for pressures below 30psig or above 140psig. 
The alarm signal goes to the DTAM and strobe light. A low- 
pressure condition opens the pump motor control interlock circuit 
after a 30 second delay causing the pump to shutdown. The high- 
pressure condition opens the pump motor control interlock circuit 
after a 3 second delay causing the pump to shutdown. 

2.3.1.4 

Pressure transducer SALW-PT-6014X inputs to the PLC. The PLC 
processes an alarm for pressure in the jumper flush line. The alarm 
must actuate before the pressure reaches 18 psig. The alarm 
signal goes to the DTAM and strobe light. The high flush pressure 
opens the pump motor control interlock circuit after a 3 second 
delay causing the pump to shutdown. 

Salt well pump automatic mode: 

Low discharge pressure causes alarm and pump 
shutdown: 

A pressure transducer on the flush water line causes 
alarm and pump shutdown: 

4 
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2.3.1.5 

A flow head measures the flow in the pump jumper and sends the 
information to a flow converter inside the Instrument Enclosure. 
The flow converter sends a 4 to 20mA signal to the PLC. The PLC 
processes the signal and the flow rate and total gallons are 
displayed on the DTAM. 

2.3.1.6 A flow switch monitors the injection water and shuts 
down the pump upon low flow. 

The flow switch contacts are monitored by the PLC. Contacts open 
upon low flow and cause a pump shut down. A display on the 
DTAM indicates whether the flow switch is sensing flow. 

2.3.1.7 
Signals from transducers are sent to digital display units in the 
Instrument Enclosure. The discharge pressure signal is also 
processed by the PLC and displayed on the DTAM. 

2.3.1.8 

The bearing monitor has a set of contacts monitored by the PLC 
that open upon the pump bearings reaching a certain wear level. 
The PLC activates an alarm when the contacts open. 

2.3.1.9 A power monitor is installed to monitor pump power. 
The power monitor is installed that monitors pump for high and low 
power. The PLC monitors contacts in the power monitor unit. 
Upon opening of either the high or low power contacts, the pump 
will shut down. 

2.3.1 . I O  A RTD is installed on the pump motor to monitor the 
temperature of the electrical windings. 

The RTD resistance is monitored by the PLC. A warning alarm will 
be activated by the PLC should the motor windings reach 380 
degrees F. An alarm and pump shutdown will occur should the 
motor windings reach 390 degrees F. Reset for both alarms is at 
370 degrees F. 

2.3.1.1 1 A thermocouple monitors the injection water to the pump. 
The thermocouple is installed into the side of the pump housing that 
monitors the injection water temperature in the bearing cavity. The 
temperature reading is shown on the DTAM screen in degrees F. 

A flow totalizer displays flow rate and total gallons 
pumped: 

Pump suction and discharge pressures are displayed: 

A bearing monitor mechanism is mounted on the canned 
pump to monitor for bearing wear. 

5 
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2.3.1.12 Salt well pumps on different tanks that pump into a 
common line are interlocked with each other: 

Both BY-farm tanks will pump into a common line going the BX- 
DCRT. The following interlocks will be set up between the skids. 

2.3. I .  12.1A 30-minute timer starts when any skid is 
shutdown and has JR-1 not in the prime position 
and. Upon timing out, the other skid will 
shutdown. 

2.3. I .  12.2High jumper flush pressure on any skid starts a 
20-minute timer and shuts down the other skid 
upon timing out. 

2.3.1.12.3Skids with JR-I in flush position; leak detection; 
and leak detector trouble, or loss ofjumper flush 
signal will cause pump shutdowns after a 3- 
second delay. 

2.3.1.13 Leak detectors connected to the skid are interlocked to 
cause visual and audible alarms upon leak detection: 

Leak detector relays provide discrete inputs to the PLC. Upon 
detection of a leak or leak detector trouble, alarms and pump 
shutdown occur after a 3 second delay. For BY-105, the leak 
detector relays at the pit leak detector station monitor the BY pump 
pit. 

2.3.1 . I 4  There are other conditions that will cause an individual 
skid to shutdown. These conditions are communications 
failure with the software, signal loss from the jumper flush 
transducer, and high temperature on the jet pump motor 
windings. There are other conditions that will be 
monitored by both BY-farm skids on a common line 
causing pump shut downs. These conditions for BY-farm 
are leaks or detector troubles at the BY-I06 skid. These 
conditions for the skids are tied into the interlock circuit in 
the PLC ladder logic for the pump permissive. 

6 
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2.4 TSR REQUIREMENTS 

2.4.1 The software program meets the following Technical Safety 
Requirements. A description of how the program meets the 
requirements is explained. 

LCO 3.1.2: Service Water Pressure Detection System. The jumper flush 
pressure signal from the transducer is sent to the PLC. Upon the jumper 
flush line pressure reaching 15psig. an alarm activates and the jet pump 
shuts down. 

LCO 3.1.3: Transfer Leak Detection Systems. The leak detector station 
for the pump pit is monitored for leaks and/or trouble with the signals 
being sent to the PLC. The PLC logic activates an alarm and shuts down 
the jet pump upon receiving leak or trouble signals from the leak detection 
station. Leak detection signals from the BY-I 06 skid and the BX-DCRT 
along the transfer route are sent to the PLC and cause a jet pump shut 
down. 

7 
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3.0 SOFTWARE DESCRIPTION 

3.1 BY-105 SOFTWARE 

The software programs for the PLC and DTAM at BY-I 05 were written for 
the new canned pumping system. Software changes made specifically for 
BY-105 are identified below. 

3.1 .I A bump start sequence is used to start the pump under certain 
conditions. 

3.1.2 Injection pump logic is added to shutdown the injection pump under 
certain conditions. 

3.1.3 Logic is added for jet pump shutdown due to power monitor trips, 
injection flow switch trip, and high motor winding temperature. 

3.1.4 A bearing wear monitor alarm is added. 
3.1.5 An injection water temperature indication is added. 
3.1.6 The dilution system subroutine in the PLC logic is modified to 

account for the injection water being added to the pumping system. 
3.1.7 A new subroutine is added for estimating the amount of injection 

water added to the pump. 
3.1.8 The CGM alarmlinterlock and CGM fault alarmlinterlock are 

bypassed. The CGM alarms and interlocks are no longer active. 

3.2 PLC INPUTSlOUTPUTS 

3.2.1 Outputs: 
3.2.1.1 

3.2.1.2 

3.2.1.3 

3.2.1.4 

3.2.1.5 

3.2.1.6 

3.2.1.7 
3.2.1 .a 
3.2.1.9 

Current to Pneumatic (IIP) converter control consisting of 
a 4 to 20mA signal to control airflow to the DOV. 
Dilution metering pump control consisting of a 4 to 20mA 
signal. 
Motor starter permissive is 120vac power to the jet pump 
motor contactor to allow the pump to start. 
A 120vac-output power signal is sent as appropriate to 
the four indicator lights (red, green, blue and amber) on 
the instrument panel. 
A 120vac-output power to the pump and jumper heat 
trace relays. 
An 120vac-output signal to the dilution-metering pump 
control circuit. 
An 120vac-output signal to the dilution contactor. 
A 120vac output power to the strobe when alarms occur. 
A 120vac-output power to the horn when the jet pump 
shuts down. 

8 
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A 120vac output power to the injection pump to allow 
starting and stopping. 
Output to the DH-485 line as to skid status for JR-1 prime 
and flush positions, leak detection alarms, skid shutdown, 
loss of jumper flush signal, and high jumper flush 
pressure. 

3.2.1.10 

3.2.1 .I 1 

3.2.2 Inputs: 
3.2.2.1 

3.2.2.2 

3.2.2.3 

3.2.2.4 

3.2.2.5 

3.2.2.6 

3.2.2.7 

3.2.2.8 

3.2.2.9 

3.2.2.10 

3.2.2.1 1 

3.2.2.12 

3.2.2.13 

Combustible gas monitor flammability levels are received 
on a 4 to 20mA signal representing a 0 to 100 percent 
range of the lower flammability limit. NOT USED 
Discharge pressure signal of 4 to 20mA from transducer 
on jumper representing 0 to 300-psig. 
Specific gravity signal of 4 to 20mA from transmitter in 
WFlE cabinet representing 0 to 20 inches. 
Weight factor signal of 4 to 20mA from transmitter in 
WFlE cabinet representing 0 to 500 inches. 
Water tank level signal of 4 to 20mA from transmitter in 
Water cabinet representing 0 to 62 inches. 
Flow converter signal of 4 to 20mA from transmitter in 
Instrument cabinet representing 0 to 14gpm. 
Flush line pressure from transducer (old PS-2) of 4 to 
20mA representing 0 to30psig. 
Discrete input from dilution system. Contact opens on no 
dilution water flow to provide alarm. 
Discrete input from Combustible Gas Monitor (CGM) 
instruments. Two inputs are received. One for 
flammable gas levels greater than 20% of the LFL and 
one for CGM trouble. Either will cause an alarm, jet 
pump shutdown and the deenergizing of the pump and 
jumper heat trace relays. NOT USED 
Discrete inputs from the leak detection relays. Contacts 
on the leak detection system open upon leak detection 
circuit trouble or detection of a leak to cause an alarm 
and jet pump shutdown. 
Discrete inputs from transducers LS-1 and LS-2 located 
on the pump assembly. These transducers monitor the 
position of the JR-1 three-way valve. The inputs feed 
into displays, alarms and/or pump permissive inputs. 
A 4 to 20mA signal from the transfer line pressure 
transducer. The PLC uses this signal to monitor for low 
and high pressures on the transfer line. 
Discrete input MR-1 from the jet pump motor starter. 
This contact closes when the motor contactor is 
energized. 

9 
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3.2.2.14 Discrete input from the power monitor. Contact opens on 
high or low pump motor power. 

3.2.2.15 Discrete input from the bearing monitor. Contact opens 
upon bearing wear reaching a certain level. 

3.2.2.16 Discrete input from the injection water flow switch. 
Contact opens on low flow. 

3.2.2.17 Discrete input from the injection pump control. Contact 
opens when pump is OFF and closes when pump is ON. 

3.2.2.18 Motor winding temperature is received as a 4 to20mA 
signal from the motor winding RTD via a conversion 
module. 

3.2.2.19 Thermocouple inputs from the PLC enclosure, air 
compressor enclosure, water cabinet, WFlE cabinet, 
pump piping assembly, injection water, and pump jumper 
assembly. 

3.2.2.20 Inputs from the DH-485 line as to the status of other BY 
farm skids when connected and the BX-DCRT along the 
waste line transfer path. These inputs are used for 
alarms and jet pump shutdown when appropriate. 

3.3 DTAM DISPLAYS, DATA ENTRY AND ALARMS 

3.3.1 DTAM DISPLAYS 

3.3.1 .I 
3.3.1.2 

Alarm signals from the PLC. 
Analog data inputs from the PLC for specific gravity, 
discharge pressure, jumper flush pressure, weight factor, 
flow rates, Diaphragm Operated Valve (DOV) 
parameters, motor winding RTD, and dilution ratio. 
Temperatures for the Instrument Enclosure, the Air 
compressor cabinet, WFlE cabinet, Water cabinet, Pump 
motor windings, pump piping assembly, injection water, 
and jumper assembly 

3.3.1.3 

3.3.2 DTAM DATA ENTRY 

3.3.2.1 
3.3.2.2 
3.3.2.3 
3.3.2.4 
3.3.2.5 
3.3.2.6 
3.3.2.7 
3.3.2.8 
3.3.2.9 
3.3.2.10 

Signal to turn jumper and pump heat trace ON or OFF. 
Signal to set pump operation to Manual or Automatic. 
Alarm acknowledge signal. 
DOV set point and parameters. 
Pump ON or OFF input. 
Jumper temperature setpoint. 
Injection water flow rate. 
Pump piping assembly temperature setpoint. 
Dilution ratio setpoint input. 
Dilution minimum flow input. 

10 
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3.3.2.1 1 Dilution maximum flow input. 
3.3.2.12 Injection water flow rate. 

3.3.3 DTAM ALARMS 

3.3.3.1 
3.3.3.2 

Individual alarm screens for each incoming alarm. 
Screens 101 to 159 for individual alarm acknowledge. 

3.4 JET PUMP INTERLOCKS 

There are two jet pump interlock strings in the ladder diagram. One string is for 
equipment along the transfer path that monitors or feed into the transfer route. 
The other interlock string consists of the local PIC skid conditions. These two 
interlock strings are identified below for the BY-I 05 ladder logic. All the interlock 
conditions must be satisfied for the jet pump to run. If the pump is running and a 
condition becomes unsatisfied, the pump will shut down. 

3.4.1 Interlock string for other equipment along the transfer route: 
3.4.1.1 Dilution tank no flow 
3.4.1.2 BY106 skid with JR-1 in flush position 
3.4.1.3 BY105 pump pit leak detector station alarm 
3.4.1.4 BY106 skid with leak detector alarm 
3.4.1.5 The 30 minute time out for an BY106 skid after shutdown 

and JR-1 not in the prime position 
3.4.1.6 BX DCRT alarms 
3.4.1.7 BY106 skid with high jumper flush pressure 
3.4.1.8 BY106 skid with loss ofjumper flush pressure signal 

3.4.2 Interlock string monitoring the BY-105 PIC skid conditions: 
3.4.2.1 Low pressure from the PXPT transducer while pump is 

running 
3.4.2.2 High pressure from the PXPT transducer 
3.4.2.3 High jumper flush pressure 
3.4.2.4 JR-1 in the flush or prime position 
3.4.2.5 Pump pit leak or trouble (NOT USED*, see 3.4.1.3 

above.) 
3.4.2.6 Data communications failure on the DH-485 link 
3.4.2.7 Motor winding high temperature 
3.4.2.8 Jumper flush pressure signal loss 
3.4.2.9 Leak detector#l leak or trouble (Not used)* 
3.4.2.10 Power monitor high or low power 
3.4.2.1 1 Injection water low flow 
3.4.2.12 Other equipment interlock (the above string) 

*Leak detectors jumpered at terminal block. 

11 
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3.5 INTERLOCK and ALARM CONDITIONS 

Alarms occur at the PIC skid when the above interlocks are not satisfied. Some 
alarms are immediate while some are delayed. The alarm conditions are listed 
below along with the response time for the alarm to occur and whether the jet 
pump shuts down. 

3 seconds 

not in prime position 
JR-1 in flush #o r  prime* 

Pump shutdown*# 

Yes 

High transfer pressure 
Jumper flush pressure greater than 

3 seconds 
3 seconds 

i5-psig # 
Pump trouble 

Pit leak 

Yes 
Yes 

flush pressure signal 
Injection Flow Switch 2 seconds with 10 

min. reset 

I degrees F 
m o r  W-inding High Temperature 

Yes 

Warning 
Water tank low level 

None 

Instrument enclosure greater than 
130 degrees F 

No 

TIME DELAY PUMP SHUTDOWN 
30 seconds 
60 seconds 

30 minute, then 3 

None 
None 

second delay 
None Yes 

No 
No 

3 seconds 
3 seconds 

3 seconds 
3 seconds I INOT USED) "*"""'... (NOT USED)-- 
3 seconds 
3 seconds (NOT USED) 
3 seconds (NOT USED)- 

__  

1 
i 

3 seconds Yes -I 

20 minutes 
3 seconds 

12 



CONDITION 
Bearing Monitor 

Air compressor enclosure greater 
than 130 degrees F 

Water cabinet less than 35 

TIME DELAY PUMP SHUTDOWN 
None No 
None No 

None No 
degrees F 

WFlE cabinet less than 35 degrees 
F 

13 

None No 

Salt well low level None No. DOV closes 
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3.6 PIC SKID COMMUNICATIONS 

The PIC skid at BY-105 communicates with the computer at the BY change 
trailer over a DH-485 link. The PLC monitors the link to verify the 
communications network is functional. This communications network ties into the 
interlock circuit for the jet pump control. An additional tie-in to the 
communications interlock monitors the PLCs on the network. Every five minutes 
a bit is sent by each PLC on the network to all PIC skid PLCs. This bit is verified 
as being received by the PIC skid PLCs every ten minutes. The sending and 
monitoring of this bit is to ensure that none of the PLCs have gone into a “fault” 
condition. Should a PLC go to a “fault“ condition, the other PIC skid PLCs would 
not receive a bit from the “faulted” PLC and these skids would then shut down on 
a communications failure. 

PIC skid status information is sent over the link to the BY computer. Skid status 
information monitored is listed below. 

3.6.1 JR-1 in prime position 
3.6.2 JR-1 in flush position 
3.6.3 PIC skid shut down 
3.6.4 Leak detected or leak detector trouble in pump pit 
3.6.5 Skid high flush pressure 
3.6.6 JFPT signal loss 
3.6.7 Communications status bit 

With the BY-105 PIC skid installed in BY-farm, the above information will affect 
the BY-I06 skid operation. The BY-I06 skid will shut down either immediately or 
after some delay should the BY-105 skid be shut down for conditions 3.6.2, or 
3.6.4 through 3.6.7 listed above. Should the BY-105 skid shut down for other 
reasons and JR-1 is not placed in the prime position within 30 minutes, then the 
BY-I06 skid will shut down. A similar type of condition will exist for the skid at 
BY-105 which will shutdown upon shut down of the BY-I06 skid. 

The software is written such if other skids are not connected, no alarm or shut 
down conditions exist. As explained in the interlock section above, a loss of the 
DH-485 communications causes jet pump to shut down. 

14 
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4.0 SOFTWARE PROGRAM DESCRIPTION 

This section explains the input and output requirements of the PLC; alarm set points 
and control system functions. These requirements are used to develop the ladder logic 
for pump control and alarm actuation. The complete ladder logic is in Appendix B for 
the PLC and Appendix C for the DTAM program. 

4.1 Program locations 

The program for the PLC is stored in the CPU located in the PIC skid Instrument 
Enclosure. The DTAM program is stored in the DTAM unit located on the door of 
the Instrument Enclosure. The programs for the PLC and DTAM are developed 
from software on a laptop computer. After the program is written on the laptop, it 
is downloaded to the PLC and DTAM through an interface link. 

Backup copies of the PLC and DTAM programs are stored on 3-1/2” disks. 
There are two backup copies, one for the design agent and one for file. The 
backup copies represent the final program in the PLC and DTAM. The PLC file 
is “BY105NEW and the DTAM file is “BY105NEW.” 

4.2 Program layout 

4.2.1 The program is written where ladder 2 is the main program. 
Ladders 3 through 20 are subroutines. The main program uses the 
subroutines as required during running of the program. The 
subroutines are listed below as to what function each performs. 

4.2.2 Subroutine 3: Program initial conditions are set including initializing 
the thermocouple module to receive inputs. 

4.2.3 Subroutine 4: Inputs to the PLC modules are gathered and placed 
into an N60:*/* address location. The rest of the program when 
needing that particular input uses this address. 

4.2.4 Subroutine 5: Checks for alarm conditions and has the logic for the 
main interlock for jet pump control. 

4.2.5 Subroutine 6: Contains the logic for the interlock logic for other 
equipment connected to the transfer route. 

4.2.6 Subroutine 7: Contains the logic for the jet pump, injection pump 
and dilution pump controls to run these pumps. The logic for the 
total flow calculation to be displayed on the DTAM is this 
subroutine. 

15 
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4.2.7 Subroutine 8: This subroutine is the master alarm acknowledge 
logic. 

4.2.8 Subroutine 9: Heat trace control logic 

4.2.9 Subroutines 10 and 14: These subroutines are for the DH-485 
communications link. 

4.2. 

4.2. 

Subroutine 11: This subroutine is only used if the jet and dilution 
pumps are to be run by control from the BY computer. (This is not 
used nor was this function tested.) 

Subroutine 12: This subroutine handles the inputs for the other 
equipment status on the transfer route. 

4.2.12 Subroutines 13 and 16: Flow meter output routines. 

4.2.13 Subroutine 15: This subroutine is the 30-minute time for the other 
skids in BY-farm when a skid is shut down and in the process 
position. When the 30-minute timer times out, the skid shuts down 
unless JR-1 of the shut down skid is placed in the prime position. 

4.2.14 Subroutine 17: Individual alarm acknowledge routine. 

4.2.15Subroutine 18: Alarm output to the strobe light, horn and/or 
instrument panel amber, blue, green or red indicator lights. 

4.2.16 Subroutine 19: Sends outputs to the PLC output modules. 

4.2.17 Subroutine 20: Sends an output to the dilution metering pump 
controls. 

4.2.18 Subroutine 21: Estimates the volume of injection water in gallons 
to the new canned pumping system. This routine starts when the 
injection flow switch closes and uses the manually entered flow rate 
at the DTAM. 

4.3 Inputs and Outputs 

Inputs are brought into the PLC through modules 1 through 12. For BY-105 the 
inputs are assigned addresses N60:*. Appendix A lists the addressing for the 
inputs to the PLC. Outputs are also assigned an N60:* address and can be 
found in Appendix A. 
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4.4 Temperature 

The jumper and pump temperatures are to remain between 40 degrees F and 
225 degrees F when the heat trace is ON. An alarm actuates for temperatures 
outside these limits. The pump is monitored for very high temperature and will 
shut down the jet pump when the very high temperature setpoint is exceeded. 
The temperature is monitored by the PLC through thermocouple probes at the 
pump and jumper assemblies. 

The temperature of the Instrument Enclosure is not to exceed 130 degrees F. An 
alarm actuates for temperatures equal to or greater than 130 degrees F. The 
alarm resets when the temperature drops below 125 degrees F. 

The temperature of the Air Compressor Enclosure is not to exceed 130 degrees 
F. An alarm actuates for temperatures equal to or greater than 130 degrees F. 
The alarm resets when the temperature drops below 125 degrees F. 

The temperature of the WFlE Cabinet is not to decrease below 35 degrees F. An 
alarm actuates for temperatures less than 35 degrees F. The alarm resets when 
the temperature rises above 40 degrees F. 

The temperature of the Water Cabinet is not to decrease below 35 degrees F. 
An alarm actuates for temperatures less than 35 degrees F. The alarm resets 
when the temperature rises above 40 degrees F. 

Motor winding temperature is monitored with a RTD. Setpoints are at 380 
degrees F for high temperature warning; 390 degrees F for alarm and pump 
shutdown; and resets at 370 degrees F. 

4.5 Alarms 

Various inputs to the PLC provide information to determine if an alarm condition 
exists. Alarm conditions are processed in subroutine 5 in the PLC ladder logic 
program. Addresses N20:15/*, N20:16/*, N20:55/* and N20:56/* are actuated 
upon alarm conditions and turn on the strobe light (subroutine 18 of the PLC 
ladder logic) at the Instrument Enclosure. The horn is turned on when a pump 
shutdown occurs. Addresses N20:24/*, N20:25/*, N20:51/* and N20:52/* provide 
alarm input to the DTAM. 

Alarms are acknowledged at the DTAM on screen #23. Acknowledging the 
alarm clears the signal to the strobe and horn only (subroutine 17 of the PLC 
ladder logic). The visual alarm remains on the DTAM screen until the alarm 
condition clears in the field. Appendix A lists all the alarm conditions monitored, 
the addresses and alarm messages. Appendix C is a copy of the DTAM program 
containing all the alarm screens. Appendix D is a flow diagram of the DTAM 
screen linkage. 
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4.6 Pump Control 

Subroutine 7 for the new canned pump was totally rewritten. A bump sequence 
is used to start the pump under certain conditions. There is a interconnection 
between the canned pump and the injection water pump control. The canned 
pump is still controlled from the DTAM screen for starting. The PLC logic 
determines whether the pump will bump or normal start. Document RPP-7567, 
revision 1 describes in detail the logic of the pump control in subroutines 5 and 7. 

4.7 Program Set Points 

The set points for BY-105 are identified below along with the PLC logic values. 

4.7.1 Jumper flush pressure alarm point: The jumper flush pressure is 
set to alarm at pressures greater than 15PSI. This is to meet the 
requirements of LCO 3.1.2 that requires the service water pressure 
to be less than 2Opsi. The pressure transducer range is 0 to 30psi. 
with a 4 to 20mA output signal to the PLC. The internal logic value 
of the PLC for a 4 to 20mA signal is 3277 to 16384. The PLC logic 
value for an alarm set point of 1 5psi is 9830. 

4.7.2 Jumper flush pressure signal loss: The input signal from the 
jumper flush pressure transducers is not fail-safe. Therefore, the 4 
to 20mA signal is monitored to a signal loss due to a failed 
transducer, broken wire or failure of the intrinsic safe module. The 
PLC logic value is set at 2500. This value is selected because the 
steady state value of the transducer is below the 3277 when the 
piping has no liquid inside. The 2500 value will prevent nuance 
alarms and pump shutdowns. 

4.7.3 Water tank level: PIC skid " X  has a 62-inch high water tank. The 
set points for low water level and reset were calculated to 
correspond to the relative volume as in the older skids with a 50- 
inch high tank. The alarm level is set at 12.25 inches and the reset 
level is set at 15.5 inches. The level transmitter outputs a 4 to 
20mA signal to the PLC. The corresponding PLC logic value for 
12.25 inches is 5867 and for 15.5 inches is 6554. 

4.7.4 Low and High pressure: a pressure transducer monitors the 
pressure on the pump and jumper-assembly transfer line. A 4 to 
20mA signal is sent to the PLC. The PLC program determines a 
low and a high-pressure alarm point. The low pressure is set at 
3Opsig and the high pressure is set at 14Opsig. The PLC logic 
value for 3Opsig is 4588 and for 14Opsig is 9394. 
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4.7.5 Temperature Setpoints: A RTD monitors the motor windings 
temperature. The PLC is programmed to alarm at 380 degrees F, 
which is a PLC logic value of 14705. The interlock shutdown 
setting is at 390 degrees F with a PLC logic value of 15041. The 
reset for the alarms and interlock is at 370 degrees F with a PLC 
logic value of 14368. 

4.8 BY-Farm Skids 

The BY-farm skids installed will interface over the DH-485 data link or 
hardwire means to the BY-105 skid " X .  The types of interfaces are 
identified below. The PLC logic is an open contact, which is monitored for a 
closed condition causing a timer to start and/or the skid to shut down. 

4.8.1 Skid JR-1 alarm conditions: When the BY-I06 skid has JR-1 in the 
flush position, the BY-105 skid will shut down after 3 second delay 
upon receiving the signal over the DH-485 link. If the BY-1 06 skid 
has JR-1 in the process position and that skid is in the shut down 
mode, a 30-minute timer starts. Upon timing out of the timer, the 
BY-105 skid will shut down after a 3-second delay. The 30-minute 
timer allows operations personnel time to move the JR-1 to the 
prime position upon skid shut down. 

4.8.2 High flush pressures: Upon high flush pressure in the jumper of the 
BY-106 skid, a 20-minute timer starts. Timing out of the timer will 
cause the BY-105 skid to shut down. The 20-minute timer allows 
operations personnel time to perform work on an on-line skid 
without immediately shutting down the other on-line skid. 

4.8.3 Leak detection or leak detector trouble: Leak detection or trouble at 
the BY-106 skid will cause the BY-105 skid to shut down after a 3 
second delay upon receiving the signal over the DH-485 link. 

4.8.4 Flush pressure signal losses: The loss of signal to the PLC from 
the jumper flush pressure transducer on the BY-I06 skid, will cause 
the BY-105 skid to shutdown after a 3-second delay upon receiving 
the signal over the DH-485 link. 

4.9 Software forces 

Software forces are installed on output 0:8.3 as a force off. There are no 
other forces. 
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PLC ADDRESSES FOR BY-I05 
I TERMINATION 1 SIGNAL ' TAG ADDRESS DESCRIPTION 

'DISCRETE INPUT ~ 

DISCRETE INPUT ~ 

DISCRETE INPUT ~ 

DISCRETE INPUT 

0 : l . O  
0:l.l 
1:l.O 
1:l.l 

0 2 . 0  
0:2.1 
1:2.0 
12.1 

0:3.0 
0:3.1 
1:3.0 
1:3.1 

1:4.0 
1:4.1 
1:4.2 
1:4.3 

1:5.0 
1:5.1 
1:5.2 
1:5.3 

0:6.0 
0:6.1 
0:6.2 
0:6.3 
0:6.4 
0:6.5 
1:6.0 
1:6.1 
1:6.2 
1:6.3 
1:6.4 
1:6.5 

1:7.0 
1:7.1 

~ ~~ 

173  

I 

/ANALOG OUTPUT 
IANALOG OUTPUT 
ANALOG INPUT 
ANALOG INPUT 

TIC /Ti-6004 N60:27 INSTRU CABINET TEMPERATURE 

I  ANALOG OUTPUT 
iANALOG OUTPUT 
 ANALOG INPUT   ANALOG INPUT 

  ANALOG OUTPUT 
;ANALOG OUTPUT 
!ANALOG INPUT 
!ANALOG INPUT 

'4-20mA 
~4-20mA 
:4-20mA 
!4-20mA 

,4-20mA 
~4-20mA 
i4-20mA 

i 

'N60:O 

'CGM h60:2 
,FGM iN60:3 

EPC 'N60:4 
DIL iN60:5 
PDPT ~N60:6 

'N60:7 

!N60:8 
N60:9 
N60:lO 
N60:ll 

SGT N60:12 
WFT :N60:13 
LT N60:14 
CNV N60:15 

MRTD N60:16 
JFPT ~ N60:17 
PXPT ,N60:18 

N60:19 

iN60:1 
i 

N60: 33/0 
:N60:33/1 
;N60:33/2 
~N60:33/3 
~N60:3314 
lN60:33/5 
IN60:33/6 
iN60:3317 
N60:33/8 
N60:3319 
N60:33/10 
N60:33/11 

CGM ANALOG (PIT) (RESERVED) 

1 

OUTPUT TO DOV 

'PUMP DISCHARGE PRESSURE 

IFGM ANALOG (DOME)(RESERVED) 

'OUTPUT TO METERING PUMP 

1 

 SPECIFIC GRAVITY 0-20 IN. HZO 
;WEIGHT FACTOR 0-500 IN. H20 
'WATER TANK LEVEL 0-62 INCHES 
IFLOW METER 0-14GPM 
! 
i MOTOR WINDING TEMPERATURE 

!TRANSFER PRESSURE (PS-1) 

1 

1 

 JUMPER FLUSH PRESSURE (Ps-2) 

 INJECTION WATER PUMP 

  INJECTION PUMP ON 

TIC 
~ TIC 1 T/C 

I i ~60 :24  

~TE-6003 "60 25 JUMPER TEMPERATURE 
ITE-6001 "60.26 AIR COMPR CABINET TEMPERATURE 

Page A-1 of A-IO 
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PLC ADDRESSES FOR BY-I05 
TERMINATION SIGNAL ' TAG 'ADDRESS DESCRIPTION 

DISCRETE INPUT LDI-2 

DISCRETE OUTPUT 
DISCRETE OUTPUT BUZZ 
DISCRETE OUTPUT 
DISCRETE OUTPUT STRB 
DISCRETE OUTPUT 

0:a.o 
0:8.1 
0:a.z 
0:8.3- 
0:8.4 
0:8.5 
1:a.o 
1:8.1 
1:8.2 
K3.3 
k8.4 
K3.5 

0:g.o 
0:9.1 
0:9.2 
0:9.3 
0:9.4 
0:9.5 
1:g.o 
k9.1 
L9.2 
k9.3 
L9.4 
k9.5 

0 : l O . O  
0 : l O . l  
0:10.2 
0:10.3 
0:10.4 
0:10.5 
1:lO.O 
1 : l O . l  
1:10.2 
1:10.3 
1:10.4 

DISCRETE OUTPUT INJ-P N60:28/0 INJECTION WATER PUMP 
DISCRETE OUTPUT ~DIL-P N60:28/1 DILUTION SOLENOID 
DISCRETE OUTPUT ~ N60:28/2 
DISCRETE OUTPUT ,DIL-C N60:28/3 DILUTION METERING PUMP 
DISCRETE OUTPUT 'N60:28/4 
DISCRETE OUTPUT N60:28/5 
DISCRETE INPUT N60:28/6 
DISCRETE INPUT DIL-F N60:28/7 DILUTION TANK FLOW 
DISCRETE INPUT ~CGM-AX N60:28/8 CGM HIGH LFL(RESERVED) 

'DISCRETE INPUT ~ F G M  ~60:2a/g FGM INTERLOCK(RESERVED) 
DISCRETE INPUT ;CGM-F N60:28/10 CGM FAULT(RESERVED) 
DISCRETE INPUT 'BX-DCRT N60:28/11 244-BX-DCRT ALARMS 

N60:29/0 
N60:29/1 JUMPER HEAT TRACE CONTROL 
N60:29/2 SPARE(PUMP PIPING HEAT TRACE) 
N60:29/3 JUMPER HEAT TRACE CONTROL 
N60:29/4 SPARE(PUMP PIPING HEAT TRACE) 
N60:29/5 
N60:29/6 
N60:29/7 PIT LEAK DETECTOR (RESERVED) 
N60:29/8 
N60:29/9 
N60:29/10 
N60:29/11 LEAK DETECTOR # I  (RESERVED) 

N60:30/0 
N60:30/1 OUTPUT TO HORN 
N60:30/2 
:N60:30/3 OUTPUT TO STROBE LIGHT 
!N60:30/4 ~ 

lN60:30/5 ~ 

IN60:30/6 IPROXlMlPl LS-1 
N60:30/7 MOTOR BEARING WEAR 
,N60:30/8 PROXIMITY LS-2 
N60:30/9 ! 

N60:30/10   INJECTION WATER FLOW 

PUMP PIPING HEAT TRACE CONTROL 

PUMP PIPING HEAT TRACE CONTROL 
LEAK DETECTOR # I  TROUBLE (RESERVED) 

PIT LEAK DETECTOR TROUBLE (RESERVED: 

i 
1:10.5 DISCRETE INPUT N60.30/11 
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PLC ADDRESSES FOR BY-I05 
TERMINATION SIGNAL ' TAG ADDRESS1 DESCRIPTION 

0 : l l . O  
0:ll.l 
0 : l l . Z  
0:11.3 
0:11.4 
0:11.5 
1 : l l . O  
1 : l l . l  
1:l l .Z 
b11.3 
1:11.4 
1:11.5 

DISCRETE OUTPUT ILGTR 
DISCRETE OUTPUT 'LGTA 
DISCRETE OUTPUT 'MS-1 
DISCRETE OUTPUT LGTB 
DISCRETE OUTPUT 
DISCRETE OUTPUT LGTG 
DISCRETE INPUT MR-1 
DISCRETE INPUT 
DISCRETE INPUT NCI 
DISCRETE INPUT 
DISCRETE INPUT 
DISCRETE INPUT 

1:lZ.O T/C 
1:lZ.l T/C 

'N60:31/0 'OUTPUT TO RED LIGHT 

iN60:31/2 PUMP MOTOR SWITCH ON 
,N60:31/3 OUTPUT TO BLUE LIGHT 
~ N60:31/4 
iN60:31/5 OUTPUT TO GREEN LIGHT 
lN60:31/6 MOTOR CONTACTOR MONITOR 
~ N60:31/7 
iN60:31/8 MOTOR POWER MONITOR 
~ N60:31/9 
~ N60:31/10 
iN60:31/11 
! 

i ~ 6 0 : 3 i / ~  OUTPUT TO AMBER LIGHT 

I 

TE-6005 N60.32 WATER CAB TEMP 
TE-6006 N60:33 WFlE TEMP 
TE-6007 N60:34 PUMP PIPING TEMP 
TE-6009 N60:35 FLUSH WATER TEMP 
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APPENDIX A 

BY-FARM NODE ADDRESSES 
NODE # LOCATION 

0 
1 
2 
3 EMERG SKID 
4 BY FARM OCS 
5 BY-105 
6 BY-106 
7 
8 
9 

10 
11 
12 
13 
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BY-I05 ADDRESSES 
:ONTROL ADD. CONTROL ADD. DESCRIPTION DTAM SCREENlPOSlTlON 

MOTOR PERMISSIVE 

N20:32/1 

l10:2 
l10:3 
l10:4 
1105 
l10:28 
l10:29 
'10:13 
:9 
150 
15:5 
5:1 ,ACC 
5:2,ACC 

N20:32/14 

SUB INTERLOCK 
INTERLOCK 
SUB INTERLOCK 
HEATER ON 3111 AND 2 
CLEAR COUNTER 
AUTOlMANUAL 
SIMULATE 
SEND MESSAGE 

MASTER ACKNOWLEDGE 2311 
TRANSMIT TROUBLE 
RETRY MESSAGE 

RESET COUNTER 

I 

1311, 15/1 AND 2. 22/1 

, 

PID SET POINT 1413 AND 4 
PID GAIN 1812 AND 3 
PID RESET ' 19/2 AND 3 
PID RATE 21/2 AND 3 
PROCESS VARIABLE 
PID OUTPUT 
LOOP UPDATE 
STATION ON DH485 

13/3. 14/1, 18/1. 19/1, 21/1, 22/2 AND 3 

TOTAL 1 
TOTAL 2 

SKID PRIME 
SKID FLUSH 
SKID SHUTDOWN 
SKID PIT LEAK 
SKID LEAK #l(RESERVED) 
SKID HI PRESS FLUSH 

JFPT SIGNAL LOSS 

26/4,27/5 
2613, 27/6 

,N20.32/15 ACTIVE COMMUNICATIONS BIT 
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BY-I05 ADDRESSES 5 DTAM SCREENlPOSlTlON 

IODE#I 

10DE#2 

10DE#3 

!N20:33/0 

N20:33/3 
N20:33/4 
N20:33/5 

N20:33/7 
, N20:33/8 
N20:33/9 
N20:33/10 
N20:33/11 
N20:33/12 
N20:33/13 
N20:33/14 
N20:33/15 

N20:34/0 
N20:34/1 
N20:34/2 
N20:34/3 
N20:34/4 
N20:34/5 
N20:34/6 
N20:34/7 
N20:34/8 
N20:34/9 
N20:34/10 
N20:34/11 
N20:34/12 
N20:34/13 
N20:34/14 
N20:34/15 

i N20:35/0 
iN20:35/1 
I 
~ N20:35/2 
I 
~ N20:35/3 

~ N20:35/5 
'N20:35/6 
N20:35/7 
N20:35/8 
N20:35/9 
N20:35/10 
N20:35/11 

I 

I 

~ ~20:3514 

'SPARE 

 EME ERG PRIME 

EMERG SHUTDOWN 
IEMERG FLUSH 

EMERG PIT LEAK 
EMERG LEAK 1 
EMERG HI PRESS FLUSH 

EMERG JFPT SIGNAL LOSS 
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BY-105 ADDRESSES 
:ONTROL ADD. CONTROL ADD. 1 DESCRIPTION DTAM SCREENlPOSlTlON 

IODEM 

10DE#5 

10DE#6 

N20:35/13 
N20:35/14 
N20:35/15 

N20:36/0 
N20:36/1 
N20:36/2 
N20:36/3 
N20:36/4 
N20:36/5 
N20:36/6 
N20:36/7 
N20:36/8 
N20:36/9 
N20:36/10 
N20:36/11 
N20:36/12 
N20:36/13 
N20:36/14 
N20:36/15 

N20:37/0 
N20:37/1 
N20:37/2 
N20:37/3 
N20:37/4 
N20:37/5 
N20:37/6 
N20:37/7 
N20:37/8 
N20:37/9 

1N20:37/10 
~ N20:37/11 
N20:37/12 

~ N20:37/13 
N20:37/14 

'N20:37/15 

N20:38/0 
N20:38/1 
N20:38/2 
N20:38/3 
N20:38/4 
N20:38/5 
N20:38/6 
N20:38/7 
N20:38/8 

1 BY OCS 

,BY-105 PRIME 
BY-105 FLUSH 
BY-105 SHUTDOWN 
BY-105 PIT LEAK 
BY-105 LEAK l(RESERVED) 
BY-105 HI PRESS FLUSH 

1 

BY-105 JFPT SIGNAL LOSS 

1 
lACTIVE COMMUNICATIONS BIT 

BY-106 PRIME 
BY-I06 FLUSH 
BY-I06 SHUTDOWN 
BY-I06 PIT LEAK 
BY-I06 LEAK l(RESERVED) 
BY-I06 HI PRESS FLUSH 
BY-105 L W R B  

BY-106 JFPT SIGNAL LOSS 
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BY-I05 ADDRESSES 
:ONTROL ADD.iCONTROL ADD. DESCRIPTION DTAM SCREENlPOSlTlON 

1 N20:38/10 
lN20:38/11 
:N20:38/12 
'N20:38/13 
N20:38/14 
N20:38/15 ACTIVE COMMUNICATIONS BIT 

! 

10DE#7 N20:39/0 
N20:39/1 
N20:39/2 
N20:39/3 
N20:39/4 
N20:39/5 
N20:39/6 
N20:39/7 
N20:39/8 
N20:39/9 
N20:39/10 
N20:39/11 
N20:39/12 
N20:39/13 
N20:39/14 
N20:39/15 

----- 
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P r o c e s s o r  Information 

Processor Type: 1747-L532E 5/03 CPU - 16K Mem. OS302 Series C 

Processor Name: BY IOSSKU 

Total Memory Used: 2372 Instruction Words Used - 1358 Data Table Words Used 

Total Memory Left: 9916 lnstruction Words Left 

Program Files: 22 

Data Files: 11 1 

Program ID: 45d0 
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I/O Configuration 

0 1747-L532E 5/03 CPU - 16K Mem. OS302 Series C 
1 1746-NI04I Analog 2 Ch In/2 Ch Current Out 
2 1746-NI04I Analog 2 Ch In/2 Ch Current Out 
3 1746-NI04I Analoa 2 Ch In/2 Ch Current Out 
4 17 4 6-N14 Analog 4 Channel Input Module 
5 1746-N14 Analog 4 Channel Input Module 
6 1746-1012 6-Input 100/120 VAC, 6-Output 
7 174 6-NT4 Analog 4 Ch Thermocouple Input 
E 174 6-1012 6-rnput 100/120 VAC, 6-Output 
9 1746-1012 6-Input 100/120 VAC, 6-Output 
10 1746-1012 6-Input 100/120 VAC, 6-Output 
11 1746-1012 6-Input 100/120 VAC, 6-Output 
12 1746-NT4 Analog 4 Ch Thermocouple Input 
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Channel Configuration 

GENERAL 
Channel 1 Write Protected: No 
Channel 1 Edit Resource/Owner Timeout: 60 
Channel 1 Passthru Link ID: 4 

Channel 0 Write Protected: No 
Channel 0 Edit Resource/Owner Timeout: 60 
Channel 0 Passthru Link ID: 4 
Channel 0 Current Mode: System 
Channel 0 Mode Change Enabled: No 
Channel 0 Mode Change Attention Character: \lb 
Channel 0 Mode Change System Character: S 
Channel 0 Mode Change User Character: U 

CHANNEL 1 (SYSTEM) - Driver: DH485 
Node : 5 (decimal) 
Baud: 19200 
Token Hold Factor: 1 
Max Node Address: 31 

CHANNEL 0 (SYSTEM) - Driver: DH485 
Node : 1 (decimal) 
Baud: 19200 
Token Hold Factor: 1 
Max Node Address: 31 

CHANNEL 0 (USER) - Driver: ASCII 
Baud: 19200 
Parity: NONE 
Stop Bits: 1 
Data Bits: 8 
Control Line : No Handshaking 
Delete mode: Ignore 
Echo: No 
XON/XOFF: No 
Termination Character 1: \d 
Termination Character 2: \ff 
Append Character 1: \d  
Append Character 2: \a 
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0000 

0001 

~ -1 e.[ OSR +.. 
7 8 

0002 

Source #N14:0 
Dest #N60:4 
Length CopyFile 7 

0003 

0004 

0005 

0006 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 2 - --- Total Rungs in File = 19 

First Pass 
S:I 

, c -  
A1 i 

iATHER INPUTS FROM ALL 12 MODULES 

N20:17 +-- 

- -JSR 
lump To Subroutine ---r SBR File Number 

- .-JSR 
Jump To Subroutine 
SBR File Number u :4  

'HECKS FOR ALARM CONDITIONS AND SENDS SIGNAL TO DTAM, STROBE, LIGHTS, HORN. MOTOR INTERLOCK 
'IRCUIT 

-1SR 
._ 

\ITERLOCK TO OTHER BY-FARM TANKS 

I PID CONTROL AND COUNT FLOW 

~ 

, MASTER ACKNOWLEDGE 

.. .. 
Jump'l LI Subroutine 
SUR rlk Number u.5 

SBR File Number 

-1SR "I.. 
Jump To Subroutine 
SBR File Number u : 7  1- 

.. I 

Jump To Subroutine 
SBR File Number U:8 

_.__ __. 
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R P P - 7 0 0 9 ,  REVISION 0 APPENDIX B BylOSnew 

LAD 2 - --- T o t a l  Rungs in File = 19 
____. ____ 

i HEAT TRACE CONTROL 

0007 

0008 

0009 

0010 

0011 

0012 

DH-485 NPUTS/OUTPUTS 

1 MR-I MONITOR POWER ON JET PUMP MOTOR STARTER - 1 SEC. DELAY 

MR-I CONTACT 
N60:3 1 

~- -+16 + ~ _ _ _  t 

~~~ .--JSR ~. .__ 
Jump To Subroutine 
SBR File Number 

~ ~~. ~ 

-1SR . 
lump Io  Subroutine 
SBR t I I C  Number u I2 

--TON 
Timer On Delay 
Timer 
Time Base 
Preset 

1 Accum 
~~ 

FLOWMETER ROUTINE WHEN OUTPUT GREATER THAN 4mA 

I ~. 

NETWORK INTERLOCK 

-.-GRT ~- ~ _ _ _  

Source A N60:15 

Source B 3277 

T4:33 
<RES> 

1 ALARM ACKNOWLEDGE 
I 

I 

! I--~JSR ~ -7 - Jump To Subroutine I SBR File Number fl 1 

~.___.___._~.______ _____ 
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LAD 2 - --- Total Rungs in File = 19 

1 OUTPUT TO STROBE AND LIGHTS 

J S R  - 
lump To Subroutine 1 SBR File Number U:18 f 0013 c.. 

1 DILUTION SYSTEM ROUTINE 

0014 

0015 

0016 

0017 

Jump 'I (1 Subroutine 
SIW Filc Nurnher u 20 

SEND OUTPUTS 

N20:17 .ISR ~ 

1 Jumpyo Subroutine 
, SBR File Number U:19 I--- 

I INJECTION WATER TOTAL FLOW COUNTER 

JSR 
lump To Subroutine 
SBR File Number u:21 

1 RESET TOTALIZER (FLOW METER) 

~ , Clear 
C5:I ACC 

0018 

.~ ~ _ _  ____. 
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RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 3 - --- Total Rungs in File = 21 

1 INITIALIZE THERMOCOUPLE MODULES IN SLOTS 7 AND 12 TO READ IN DEGREES F 

-SBR __- 4r Subroutine 
L- ~_ 

 cop 
Copy File 
Source 
Dest 
Length 

- ~ . . . c O P  
Copy File 
Source 
Dest #O:12.0 
Length 

#0:7.0 

-. - 

~~~ ~ 

-MOV ~~ ~ 

0000 - ,- 

c 

0001 

0002 
~ Source 

0003 
Source 

1 Dest 

0004 

0005 

BUMP OR NORMAL START 
RELAY 

N20: 14 
0006 

0007 

0008 

BUMP UNLATCH RELAY 
N20:14 

COUNTER RESET 
c5:3  -+ RES >-- 
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RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 3 - --- Total Rungs in File = 21 
- ~ 

0009 

0010 

001 1 

0012 

0013 

0014 

- 

:KID X, BY-105, NODE 5 

~- ~ ~.. ~ . 

MVM - 
i x k e d  Source Move 

Mask 0002h 
2< 

-30720< 
Dest N20:14 

-MOV ~ - -  - 
Move 
Source 

Dest 

Node 
Address1 
Baud Rate 

N7:50 1 MVM -4 ElgMove 
5< 

25% 

1029< 

Mask OOFFh 

Dest s:15 

J S R  ~~ 

lump To Subroutine 
SBRFileNumber U I O  1 

Dest N40:lS j 
-32763< 

N20:35 

-[--%T 

,-CLR ~ -- Clear 
N15.2 

64< 1 
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~~- 
N13 I 

0015 1 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 3 - --- Total Rungs in File = 21 

-MOV 
Move 
Source 

Dest N15:IO , 
31< 

::< r 
. .._-I 

0016 1 

- - ~- .~ 
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~ _ _  

0017 1 

RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 3 - --- Total Rungs in File = 21 

-MOV 
Move 
Source N15:IO 

Dest N 7 5  

. 

l -  N15:10 

N7:25 
37< 

37< j 

L- ~- MOV 
Move 
Source N15:IO 

N7:45 Dest 
37< 

37< 

MOV 

Source N15:IO 

Dest t i765 
37< 1 

-~MOV 
Move 
Source N15:IO 

Dest 
37< 

-MOV ~ 

Move 
Source N15:IO 

Dest N7:105 

---MOV - _ _  
Move 
Source 

Dest N7:125 
37< 

- 
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0018 + 

O 0 I 9  I 
0020 : 

RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 3 - --- Total Rungs in File = 21 

MOV I .I =;e , Source 1 Dest N7:185 

J 

RET 
-~ 1 Return 
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LAD 4 - --- T o t a l  Rungs in File = 11 
- __ -- 

GET INPUTS FROM MODULES 1 , 2  AND 3 

I 

Length I 
COP 

- --SBR __ 
0000 1 1 Subroutine 1- - 

1 GET INPUTS FROM MODULES 4 AND 5 

0001 I---. 

.~--COP 
Copy File 
Source # I : I . O  
Dest #N60:2 
Length 2 

2 
Des1 

#1:4.0 1 
#N60:12 

4 i  

1 - 

#N60:16 I 
4 1  

_ _ ~  .~ _____.___ 
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LAD 4 - --- Total Rungs in File = 11 
.. 

GET INPUTS FROM MODULE 6 

0002 ~ 

~~ 

- MVM- 
- MaskedMove 

Source L6.0 
460W 

Mask 003Fh 
63< 

O< 
Dest N17:8 

--MUL ___- 
Multiply 
Source A N17:8 

O< 

64< 

O< 

Source B 64 

Dest N17:9 

~ Mask OFCOh 

Dest N60:20 
I 2< I 

~ GET TEMPERATURE INPUTS FROM MODULE 7 

I 

0003 1- __ _ _ - ~ _ _  
Source W7.0 
Dest #N60:24 
Length 4 

-~ .~ ~ _ _ _ _ _ _ _ _ _ _ ~ - .  
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LAD 4 - --- Total Rungs in File = 11 

i GET MPUTS FROM MODULE 8 

I 
0004 

GET INPUTS FROM MODULE 9 

0005 I ____ ~ 

MVM ~- 
Masked Move 
Source 1:a.o 

003Fh 

N17:O 

Mask 

Dest 

.~ 

-MIII. 
Mukip&- 
Source A N17:O 

27c 
i  source^ 64 - 1  

Dest 

~~ .. 

N17:l 
204% 

2 0 4 k  

4032< 
1 Mask OFCOh 

MVM E; Masked Move N;;;i] 

4032< 
Dest N60:28 1 

2048< ~ 

OFCOh 

-MVM--- 

L9.0 
-469< 

003Fh 
Dest N17.2 63< T- Masked Move 
Source 

Mask 

43<,  

Multiply I 
43< I 

Source A N17:2 

Source B 64 

Dest N17:3 
64< ~ 

2752<, 1 

Dest N60:29 

~ 
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LAD 4 - --- Total Rungs in File = 11 

1 GET INPUTS FROM MODULE 10 

0006 1~ 

I 
I GET INPUTS FROM MODULE 11 

0007 c 

1 -MVM 
Masked Move 7 Source 

--1 -MUL 
Multlply 
Source A N17 4 

7< 

448< 

Source B 

Dest 

Source 

Mask OFCOh 

Dest N60:30 

448< 

4032< 

1480< 

Source A N17:6 1- 
Source B 

64< 1 Dest N17:7 1 

-MVM ~~ 

Source N17.7 
"< 

ZYU< I 

~~ 

2 1 : 3 7 : 2 9  PAGE B / 5 of B 8 5 Wednesday, July 18, 2001 
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LAD 4 - --- Total Rungs in File = 11 

1 GET TEMPERATURES FROM MODULE 12 

0008 i 

0009 

0010 ~ 

.. . 
COP - 7 I i Copy File 

Source fftIZ.0 
1 Dest #N60:32 
1 Length 4 1  

~ __ _ _ . ~ . _ _ .  ~ _ _ _ _ _ _ ~ _ _ _ _  __ 
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LAD 5 - --- Total Rungs in File = 76 
._ ~ . - 

I TRANSFER LOW PRESSURE WHEN PUMP ON STARTS TIMER AT 30 PSIG 

Timer On Delay 
Timer T4:3 
Time Base 1.0 
Preset 3< 

0000 

0001 

  EN* 
-<DN> 

CHECK IF PXPT IS 
MR-1 CONTACT LESS THAN 30PSIG 

N60:31 

Source A N60: 18 
~ + 6 E ~  ~~ 

Source A N60:17 

Source B 9830 
4134< 

I 3312< 
Source B 4588 ~ 

4588< 

0002 I 

0003 , 

0004 

30 SEC DELAY 
T4: 1 

-%i t  

I TRANSFER HIGH PRESSURE STARTS TIMER AT I40PSIG 

~ 

3 SEC DELAY 
T4:2 

- 

JFPT (PS-2), HIGH PRESS FLUSH, GREATER THAN ISPSIG STARTS TIMER 

CHECK IF JFPT IS GRT 
! THAN ISPSIG 

<EN> 
Timer T4: 1 
Time Base 
Preset 
Accum 

I 

XFER PRESS LOW INTLK 
N20:24 

-TON 
-<EN>' 

1.0 +N> I Timeron Delay 
Timer T4:2 
Timc Base 
Preset 3< 
Accum o< ~ 

ALARM 2 
N16 0 N20:15 

2 -  2 
i r o s ~ -  -<L% 

1 
i 

~~ 

~ ~~~~~~ __ .... ~~~ ~~ 
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RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 5 - --- Total Rungs in File = 76 
.. - .- - 

! 3SECDELAY JFPT INTLK 
T4:3 N20:24 

~-_r-~-- 
.. .. . 

ALARM3 
N16:O N2O: 15 

.-+ O S R M L > -  
'~ 3 3' 

MOTOR PERMISSIVE AND MR-I TIMER STARTS EITHER ON PERMISSIVE AND NO PUMP POWER OR PUMP POWER 
ON AND NO PERMISSIVE. 

0005 

0006 

0007 

START FROM DTAM 
N20:17 

MOTOR START RESET 
RELAY 

N20:17 

0 

Ai- 

MR-I CONTACT 
N60:31 

MR-I CONTACT 
N60:31 

~. . 16-- 

TON ~~ 

Timer On Delay 
Timer 
Time Base 
Preset 1 Accum 

T 4 4  
1.0 <DN> 

3< I 

PUMP TRE! INTLK 
N20:24 

1 LS-I, LS-2. ALARM WHEN JR-f IN PRIME AND/OR FLUSH POSITION 

IR-l NONPROC INTLK 
N20:24 

N20 17 N16:O 
L- ~ 4 E- + OSR+-<L>- 

5 5 

I START DTAM 

0 

- .- ~~ - ~. 
~ 
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0009 

0010 

001 1 

0012 

PIT LEAK 
N60:ZY 

7 
++ 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 5 - --- Tota l  Rungs in File = 76 
- 

PIT LEAK DETECTOR LEAK SIGNAL 

~ 

3 SEC DELAY 
T4:6 

~ 

PIT LEAK DETECTOR TROUBLE SIGNAL 

~ 

DETECTOR TROUBLE PIT LEAK 
N60:ZY N60:29 

--TON 
Timer On Delay 
Timer T4:6 
Time Base 
Preset 
Accum 

1.0 ~~ 

3< 1- 
-3 ~ ~~ 

PIT LEAK INTLK 
N2024 

-TON 

Timer T4:7 
Time Base 
Preset 
Accum 

PIT LD TRB INTLK 
N20:24 
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0013 

0014 

0015 

RPP-7009,  REVISION 0 APPENDIX B BylOSnew 

LAD 5 - --- Total Rungs in File = 76 
~~ 

I I 
CHECK IF JUMPER 
THERM0 GRT THAN 225 1 DEGF 

N60:25 Source A 

Source B I- 

HEATER ON FROM DTAM 
N20.17 

q4-- 7 ~ .- 

I 
I 

L --TON ~ 

Timer On Delay 
Timer 
Time Base 
Preset 
Accum 

N16:O 

8 
I 4 O S R 1  

-LEO 
Less-ThA or Eql (A<=B) 
Source A N60:14 

RESET WTR TK ALARM 
AT GRTIEQ 15.5 IN 

N20:24 
-4J ~ 

~~ LEQ 

Source A 

Source B 

~. Less Than or Eql(A<=B) 

L ~ 

N2024 -x8* 
ALARM 8 

N20:15 

RESET ALARM 
N2024 

Nl6:O N20:lS 
4 VSR ]+L 

9 

I 
i 

I 

I 
i 
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LAD 5 - --- Total Rungs in File = 7 6  

CllECK IF IKSTK CAB 
TE.MPGKT FOTO 130 

CHECK IF INSTR CAB 
TEMP GRTIEQ TO 130 
OR 125 DEG F 

--GEQ 
Grtr Than or Eql (A>=B) 
Source A N60:27 

Source B N18:IO 

OR 125 DEG F 
--GEQ ~ 

Than or Eql (A>=B) 
Source A N60:27 

0016 1 

Source B N19:iO 1 
I 130< 

RESET ALARM AT 125 
DEG F OR LOWER 

N20:24 

IO 
~~~ ~ . 1 I-______.. 

, -.:- 
ALARM RESET 

N20:24 

ALARM10 1 
N16:O N20:15 
OSR +--?e 

I O  

CllECK IFAIK COXIPR 
('At3 GRT/EO 'TO I30 OR 

CHECK IF AIR COMPR 
CAB GRTIEQ TO 130 OR 
125DEGF 

N60:26 

GEQ ~~ 
~~~ 

~ ---I Grtr Than or Eql 
Source A 

0017 t 
-..- 

Gnr Than or I:ql (A>=BJ 
Source A U60 26 

77< 
Source B N18:ll 

12% 1 

RESET ALARM AT 125 
DEG F OR LOWER 

N20:24 

I I  
~--:, r--- 

J 
RESET ALARM 

N20:24 

MR-I CONTACT BUMP PERMISSIVE 
T4:95 N60:31 -~ 

N20:24 

-2.- 0018 1 7 ~~ . 

-brs , 4 L  6 

ALARM 12 
N16 0 N20 15 

-4 O S R L -  L+- 
12 ~ 5 2  

~ ~ ~. 

21 :37 :30  PAGE B ;!I of B $ 5 Wednesday, July 18, 2001 



0019 

0020 I 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 5 - --- Total Rungs in File = 76 

-LEQ __ 

! 

SGT LOW 
N20.24 

A 1  13  

MOTOR WINDING TEMP 
TRIP AT 390 DEG F 
WARNING AT 380 DEG F 
RESET AT 370 DEG F 

Grtr Than or Eql (A>=B) 
Source A N60:16 

4638< ! SourceB 15041 
I 1504l<, 

MOTOR WINDING TEMP 
RESET 

N20:24 

Source A N60:12 

SourceB N18:13 

IOTOR WINDING TEMP 
RIP AT 390 DEG F 
iARNING AT 380 DEG F 
ESET AT 370 DEG F 

-GEQ ~~~ 

Grtr Than or Eql (A>=B)1- 
Source A N60:16 ~ 

463% 

14368< 
Source B 14368 

ti 

1- 

1 
SALTWELL LOW LEVEL 

N20:24 

N16:O + OSR 1 
13 

I v 

ALARM 13 
N20:15 

-..'L-& 
-IT 

MOTOR WINDING TEMP 
INTLK 

N2024 ,. 

ALARM 14 
Nl6:O 

14 
{ OSR + - 

_ _ ~ ~ ~ _ _  ~- __..__ ~ 
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002 I 

0022 

0023 

0024 

~ 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 5 - --- T o t a l  Rungs i n  F i l e  = 7 6  

MOTOR WINDING TEMP 
TRIP AT 390 DEG F 
WARNING AT 380 DEG F 
RESET AT 370 DEG F , - GEQ ~ .~ - Grtr Than or Eql (A>=B) 

~ SourceA N60:16 
4638< 

14705< 
Source B 14705 

MO IOR WINDING I t.MP 
TRIP AT 390 DEG F 
WARNING AT 380 DF(; F 
RESF. I A I  370 DF(i F 

MTR WINDING TEMP 

N20:52 
~ RESET 

1 r-GEQ ~ - Grtr Than or Eql (A>-B) 
Source A N60 16 

4638< 1 
14368< I 

I 

STATION ON DH-485 PRESENT ~ 

. _____- - 

STATION ON DH-485 PREVIOUS 

.~ .. - _____~ ~ ~. 

I COMPARE PRESENT AND PREVIOUS DH-485 AND ALARM IS NOT EQUAL 

Not Equal 
Source A NI5:Z 

N15:3 Source B 
64< 

.___.... J 

Bitwise AND 
Source A s:9 
Source B N15:5 

0060h< 

0040h< 

0040h< 
1 Dest N15:2 
I 

MVM ~ -{%Ed Move 
N15.0 

I h4< I 
Mask N155 

Dest N15:3 
0040h< 

64< 

Timer 
Time Base 
Preset 
Accum 
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0025 

0026 

0027 

0028 

0029 

0030 

003 1 

RPP-7009, REVISION 0 APPENDIX B BylO5new 

LAD 5 - --- Total Rungs in File = 76 

60 SEC DELAY 
T4:15 

~ L B3:7 1 
1 i-- 

12 

LEAK 
N60.29 

DETECTOR 1 TROUBLE LEAK 
N60:29 
_ r  

N60:29 _ _  3- -Flit--- 

% 

BY106 IN FLUSH 
N20:38 

- --i I r ~~ 

3 SEC DELAY 
T4:84 

- % J -  

.... 
DH485 COMM INTLK 

N20:24 

-TON 
Timer On Delay <EN> -- 
Timer T4:Y 
Time Base 
Preset 
Accum 

LDI INTLK 
N20:25 

I 

ALARM 18 
N16:l 

~~~~ [ OSR I+~-<L; 
1 2 

-TON 

T4:ll 

~ . .~ 
I 

Timer On Delay 
Timer 
Time Base 
Preset 
Accum 

- 

TRB LD1 INTLK 
N20:25 

-+3> 

N16:l N2016 

2 3 
4 OSR i . 4 L >  2 

Timer On Delay 
Timer 
Time Base 1.0 i~<DN> --r- Preset Accum 

.~ -~ - 

-TON I 
Timirzn  Delay 
Timer T4:84 
Time Base 1.0 i~<DN> 
Preset --i Accum O< 3< I 

I 

BY-I06 FLUSH 
POSITION INTLK 

N20:25 

ALARM 21 
N16:l N2036 1 ~ 

~~ : -  OSR ]-+L 
4 5 
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0032 

0033 

0034 

0035 

0036 

0037 

0038 

R P P - 7 0 0 9 ,  REVISION 0 APPENDIX B Byl05new 

LAD 5 - --- Total Rungs in File = 76 

CHECK IF JFPT SIGNAL 
LESS THAN 4mA 

,-LES ~- 

Source B 

3 SEC DELAY 
T4:lO ----%e 

BX-DCRT 
N6028 

I I  
..-J,X7- .... 

- 

'8 '  

3 SEC DELAY 
T4:51 

POWER MONITOR HliLO 
MR-I CONTACT PUMP MOTOR 

N60:31 N60:3 1 

-TON 
Timer On D r t < E N >  1 Timer T4:10 
Time Base 
Preset 
Accum 

JFPT SIGNAL LOSS 
INTLK 

N20:25 
~. 

N16:l N20: 16 

0 

-TON 
Timer On Delay t--<EN> 
Timer T4:20 , 
Time Base 1.0 ' <DN> 
PIP9Pt 3< r . .___. 
Accum o< I 

BX DCRT INTLK 
N20:25 r \...- -1 '7' 

ALARM 23 
N16 6 N20:16 

--I OSR + ~ -<L\ 
7 7,- 

.--TON 
Timer On Delay 
Timer 
Time Base 
Preset 
Accum 

~~ ~- 

BY 106 SKID JFPT I 
SIGNAL LOSS INTLK ~ 

N20:51 
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LAD 5 - --- Total Rungs in File = 76 

0039 

0040 

0041 

0042 

0043 

0044 

0045 

CGM HI LFL 
N60:28 N60:28 

CGM TROUBLE 
N60:28 N60:28 

3 SEC DELAY 
T4:13 

MR-I CONTACT DIL CONTACTOR DIL FLOW 
N60:3 1 N6028 N60:28 

~~~ -3 (L ._I r.. L&.+ 
6 -  I~ 7~ 

5 MIN DELAY 
T4:52 

%e 

BY IO6 HI FLUSH 
N20:38 

ALARM 22 
N16:l 

CGM HI LFL MTLK 
N20:25 

-TON ~- 

Timer On Delay 
Timer 
Time Base 
Preset 
Accum 

3< I 

..- 

CGM TRB INTLK 
N20:25 

ALARM31 1 
N16:6 NZO:16 

Timer 
Time Base 
Preset 
Accum 

DIL NO FLOW INTLK 
N20:51 

ALARM36 1 
l--~ r OSR +L>..--- 

N16:l N20:55 

12 3 

-TON ~~~~ 

Timer On Delay   EN> 
Timer T4:87 
Time Base 1.0 <DN> 
Preset 1200< 
Accum O< 
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LAD 5 - --- T o t a l  Rungs in F i l e  = 76 

0047 

0048 

0049 

0050 

WORN BEARING ALERT 
N60:30 
X !  

7 

ALARM 54 
N16:l 

-1 OSR-+-(L, 
8 5 

WORN BEARING I 
N20:52 

., -,- 
I 

\9’ 

INJECTION WATER 
ACTUATE ON LOW FLOW 

N60:30 
- 2 -  - 

CLEAR ON LOW FLOW 
ACTUATE ON NORM FLOW 

T4:62 _ _  
--.--- 

<EN>-- 
Timer T 4 6 2  
Time Base 
Preset 
Accum o< ~ 

~~ 

~~ . . TON 
Timer On Delay 
Timer 
Time Base 
Preset 
Accum 

l - - ~ -  ~~ . .. 

BEARING WTR INTLK 
N20:51 I 

~- ~ ~ _ _ _ ~ _ _ _  
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~- 

005 1 

0052 1 

0053 1 

RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 5 - --- Total Rungs in F i l e  = 7 6  

CHECK WTR CAB TEMP 
LESSEQ TO 35 OR 40 
DEG F 

Source A 

RESET ALARM ABOVE 40 
DEG F 

N20:52 

CHECK IF WFIE TEMP 
LESS/EQ TO 35 OR 40 
DEG F 

4 
Source A 

N19.15 
3% I 

RESET ALARM ABOVE 40 
DEG F 

N20:52 

CIIECK IF WFlE rEMP 
LESS EQ TO 35 O R  40 
D t G  F 

~ 

ALARM RESET 
N20:52 

0 
- ---< >-- 

ALARM 49 
N16 I N20 56 4 OSR j +L> - 

14 0 

ALARM RESET 
N20:52 

ALARM50 I 
+ OSR 7 - - - - ( L > l  

N16:l N20:56 

15 1 

~ TON 
Timer On Delay 
Timer 
Time Base 
Preset 
Accum o< ~ 
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Total Rungs in File = 76 _ _ -  
__-.. - .. 

BY IO6 SKID 30 MIN 
TIMER INTLK 

N20:52 
___.. .. . 

T - ---+ 
0054 

0055 

0056 

0057 

0058 

0059 

0060 

RPP-7009, 

LAD 5 - 
~ 

3 SEC DELAY 
T4:22 

BY-I06 LEAWTRB 
N20:38 

BY-I06 LK DET I 
LEAK OR TRB 

N20:38 I 

BY-I05 LWI KR 
N2U:38 

ALARM 57 
N16:6 

[ OSR M L ;  
11 8 

-TON 
Timer On Delay L~SENF- 
Timer T4:50 ~ 

Time Base 
Preset 
Accum o< I 

UY-I06 LWI'KU INTLK 
N20:51 

I '0' I 
ALARM 33 

N20:55 N16:l OSR +..<L;- 

3 0 

 TON ~ _ ~ ~ _ _ _  
Timer On Delay  EN)- 

1.0 <DN) -- 
Timer 
Time Base 
Preset 
Accum 

T4:53 A 
.~ 

BY 105 LEAK OR TRB 
INTLK 

N20:25 ~+ > .___- T -~~~ I 

-TON 
Timer On Delay ~*,EN> 
Timer T4:98 
Time Base 
Preset 600< 1 
Accum 236< 

1.0 -.<DN>- 

~ _ _ _ _  __ ~ __ __ .- 
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0061 

0062 

0063 

0064 

0065 

0066 

0067 

0068 

0069 

~. 

LAD 5 - --- Total Rungs in File = 7 6  

LS-2 
N60:30 

LS-I 
N60:30 

LS-I 
N60:30 

I 

JR-1 PRIME POS 
OUTPUT TO DH485 

N20:32 

0 
~-.-+ > .~  

-TON ~ 

<EN> - Timer On Delay 

Time Preset Base T 4 4  < D N t  

Accum 

MR-I CONTACT BUMP PERMISSIVE 
N60:31 

BY 106 PIT LEAK 
N20:24 

-- - 1 r-~ 

BY106 LEAK TROUBLE 
N20:24 

7 
~~~ .+ ':. ~___- ~i 

LEAK DET 1 ALARM 
N20:25 

JR-I FLL'SH POS 
OlJTPUT TO DH485 

N2032 I 

PUMP SHUTDOWN OUTPUT ~ 

TO DH485 
N20:32 

(2> 
- .~ 

I 

LEAK DET I TRB ALARM 
N20:25 

JFPT IllGH PRESS 
N2024 

JFPT SIG LOSS ALARM 
N20:25 

LK DET I LEAK OR TRB 
OUTPUT TO DH485 

N20:32 

JFPT HI PRESS OUTPUT 
TO DH485 

N20:32 

JFPT SIG LOSS OUTPUT 
TO DH485 

N20:32 I Cg>--- 
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0070 

~ I 

0071 

LAD 5 - --- Total Rungs in File = 76 

FLASH FOR ALARM 
CONDITIONS 

N20:17 

52 ..________- _______ . ~ ~ _ _ _ _ _ ~ ~ - . -  
-NEQ 
NotEqual --- 
Source A N20.15 

Source B 

Not Equal 
Source A N20:15 

77< I 

Source B 

.~-NEQ 
Not Equal 
SourceA 

Source B N;;;d 1 ~ 

~~.-NEQ ~~ 

Not Equal 
Source A N20:56 

Source B 

.~ 

-NEQ ~ 

Source A N20:24 

I 

Not Equal 
Source A N20:25 

Source B 

-.- I 
-NEQ 
Not Equal 
Source A N20:51 

Source B N13:O 

-..-- 

7~ - 
NEQ ~- ~. 

Not Equal 
Source A N2052 

Source B 

COLOR CIIANGE FOR 
ALARM CONDITIONS 

N20:17 



RPP-7009, REVISION 0 APPENDIX B By105new 

LAD 5 - --- Total Rungs in File = 76 
- ~~ ~ _ _ ~  

0073 

0074 

0075 

XFER PRESS HIGH 
XFER PRESS LOW CLEARED IFPT JR-I FLUSH PIT LEAK 

N20:24 N20:24 N20:24 N20:24 N20:24 
.... ++~ ~. +,--. ~ 

1 -  2 3~ 

f--:.---t*----~- ..~/--*-+A 
=WINDING TEMP DH485 COMM FAILURE JFP-LOSS PWR MONITOR 

N20:24 N20:24 N20:25 N2051 

'.;p .---T 
I 

I 

'I" 

IN3 WTR FLOW SW SUB-MTERLOCK SUB INTERLOCK PIT LD TRB LD#I LEAK 
N20:5l N 2 0  17 N20:17 N20:24 N20:25 

+ I i 1' _ _ ~ ~  .__ ~~ + 
6 I 2 

_rR,tUF -- c 
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0000 

0001 

0002 

0003 

0004 

0005 

R P P - 7 0 0 9 ,  REVISION 0 APPENDIX B Byl05new 

LAD 6 - --- Total Rungs in File = 6 

DIL NO FLOW SUB-INTERLOCK 
N20:51 N20:17 

b2*- 
, 

BY106 SKID HIGH JFPT 
SUB INTERLOCK BY IO6 SKID IN FLUSH PRESS BX DCRT ALARMS 

N20:17 N20:25 N20:52 N20:25 

2 5 7 
~ ~. 3 &~~--..--.. * "5! --.~--.-/r ~- 

BY 105 SKID LEAWTRB 
SUB lNTERLOCK BY-106 LEAWTROUBLE ALARM 

N20:17 N2051 N20:25 

BY106 SKID JFF'T 
SUB INTERLOCK SIGNAL LOSS 

N20:17 N20:51 

SUB-INTERLOCK 
N20:17 

d 2 +  

SUB-INTERLOCK 
N20:17 
<2t - 

. _ _  ~~~~ ._____ 
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0000 

0001 

0002 

0003 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 7 - --- T o t a l  Rungs in File = 36 

,---SBR 

10 MIN DELAY 
CLEAR ON NORM FLOW 
ACTUATE ON LOW FLOW BUMP TO NORMAL START 

T4:89 N20:14 N16:ll 

BUMP ORNORMAL START 
RELAY 

N20:14 +:> ~- -~ 

10 MIN DELAY 
CLEAR ON NORM FLOW 
ACTUATE ON LOW FLOW RELAY 

BUMP OR NORMAL START 

T4:89 N16:ll N20:14 4 OSR ~+ 
3 

PERMIT NORMAL START 
START FROM DTAM WHEN TRUE INTERLOCK CKT PUMP TRB INTLK 

N20:17 N20:14 N20:17 N20:24 

+2-7 c~ ~__.__ 1 [- 
I 

4 0 -  0 3 

DIL CONTACTOR 
N60:28 

_i > ~ . -  
I 

! MR-1 CONTACT PUMP RUN 
N60:3 I N20:14 

p-~d 6 F-.~ <7>- 

+2>~-  - 

RESET RELAY 
N20:14 

START FROM DTAM BUMP START WHEN TRUE INTERLOCK CKT PUMP TRB N L K  
N20:17 N20:14 N20:17 N20:24 

 do^ - . ~ j  +4 L 

0 3~ 

~ . ~~ .~ 

TOF ~ - ~ _ _  
Timer Off Delay 
Timer 
Time Base 
Preset 1 Accum 

21:37:32 PAGE B 3q of B 8 5  Wednesday, July 18, 2001 
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LAD 7 - --- Total Rungs i n  F i l e  = 36 

~ Timer On Delay 
Timer T4.92 
Time Base 0.01 
Preset IOOC 
Accum O< 

0004 

<EN>- 

. <DN>- 

0005 

0006 

0007 

BUMP PERMISSIVE START FROM DTAM INTERLOCK CKT PUMP TRB INTLK 
N20:17 N20:17 N20:24 -4 C~. . 1- 3 
.q F~~ 

0 i 
RESET 
N2014 

-$k 

IUIMP PERMISS 
N20.14 

<-4 ~ 

MOTOR START RESET 
RELAY 

NZO 17 I 

%--------- 
6 

BUMP RELAY BUMP PERMISS 
N20:14 N20:14 

4 6 
----a/F ~- i' t-.- 

PERMIT NORMAL START 
START FROM DTAM WHEN TRUE INTERLOCK CKT 

N20:17 - N20:17 N20:14 

' 0  

BUMP PERMISS MR-1 CONTACT 
N20:14 N60:31 

-d r i r  
J L  

6 6 -  I A 1  

i <,>--- 
COUNTER RESET I 

+RES>-- 
c5.3 

MS-I 
N60:31 
-<<,t- ' 

COUNT TO 3 BUMPS 
CTU ~~~ 

Counter c5:3 
Preset 
Accum 

I ~ 

Count Up 1 ---<cu> ~~ 

~~ ~. 
I ~ 
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LAD 7 - --- Total Rungs in File = 36 

1 SEC BUMP PERMISS 
T4:92 N20:14 

BUMP RELAY 

10 SEC DELAY BETWEEN 
BUMPS 

~~~~~  TON ~ ~ - 

Timer On Delay 
Timer 
Time Base 
Preset 
Accum I-_- 

BUMP LATCH RELAY 

+;>-- 
N20:14 A I N16:ll T4:93 

10 SEC COUNTER BUMP PERMISS 
T4:93 N2014 

0010 1 +c- ~ 

INJ PUMP ON 
N60:20 1 + 6 E  - 

0011 ~ 

0012 

30 M M  HI PRESS INTLK 
T4:94 N20:14 
1R 

9 -  I 

BUMP TO NORMAL START 
RELAY 

N20:14 I 
-~ 

I 

-TON 
Timer On Delay 7 X E N J  7 Timer T4.55 
Time Base 1.0 <DN> 
Preset 6 0 0 < ~  ~ 

, Accum O< 

01"l PUT TO INJ PL'MP 
CON IACTOR 

N60:ZO 

1 IO MIN DELAY MJ CONTROL 

L- \~ ~~ 

T4:55 N20:14 A 1 
~ 

1 MI CONTROL PUMP N O W  RUN 
N20:14 .-Ad- N20:14 1 .+%:E D i ! - i E N + i  

1.0 <DN>- 
1800< 

I Timer 
Time Base 
Preset 
Accum O i  T4:94 I 

, - - ~ ~  --~_____1 
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0013 

0014 

0015 

0016 

0017 

0018 

0019 

0020 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 7 - --- Total Rungs in File = 36 

HI XFER PRESS 

+ i-.+VSR? 
N20:24 N16:ll 

2 -  7 

HI XFER PRESS LATCH 1 
N20:14 

1 THIS RUNG STARTS THE 5 SEC TIMER UPON A HIGH TRANSFER PRESSURE TRIP. I 

I HI XFER PRESS LATCH 
N20:14 

I O  
7 -~ 

L -  

-TON _____-. - I 

1 On Delay 

1 TirneBase 
Preset 1 Accurn 

UPON TIMING OUT OF THE 5 SEC TIMER, THE INJECTION PUMP WILL SHUTDOWN I ~ 

1 5SECDELAY 
T454 

XFER PRESS HIGH 1 CLEARED MJ PUMP OFF 
N20 24 N60:20 N16 11  

r VSR 1 *- 5 

MOTOR START RESET 
~ RELAY -~ ..-j----7r VSR 1 N20:17 N16:6 

1 

HI PRESS INTLK 
N20:14 I 

M W -  
Masked Move 
Source 

1 Mask 0040h ~ 

N20:17 
-5628< 

JSR 
lumpTo Subroutine 
SI1K File Number ( I :  I I 

N60:12 

~ SCL 
Scale 
Source 

Rate [i lOOOO] 12499 

Offset -4096 

NIO:28 

12499< 

-4096< 

20< j 
-PID 

-i 
--1 

PID 
Control Block NI0:O 
Process Variable NIO:28 
Control Variable N1029 
Control Block Length 23 

Setup Screen 
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0022 

0023 

0024 

0025 

0026 

Source A N60.12 

Source B 3277 
3293< 

3277< 

0027 

0028 

- 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 7 - --- Total Rungs in File = 36 

p z : ? h g ( A > B )  Source A N60 12 

3293< 

16384< 
Source B 16384 

N20:17 * 

N20:17 
- 7 , t - p  

7 -SCL --- 

1 Source NIO:29 
4 Scale 

"< I 
Rate [/lOOOO] 15239 

Offset 6242 
15239< 

6242< 
1 Dest N60:4 1 

3277< 

-MOV -? 

3277 1 
3277< 

3277< 1 

Move 
Source 

Dest N60:4 

--MOV - -.- 

t Move 
Source I6384 

16384< ~ 

Dest N60:4 
3 2 7 ~  1 

Source #N20:18 
#N10:2 

-COP ~ 

Copy File 

4 ~, Length 
, ~~~ ~. 1 

1 Dest 

~-MOV 
Move 
Source N10:28 

Dest N20:22 
20< 1 

-MOV 
Move 
Source 

Dest 

N10:29 

N20:23 

Copy File 
Source #N20.26 pi 
Length 

1 Dest #N10,13 
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~~ 

0029 

0030 

0031 

0032 

0033 

0034 

0035 

RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 7 - --- Total Rungs in File = 36  

-MOV _- 
Move 
Source 

Dest N20:27 

, -MOV----, 
Move i Source N20:28 

I 64< 1 
Dest NIT0 

I 64< 1 

7. 
--MOV -~ 
Move 
Source N20:29 I 

N15:5 
64< 

Dest 

t- Move 
Source C5:l.ACC 

Dest N20:30 
92% 

_______.__ 
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0000 

0001 

0002 

LAD 8 - --- Total Rungs in F i l e  = 6 

ALARM ACKNOWLEDGE FROM DTAM 

N12:O I O< 

--NEQ ~ 

Not Equal 
Source A 

Source B 

-NEQ 
Not Equal 
Source A 

I SourceB 
~ 

0003 

0004 

T4:48 

-&&- 

--~.FLL 

TON ~ ~ ~~ 

Timer 
Time Base 

! Preset 
Accum 

MVM 
Masked Move 
Source 

0400h 

N20:17 
1024< 

-5628<, 

--TON 
Timer On Delay 
Timer 
Time Base 
Preset 
Accum 
-~ __~. 

N60:30 <y*- 
N60:30 -*- 

NEQ ~.___. 

N12.2 

1 Not Equal __ 
Source A 

Source B 0 

Source 
#N12:0 j Length 

___. 

RET - ~ _  
Return 

~ 
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LAD 8 - --- Total Rungs in File = 6 

0005 I ~- . - (END 

~ ~ -~ ~ - ~~ - 
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0000 

0001 

0002 

0003 

0004 

0005 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 9 - 

LES 

Source A N60:25 

~ SourceB N18:33 
8% j 

N16:9 

] s t  
HEATER ON FROM DTAM 

N16:9 N20:17 
J - __ -.I c_- 

1 1  
- 4 

--- Total Rungs in File = 10 
-. 

-LES __ - 
Less Than (A<B) 
Source A N60 25 

Source B 
81< I 

1- __ 

FGM HI LFL 
N2025 

-ADD 
Add 
Source A N31:4 1- 

90<: 
Source B 5 

Dest N18:32 
5< 

9% 

-SUB ~ - -  
Subtract 
Source A N31 4 

Source B 
s< I 

CGM H I  I FL CGM 'TRN 
N2U.25 N2O 2 5  

N16:9 

N6Q29 

DO3 1 N6Q29 

-ADD ~ 7 

SUB 1 [E:: N31:17 "< I 
Source B 5 1  i Dest Nix::< i 

-5< 

___.. __..____ .__ 
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LAD 9 - --- Total Rungs in F i l e  = 10 

0006 1 

0007 

0008 1 

0009 

CHECK IF PMP PIPING 
TEMP LESS THAN 40 
DEG F 

t 
LES ~ ___ 
Than (A<B) 

Source A N60:34 

Source B 

~ 1 I -Less  Than (A<B) 
Source A N60:34 

I 1 SourceB NIX2 ! 
5< j 

HEATER ON FROM DTAM FGM HI LFL CGM HI LFL CGM TRB 
N16:9 N20:17 N20:25 N20:25 N20:25 

c~~ T -4 t--.~-.~~+ r--.. +T 
3 -  4~ 6 

N16:9 

%> 

1 

DO5 
N60:29 

DO4 
N6029 --<,> 
DO6 
N6029 

-? 

1 
1 
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LAD 10 - --- T o t a l  Rungs i n  F i l e  = 1 4  

0000 

0001 

0002 

0003 

0004 

0005 

0006 

0007 

0008 

0009 

0010 

--CLR -- - 

-7 IClearLR -- N7".'' L 

.. 

Dest N7:20 ! 
i 
I .~ 

.. 

0011 
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RPP-7009, REVISION 0 

LAD 10 - --- T o t a l  

APPENDIX B BylOSnew 

Rungs i n  F i l e  = 1 4  
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LAD 11 - --- Total Rungs in File = 3 

1 PUMP ON/OFF FROM DTAM 

______ 0001 I 
- 0002 , -__-__ 

MR-I CONTACT 
N60:31 

MS-I 
N60:31 +** 

L 

_ _ ~ _ _ _  - _ _ _ _ _ _ ~ ~  
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LAD 12 - --- Total Rungs in File = 14 

I 

0000 I , 

0001 i 
SourceA 

Source B 

0002 ~ 

-1 
I- 

N20:32 
-3276% 
N40: 15 
-32163<, 

~-EQIJ B3:7 

SourceA N4011 6 

Source B 

Equal l--.-++ 

Source A s:9 1 
0060h< 1 

0040h< 
Source B 

Dest 

ISR -~~ -4 Jump To Subroutine 
SBR File Number 

, ~ ~ 

MOV 
Move 
Source N20:32 

-32163< 

- 3 2 7 6 3 < 
Dest 

-MOV __- 
Move 
Source N40:16 

Dest N40:15 

. .. - 
ISR 

Jump To Subroutine ! 1- SBR File Number U:14 

T4:32 

, -MOV _ _ _ ~ .  I Dest N40:l l  

Move 
Source 

I 

~~ -A 
T4:97 I 

+RES >- 

Accum o< I 

__.______________~~~ .~ 
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LAD 12 - --- Total Rungs in File = 14 
.~ ~~ -. 

T4:97 ~ r~..JSR 
Jump To Subroutine 
SBR File Number U:lO 
~~~_____  ..~ 

SBR File Number U:14 

-MOV ~ 

Source 

Dest 

Move I..- 
N40:17 

~~~~ ~ 

0003 

0004 

0005 

0006 

0007 

-NEQ 
Not Equal 
SourceA N15:9 r-- 

64< 

T4:32 i 
.--<RES tJ 

.--JSR ~~ ~~~ 

Jump To Subroutine 
SBR File Number 
__ ~ 

U:14 -1 ..--JSR ~ .. 
Jump To Subroutine 
SBR File Number 

-MOV - 

Source 

Dest N15:ll 
64< ~ 

T4:32 
+RES> 

<EN>- 
T4:99 

1.0 <DN> 
300< 1 --TON 

Timer On Delay 
Timer 
Time Base 
Preset 1 Accum I S < ,  

B3:7 
.__.__. d 6 F  

q 6 E  
B3:7 

T499  
<RES, 

-JSR 
Jump To Subroutine 
SBR File Number U:14 : ~~ 

- - .p~p--~p..p-..-.p 
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LAD 1 2  - --- Total Rungs in File = 14 

0008 

0009 

0010 

0011 ! 

0012 1 
I 

~ 

0013 

N20:17 
+I$--- -<EN>- 

TON 
Timer On Delay 
Timer 
Time Base 
Preset i Accum 

T4:32 
 RES > 

I 
~ CLR 

Clear 
Dest N40: 15 

! 
- MOV 

Source N15:O 

N15:l Dest 

Move 1 - 2  

64< 

1 RET A Return 

--<END> 
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0000 

0001 

0002 

0003 

~~ 

LAD 13 - --- T o t n l  Rungs in File = 6 

936.21< 1 

C5:l 

N20:17 N16:7 
OSR1 -v- 3 

Subtract 
Source A N60: I 5  

Source B 3277.0 

Dest F8:O 

9823< 

3277.0< 

2308.0< 

: 

1 
F -DIV 

Divide 
Source A F8:O 

Source B 60.0 

Dest F8:I 

2308.0< 

60.0< 

38.46667< 

-ADD 
Add L . .-- 

38.46667< 

931.636% 

Source A 

Source B 

--SUB ~- 1 

936.21< 

931.6368< 
Dest F8:2 

I 

C5:l 

92% 

i-,--CTU 
Count Up 
Counter 
Preset 
Accum 

~~~~ - 
c5:2 

5% 

c5:2 
Count Up 
Counter 
Preset 
Accum 

T 

1 

c5:2 I- ( R E S > - A  
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RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 13 - --- Total Rungs in File = 6 
~ . .~ 

~ -RET 
0004 i-- -. ._ Return 

0005 1 
~ 

~ _ _ ~  ~~ _ _ ~ ~ ~  
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0000 

0001 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 14 - --- Tota l  Rungs in File = 14 
~~ ..,. - 

Source B 

r e  

N7:O N7:O N7:O 

12 13 IO 
.+fP +f--..* 

N7:O 

13 

N7:O 

-.I t- 

+l2+ 

+*E- 
N7:O 

--MUL 
Multiply 
Source A 

Source B 

Dest 

N15:7 
2< 
2 

. 

-MSG ~ - 
ReadiWrite Message 

Peer-To-Peer 
Write 

Type 
ReadMirite 
Target Device 5OOCPU 
LocaIiRernote Local 
Control Block N7:O 
Control Block Length 14 

Setup Screen 

B3:7 -+y- 

-MUL 
Multiply 
Source A 

Source B 

Dest N15:7 

-~ __ .~ __ 
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0002 I 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 14 - --- Total Rungs in File = 14 

I  source^ 4 . I  
4< I 

N7:20 N7:20 

%*- 

N7:20 

1 3 

N7:20 

12 

N7:20 

-I 0 

-A t. 

..+ F-- 

t- 

. 

N7:20 * 

-MUL 
Multiply 
Source A 

Source B 

2< I Dest N15:7 
2< 

Q14:3 ---< IMP > 
-MSG - 
ReadlWrite Message 

Redwrite  
Target Device 
LocaliRemote 
Control Block N7:20 
Control Block Length 

Setup Screen 

Type 

-MUL 
Multiply 
Source A 

Source B 

Dest 

N15:7 
2< 
2 

N15:7 

N7:20 --* 

I j 

~ 

i 
4 
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RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 14 - --- T o t a l  Rungs in File = 14 
_ _  _ _ _ ~ ~  

Q14:3 -EQU ~ 

Equal 
Source A 

N7:40 N7:40 LA. 1R 
1 2 ~  di3L 

, N7:40 
, ;,c 

N7:40 -e 

r~ -MUL 
Multiply 
Source A N15:7 

Source B 

Dest N15:7 

-MSG ____- 

Type Peer-To-Peer 
Readwrite 

LocalRemote 
Control Block N7:40 

ReadIWrite Message .l --<EN* 

Target Device 5OOCPU 

Control Block Length 14 

-MSG ____~ 
ReadIWrite Message 
Tvoe Peer-To-Peer 

e 

LocalRemote Local 
Control Block N7:40 

Target Device 5OOCPU 

Control Block Length 14 

J Setup Screen 
~ ~~ 

_I-MztF 1 
Source A N15 7 

I 2< I 
Source B 2 

Dest N15:7 
2< 

2< 
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0004 

RPP-7009 ,  REVISION 0 APPENDIX B B y l O 5 n e w  

LAD 14 - --- T o t a l  Rungs in F i l e  = 1 4  
.. -~ - 

Q14:4 
1- LBL ] +TiQU Source A N15:7 

4 

"4 

N7:60 N7:60 

-431- 

N7:60 
-gl s+ 

+I1$-- 
N7:60 

N7:60 
-1 E-- 

8 

- 

N7:60 

"io 

-MUL 
Multiply 
Source A 

Source B 

Dest 

N15:7 

~ 

4 1 4 5  
- ----<IMP >- - 

-MSG ~- . 
R e d w r i t e  Message  EN)-- 
Type Peer-To-Peer 
ReadIWrite 
Target Device 
LocaliRemote 
Control Block N7:60 

Setup Screen 
Control Block Length 14 

-MUL -, 
Multiply 
SourceA N15:7 r-- 
Source B 

Dest 

_______~_ 

- - ~  

_ _ _ ~ _  - -~ ~ __-. ~ 
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RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 14 - --- Total Runqs in File = 14 
~ 

Target Device 5OOCPU 
LocaliRemote Local 
Control Block N7:80 
Control Block Length 14 

Setup Screen 

Q14:5 EQU 

C L B L ~ +  Source A N E 7  

‘ ’ 

-<ER>- 

N7:80 N7:80 

-a;;E- -*- N7:80 

-it 

~. ..~MUL ~ -- 
Multiply ,. ~~ 

Source A N15:7 
2< 

Source B 2 
2< 

Dest N15:7 
2< 

Q14:6 
(JMP> 

-MSG 
ReadlWrite Message 1 <EN,-- 

Peer-To-Peer 
Write UDN> 

--MUL -- 
Multiply 
Source A 

Source B 

Dest 

N15:7 

N15:7 

-~ ~ ~~~ 
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0006 

RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 14 - --- Total Rungs in File = 14 

Q14:6 

Source A 
2< j 

Source B 64 
64< 1 

N7:100 N7:100 N7:100 

%f 

-MUL 
Multiply 
Source A 

Source B 

Dest N15:7 

N15:7 

Q14:7 < JMP > 
--MSG 

ReadIWrite Message 
Peer - T o - P e e r 

Write Readwrite 

LocaliRemote Local 
Control Block N7:100 
Control Block Length 14 

Setup Screen 

Type 

Target Device 5OOCPU 

~ ~. 

---..MUL ~ 

Multiply 
Source A NI5:7 

Source B 2 

Dest N15:7 

2< 

2< 

2< ! 
~~~ __ 

N7:100 

~ 
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~ 

0007 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 14 - --- Total Rungs in File = 14 

N7:120 
3i 

N7:120 
l12t -- 

-4,t 
N7:120 

-EQU 

Source A N15:7 

Source B 
12% 

N7:120 N7120 
~ 

N7120 

-%F 

-MUL 

N15:7 
Multiply 
Source A 

Source B 

Dest N15:7 

Q14:8 < IMP > 
-MSG ~~ - 
ead/Write Message LON+- . 

Peer-To-Peer 
eadlwrite 
meet Device 5OOCPU 

ype 

N7:120 FER> o&liRemote 
!ontrol Block 
!ontrot Block Length 14 I 

Setup Screen I 
. 

-MUL ~~ 

N15 1 7 
Multiply 
Source A 

Source B 
2< i 

~ .- 
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0008 

Source B 2 

Dest N15:7 
2< 

I 2< 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 14 - --- Total Rungs in File = 14 

N7:140 N7:140 N7:140 
--j/r 

12 

Q14:9 < JMP > 

Target Device 
LocaVRemote 
Control Block N7:140 

Setup Screen 
Control Block Length 14 

-MUL 

N15:7 
Multiply 
Source A 

Source B 2 

Dest N15.7 2< I 
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0009 

RPP-7009 ,  REVISION 0 APPENDIX B BylOSnew 

LAD 14 - --- T o t a l  Rungs in File = 14 

Q14:9 
~ LBL 1 - Equal 

Source A 

Source B 

N E 9  GG- 

N7:160 N7:160 

N7:160 
I ,  
8 

N7:160 

%- 
.- 
R 
T 
R 
T 
L 
C 
C 

~ 

-MUL 
Multiply 
Source A 

Source B 

Dest N15:7 

- MSG 
ead/Write Message 
w e  Peer-To-Peer 
ead/Write Write 
arget Device SOOCPU 
ocalRernote Local 
‘ontrol Block N7: 160 
‘ontrol Block Length 14 

Setup Screen 

Q14:lO < JMP> ~ - 

~ -MUL 
Multiply i 
Source A N15:7 

2< 1 
Source B 

Dest N15:7 

N7:160 ---* 

- -~ - - .. 
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0010 

R P P - 7 0 0 9 ,  REVISION 0 APPENDIX B BylOSnew 

LAD 14 - --- Total Rungs in File = 14 
~ 

- -  --EQU 
Equal 
Source A 

Source B 

N15:7 

... e-< : : f 
N E 9  

"io'- 

N7:180 N7:180 
jp.- 1 7  

12 3 3- 

N7:180 

N7:180 

N7:180 

til 180 

%,, 

-MUL ~ 

Multiply SourceA 71 
Source B 

Dest N15:7 

Q14:ll  
X J M P )  --- 

-MSG ~ 

ReadIWrite Message 
Peer-To-Peer 

Write 
Type 
Reamrite  
Target Device SOOCPU 
LocalRemote Local 
Control Block N7:180 
Control Block Length 14 

Setup Screen 

(EN>- .- 

P N t  

(ER> -- 

--~-MUL ~ 

Multiply 
Source A 

Source B 2 

Dest Nl5:7 
2< 

2< 
- 

N7:180 

~~ 
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001 1 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 14 - --- Total Rungs in File = 14 

-EQU 
Equal 
Source A 

Source B 

N15:7 

2048< I 

N7:O B3:6 b3:0 

14 

B3:6 

N7.40 B3 7 b3:0 
+ t- OSR]-<L>-, 

3 2 1 3 

B3.7 b3:0 
OSR M : L >  

12 4 6 

! N7:20 N7:20 b3:0 
-. ..~.$,XY7J 

12 13 

N7:40 N7:40 b3:0 
, ~~ , x 413E---'5'- 

5 2' 

N7:60 N7:60 b3:0 
.- 4 W Y t -  

I ~'I 3 4 
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0012 

0013 

RPP-7009, REVISION 0 APPENDIX B By105new 

LAD 14 - --- Total Rungs in File = 14 

N7:100 N7:100 b3:0 

6 

N7120 N7:120 b3:0 

N7:140 N7:140 b3:0 

N7:160 N7:160 b3:0 
-*4 13 -9,- 

N7.180 N7:180 b3:0 
-++4,3--5?- 

12 

B3:7 

RET ~- -{Return _. . I-- 

______ - .  - .. - 
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0000 

0001 

0002 

0003 

0004 

0005 

0006 

0007 

RPP-7009, REVISION 0 APPENDIX B BylO5new 

LAD 15 - --- Total Rungs in File = 16 

,-SBR ~~ N2034 N20:34 
4 Subroutine ----+ 1 A- 
Lp- 2[ "0 ' 

. ..TON ~ 

Timer On Delay 
Timer 
Time Base 
Preset 
Accum 

lMERG SKID SHUTDOWN AND JR-I NOT IN PRIME POSITION, START 30 MIN TIMER I 

N20:35 N20:35 

2 -  0 
- I '  x. 

N20:36 N20:36 
... 

BY105 SHIJTDOW 30MIN 
TIMER 'TIMEOUT 

N20:37 
d 2 L -  - 

BY106 SHUTDOWN 30MIN 
TIMER TIMEOUT 

N2038 

N20:39 N20:39 
i2+,$,- 

N20:40 N20:40 

' 2  0 
2 F ...-JXr~ 

N2041 N20:41 
d2t--W-- 

N20:37 

N20:38 ++ 
n 

 TON - 
Timer On Delay 
Timer 
Time Base 
Preset 
Accum 

I 
-TON 
Timer On Delay 
Timer T436 
Time Base 1.0 <DN> - 
Preset 1 goo< 
Accum 

 TON 
Timer On Delay <EN* 

T4:37 1.0 + 3 N > - -  I 1 1800< 

Timer 
Time Base 
Preset 
Accum 

1.0 I d D N \  I TimeBase 
Preset 
Accum 

-TON 
<EN> ~ 

Time Base - 'DNL 1 Preset 1 x 0 ; ~  1 
Accum 

Timeion Delay I<EN+ 
Timer T4:40 1.0 f<DN>- ~ 

Time Base 
Preset 1800<, , 
Accum o< I 
-TON 

Timer T4 41 <EN 4 Timer On Delay 

Time Base 1.0 !~_(DN> 
Preset 
Accum 

~~~~~~~ . 

- 
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RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 15 - --- Total Rungs in File = 16 

0008 

0009 

0010 

001 1 

0012 

0013 

0014 

0015 

N20:42 
+12F-- 

N20:43 
d 2 F -  

N20:44 
- - 1  F- 

2 -  

N20:46 

2 -  
---I 

N20:47 
--1 - 

2 -  

N2044 *- - 

N2045 

+F 

N20:46 *- 

--TON 
Timer On Delay <EN* 

T4:42 
1.0 <DN> 1 1800< 

Timer 
Time Base 
Preset 
Accum 

-TON 
Timer On D q < E N >  
Timer T4:43 
Time Base 1.0 <DN) 
Preset 1800< 
Accum o< I 

-.. . . . A 

TON 
Timer On D r I  <EN> 
Timer T4:44 
Time Base 
Preset 
Accum 

~~ -TON 
Timer On Delay 
Timer 
Time Base 
Preset 
Accum 

--TON - 

Timer 
Time Base 
Preset 
Accum 

~~~ 

 TON 
Timer On Delay 
Timer 
Time Base 
Preset 1 800< : 
Accum O< 1 

.~ -<END> 

~- ~ _ _ _ _ _ ~ ~  ~ .. ~~~ - 
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0000 

0001 

0002 

RPP-7009 ,  REVISION 0 APPENDIX B Byl05new 

LAD 16 - --- Total Rungs in File = 6 
~ . - 

Overtlow 
Trap 

O 

C5:O SBR S:5 
{Subroutine >-. 3 E- _____ ~ 

Count Up 
Counter c5:o 
Preset 
Accum 

SI 
-GRT 
Greater Than (A>B) 
Source A C5:O.ACC 

Source B 

Major 
Error 
Fault 
Code START FROM DTAM 

~-EQU N20:17 
Equal 
Source A 

~y f: ~ 

S:6 0 

Source B 

T 
4 E i E d M o v e  MVM 

Mask OOOlh O< 1 
I <  I 

~ Dest 0 1 1 . 0  1 
34< ~ 

N20:24 
- -  -Lo>- 

N20:24 
+I?-- 

-~MVM 

Masked Source Move N13:O 01-- 

Mask OOOlh 
1< 

N20:24 

0 
...< > 

Mask OOOFh 

0.11.0 Dest 
34< 
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0003 

0004 

0005 

Overflow 
Trap 

s:5 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 16 - --- Total Rungs in File = 6 
- 

Processor 
Mode 
Status/ 
Control 

- ---CLR 

--<END> 

. 
! 

1 

.- 
~~ 
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0000 

0001 

0002 

0003 

0004 

0005 

0006 

0007 

0008 

0009 

0010 

001 1 

0012 

0013 

-~ 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 1 7  - --- T o t a l  Rungs in File = 65 

lFPT(PS-2) 
N12:O 

- 3  

PUMP TROUBLE 
N12:O _ -  

IR-I FLUSH POS. 
N12.0 

_ _ _ ~  q5 L - 

PIT LEAK 
N12:O 

PIT LEAK TRE! 
N12:O 

JUMPER HT TRB 
N12:O 

8 
--d 'r 

WATER TK LOW LEVEL 
N12:O 

~ SALTWELL LOW LEVEL 
N12:O 

- _  
~ - -~ 

MTR WINDING TEMP 
I SHTDWN 

ALARM2 
N 2 0  15 

ALARM 3 
N2015 

3 
---(ut 

- -4p 
ALARM 5 

N 2 0  15 -4p -- 

ALARM 7 
N 2 0  I5 

7 
--.* 

AI .AKM I O  
N20 I5 

I '  
IO 

ALARM 12 
"20: I5 
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0014 

0015 

0016 

0017 

0018 

0019 

0020 

0021 

0022 

0023 

0024 

0025 

0026 

0027 

LK DET 1 
N12:l -- 
J 2  

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 17 - --- Total Rungs in File = 65 
_ - ~ -  ~ ~ _ . _ _ _  

LK DET 1 TRB 
N12:l ~- .- 

3 
I 

BY106 FLUSH POS 
N12:l 

- 1 F~-- 

N12:l 
1 6 F .  

-+71- 
BX DCRT 

N12:l 

Nl2:l 
A*+- 

N12:l 

1 N12:l 

ALARM 15 

-T- 
9 

--?> --- 

ALARM 17 
N20:16 

ALARM 19 
N20:16 -9- 

ALARM 21 
N20:16 

~~ ~ 

ALARM 22 
N2O:l6 

ALARM 24 
N20:16 

ALARM 25 
N2016 

ALARM26 
N20:16 

I 

N12:l 
-I1 ,c- 

N20:16 *- -I 
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0028 

0029 

0030 

003 1 

0032 

0033 

0034 

0035 

0036 

0037 

0038 

0039 

0040 

0041 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 17 - --- Total Rungs in File = 65 
. - __ - 

N12:l c 
7 3L 

~~ 

N12:l 

14' 
-4 F~ 

N12:I 

+I 5 t  

N12:O 

N12:Z 

+ 2 t  

DIL NO FLOW 
N12:2 

_ _  
ALARM 36 

N20:55 

3 

ALARM 37 
N20:55 

-<9- 

-q -  

ALARM31 
N20:16 -*- 

ALARM 32 
N 2 0  16 

N20 I5 

-- ---T' 
ALARM 33 

N2055 

i u j  
5 

~ N12:2 
+. 

9~ 

N12:2 
~, 

-lot- 

ALARM 42 
N20:55 

--09"t 
ALARM 43 

N20:55 --*- 
~ 

. .- ~- 
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RPP-7009, REVISION 0 APPENDIX B By105new 

LAD 17 - --- Total Rungs in File = 65 
.. -. - 

ALARM 44 
N12:2 N2055 

~ ~ ' =~-. . 
'I 1- 

0042 

0043 

0044 

0045 

0046 

0047 

0048 

0049 

0050 

0051 

0052 

0053 

0054 

0055 

N12:2 
~ ~ l 1 3 E  

WATER CAB TEMP LOW 
N12:3 
-lo+-- 

WFIE CAB TEMP LOW 
N12:3 

I 
. ~~ .~] +-~~. 

, 
N12:3 
4 c.- 

ALARM 49 
N20:56 

- .~ +-- 
ALARM 50 

N20:56 
-~ - 

N12:3 
-13F 

N12:3 

+ 4 E  

BY106 HI FLUSH PRESS 
N12.3 

~- - + 5 - - -  

BY106 30MIN TIMER 
N12:3 

ALARM 52 
N20:56 

---- - 1 
1 ALARM53 1 

N2056 --e$- 
ALARM 54 

N20:56 
~. -~ - 

ALARM55 i 
N20:56 

ALARM 56 
N20:56 -9- 

ALARM 57 
N20:56 

8 
-4. .~ 

-~ 
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0056 

0057 

0058 

0059 

0060 

0061 

0062 

0063 

0064 

RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 17 - --- Total Rungs in File = 65 

I wow PUMP N12:3 BEARING 1 -- __ 
9 

MTR WINDING HI TEMP 
WARNING 

N12:3 

1 0- 
- I  - - ~1 7.- 

N12:3 

1 1 -  

N12:3 

_ -  - 

~ + 1 2 t  

N12:3 

N12:3 

ALARM 59 
N20:56 

__ 

N2056 --.v 
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RPP-7009, REVISION 0 APPENDIX B By105new 

LAD 18 - --- Total Rungs in File = 70 
~ - 

PXPT LOW PRESS OUTPUT TO STROBE 
N20:15 N16:2 N60:30 ~&~~neplp--] ~ ~~ 1 -  ~ .. OSR 1 :L> 3 0000 

0001 

0002 

0003 

0004 

0005 

0006 

0007 

0008 

0009 

0010 

0011 

0012 

JFPT HIGH PRESS 
N20:15 N16:5 

PUMP TROUBLE 
N20:15 N16:5 

4 -  4 
~~ 3 1 #- . .  OSR +-- 

JR-I(LS-2) IN FLUSH 
N20:15 N16:5 
4 t-- - +OSR 7 

- 5  5 

PUMP PIT LEAK 
N20 I5 N16:5 

OUTPUT TO STROBE 
N60:30 

OUTPUT TO STROBE 
N60:30 

~. <L‘, 
3’ 

OUTPUT TO STROBE 
N60:30 

OUTPUT TO STROBE 
N60:30 

- -<L,>-- 
3 

OUTPUT TO STROBE 
N60:30 

- -<L,- 
3 I 

PUMP PIT TROUBLE 
N20:15 
4 I- -.~+ OSR 7 

OUTPUT TO STROBE 
N60:30 

- 
N16:5 

~- <\> 
OUTPUT TO STROBE 

~ l L  1 

JUMPER HT TRB 
N20:15 N165 N6030 

~~ . .  . . d L ‘ + .  . 
‘3’ 

.-:I E-.-[ OSR + 
8 8 

WATER TK LOW LEVEL 
N20:15 N16:5 -3 OSR - 

9 
- -- 

AIR COMPR HI TEMP 

~- --+% O S R 1  
N20.15 N165 

7llr - 11 1 PUMP SHUTDOWN 
N20:15 N165 

1 2 ~ ~  12 
~~ L-.4: OSR 3 

SALTWELL LOW LEVEL 
N20:15 N16:5 

-4- OSR 1- - 
13 

OUTPUT TO STROBE 
N6030 

~ 

-----<c--- 
3 

OUTPUT TO STROBE 
N60:30 

3’ 
- <L+-- - 

OUTPUT TO STROBE 
N6030 I 

OUTPUT TO STROBE 
N6030 ~ 

1 OUTPUT TO HORN 
N60:30 

OUTPUT TO STROBE 
N60:30 
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RPP-7009, REVISION 0 APPENDIX B Byl05new 

LAD 18 - --- T o t a l  Rungs in File = 70 

0013 

0014 

0015 

0016 

0017 

0018 

0019 

0020 

0021 

0022 

0023 

0024 

0025 

0026 

~~ 

DH485 COMM FAILURE 
N20 I5 N16:5 

JFPT SIG LOSS ALARM 
N20:16 N16:6 

{ OSR ] 
0 - r  

0 

N20:16 N16:9 

1 IO 
-1 !+~OSR]-- 

LK DET 1 
N20:16 N16:6 + i- + OSR -&-- 

2'- 2 -  

LK DET 1 TRB 
N20:16 N16:6 
l 3  F- OS, b- 

N2016 N16:6 

4 4 
--q ~ + O S R  1 

BY l06B FLUSH POS 
N20:16 

, I  
5 

N16:6 
OSR 1 

5 

N20:16 N16:2 
C-- OSR -- ~- 

~ 6 -  6 ~- 

BX DCRT 
NZO:16 N16:6 

7 9 
+r OSR +..- 

N20:16 N169 
+ , t - - - L  7;" F 

OUTPUT TO STROBE 
N6030 

OUTPUT TO STROBE 
N60:30 
<L>-.- 

3' 

OUTPUT TO STROBE 
N60:30 

OUTPUT TO STROBE 
N60:30 

OUTPUT TO STROBE 
N60:30 

3 

OUTPUT TO STROBE 
N60:30 

3 

OUTPUT TO STROBE 
N60:30 

--<Lb- 

- +:-- 

____ q+ 
OUTPUT TO STROBE 

N6030 
<L>--. 

3 

OUTPUT TO STROBE 
N60:30 

3 
<L> 

i OUTPUT TO STROBE 
N60:30 

3 
--Lh- OUTPUT TO STROBE 7 I 

N60.30 

N20:16 N16:6 

IO I O  
~~ ~~ ~3 OSR -I-- 

N20:16 N16:6 

11' 12 
-+ -+;OSR j 

I 

OUTPUT TO STROBE 
N60:30 I 

- 1  --<L,>. 
3' 

OUTPUT TO STROBE 
N60:30 

.- 

-:> 
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LAD 18 - --- Total Rungs in File = 70 

0027 

0028 

0029 

0030 

003 1 

0032 

0033 

0034 

0035 

0036 

0037 

0038 

0039 

0040 

._ ~ 
-. 

OUTPUT TO STROBE 
N20:16 N16:6 N6030 
L] t-..+~ OSR + .- __ q+ 12 14 ~ 

N2016 N16:7 
~ 4 F ---I- OSR I--- . .- 

13- 0 -  

OUTPUT TO STROBE 
N60:30 

3 
----<L>--- 

OUTPUT TO STROBE 
N20:16 N16:9 N60:30 

- . . <:> 

1 $..- OSR 7 ... . --~-<L,> 

~-1 t - - r  OSR +-- . ~. 
14 13 

OUTPUT TO STROBE 
N20:16 N16:9 N60:30 

1 14 3' 

OUTPUT TO STROBE 
N20:15 N16:7 N60:30 ~+ &-{OSR+-- ~. ~-. -<L.>- -~ 

0 '~~ 7 3' 

BY 106 LWTRB OUTPUT TO STROBE 
N20:55 N16:7 N60:30 --A r--.r OSR +- ~ ~~ . ~.~ ~ . .~ +y+ 

-1 b - 4 -  O,S,R I--. ~ . ~ 

~~ 44:: 

0 -  IO 

OUTPUT TO STROBE 
N2055 N167 N60:30 

OUTPUT TO STROBE 
N20:55 N16:7 N60:30 
- ~ 1  E-!- OSR :+.. ~ .. - ~~ .. .- L L - ) ~  

'2  - 12 '3 ' 

DIL NO FLOW OUTPUT TO STROBE 
N20:55 N16:7 N60:30 + r .. + OSR I--- ~- 

3 13 

1 N20:55 N16:7 
'_1 H O S R -  

4 14 

INJ WTR LOW FLOW 
N20:55 N16:8 -+ OSR 1 

---+6F ~ 0 

PWR MONITOR 
N2055 N16:8 

E------{ OSR 1.~ 
I 

OUTPUT TO STROBE 
N60:30 <?* 

OUTPUT TO STROBE 
N60:30 

OUTPUT TO STROBE 1 
N60:30 
<K>-- 

3' 

OUTPUT TO STROBE 
N60:30 

3' 
-L>-.- 

-~ ~. -. -. ._ -~ 
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RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 18 - --- Total Rungs in File = 70 

N20:55 N16:8 N60:30 

~ _ _ _ _ _ _  - ~~ 
-. .. _~ . ~ 

OUTPUT TO STROBE 

-1 [-+ OSR 1 ~~ ~ ~ ~ ~ ~ ~ . .  .. ~~~ -<L,>~- .. .~ 
9 -  3 3’ 

0041 

0042 

0043 

0044 

0045 

0046 

0047 

0048 

0049 

0050 

0051 

0052 

0053 

0054 

N20:55 N16:8 

11 5 
-4 + ~ O S R  + 
BY IO6 JFPT SIG 

--] F-~ ~ +I OSR 2 
N20:55 N16:8 

12 ~ 6 

N20:55 N16:X + L~...{ OSR ~] 
I 3- 7 

N2055 N16:8 + E--+ O S R 1  
14 X 

OUTPUT TO STROBE 
N6030 4 d L >  ~ - -  

‘3‘ 

OUTPUT TO STROBE 
N6030 

3 

OUTPUT TO STROBE 
N6030 

-<L>--- 

....-/ L> 
‘3’ 

OUTPUT TO STROBE 
N60:30 

OUTPUT TO STROBE 
N60:30 

3 
-L*- 

OUTPUT TO STROBE 
N20:55 N16:9 N60:30 ~+ OSR 7 ~ ~.~ . .--<L,>.-- 

15 3 

WATER CAB LOW TEMP 
N20.56 N16 10 

~~ -do+ OSR J 
0 

WFIE CAB LOW TEMP 
N20:56 N16:IO 

1 1 
~~-1 ;~ { OSR 3- ~ . . 

N20:56 N16:lO 4 t - - - - O S R l  
2 2 

N20:56 N16:8 

3~ 9 
-~-j :-+ OSR j 

N20 56 N16 8 

4 10 
~ ~~ 1 r+- OSR +- 

BY106HIFLUSHPESS 
N20:56 N16:lO 

5 -  3 
~ 4 [:~__-- _C OSR 7- 

OUTPUT TO STROBE 
N60:30 

3 

OUTPUT TO STROBE 
N60:30 

3 

OUTPUT TO STROBE 
N60:30 

3’ 

-<L;>-- 

.. <K>- -.i 

-<L>-~. 1 

OUTPUT TO STROBE 1 
N60:30 
<L>- -- 

I 3 

OUTPUT TO STROBE 
N6030 I ~- .~. q:- 

OUTPUT TO STROBE 
N60:30 

-..+L:> 
3 

OUTPUT TO STROBE 
N60:30 ! 

_. q - - -  
I 
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LAD 18 - --- Total Rungs i n  File = 7 0  
-. .- + .. ____.. - .~~ - 

OUTPUT TO RED LAMP 
N603 I 

-Xo> __--- 

0055 

0056 

0057 

0058 

0059 

0060 

0061 

0062 

0063 

0064 

0065 

I N2056 N16.8 
~ - 4  [.+-OSR] 

7 12 

BY IO6 30 MIN TIMER 
N20:56 N16:8 

-:I +-+ O S R F  
8 -  13 ~ 

WORN BEARING 
N20:56 N168 

’9 14 
{ OSR -+-. - .1 - E---. 

MTR WINDING HI TEMP 
WARNING 

N20:56 N16:lO 
4 L-- -+ OSR 7 

I O  4 

N20.56 N16 I O  

_i ,F _i 0s” 7 
- 

OUTPUT TO STROBE 
N60:30 I 

OUTPUT TO STROBE 
N60:30 

-? -~ 

OUTPUT TO STROBE 
N60:30 

3 

OUTPUT TO STROBE 
N60:30 

3 

-<L:>+ 

+ - - . + L , b  

OUTPUT TO STROBE 
N6030 

OUTPUT TO STROBE 
N20:56 N16:lO N60:30 

i - - ~ - j I 2 H  OSR _t~- ~. .~~ ~ ~. . -___(L-- 
6 3 

N20:56 N16:lO +Il$ +1 O F  -1 ._ 

N2056 N16:lO 

14 8 
.. 

- 
---I H ~ O S R -  

N20:56 N16:lO 

15 9 
-~+ r-~...-{ OSR 7~ ~~ -. .~ ~ - 

AMBER LIGHT CONTROL, LOW PRESS. TRANSFER SHUTDOWN 

CHECK IF PXPT IS 
I LESS THAN 30PSIG 

-LES k! Less Than (A<B) 

I 
Source A N60:18 

~ 

1 RED LIGHT CONTROL, MR-1 POWER ON 

~ MR-1 CONTACT 
N60.31 

---Lj t 
I 6 

i OUTPUT TO STROBE 
N60:30 

OUTPUT TO STROBE 
N6030 

OUTPUT TO STROBE 
N60:30 

OUTPUT TO AMBER LAMP 
N60:31 
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0066 

0067 

0068 

0069 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 18 - --- Total Rungs in File = 7 0  
__ - -. ~~- .  .~~ -. ... . . . 

3LUE LIGHT CONTROL, PS-2 

CHECK IF JFPT IS GRT 
THAN 1SPSIG 

-GRT 

-- 

Greater Than (A>B) 
SourceA N6017 

A13A< 

OUTPUT TO BLUE LAMP 
N60:31 

3 
..~-+ 

I ___-I 

BEEN LIGHT CONTROL. MR-I POWER OFF 

MR- 1 CONTACT OUTPUT TO GREEN LAMP 
N60:31 N60:31 

~- ~~. . ~ 
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0000 

0001 

0002 

0003 

LAD 19 - 
.. .. 

40VE OUTPUT TO MODULE 2 FOR DOV 

SGT LOW 
N20:24 

13 
F- 

MOVE OUTPUTS TO MODULE 6 

- .- 

I MOVE OUTPUTS TO MODULE 8 

_-- Total Rungs in File = 9 
~ ~~~ 

-COP 
CopiFiie 
Source #N60:4 
Dest #0:2.0 
Length 2 

-MOV - 
Move 
Source 

Dest 

-MOV ~ 

Move 
Source 

Dest 

N13:O ' 
0:2 .0  1 

o< I 

-MVM ~~ 

Masked Move 
Source N6020 

2< 
Mask 003Fh 

Dest 0:6.0 
63< 

2< 

t -MVM -____ 
Masked Move 
Source N6028 

Mask 003Fh 
204% 

Dest ":: 0:x.o 

~~~~ . ~~~~~ ~. ~___ ~~~ 
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0004 

0005 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 19 - --- Total Rungs in File = 9 
~ 

AOVE OUTPUTS TO MODULE 9 

AOVE OUTPUTS TO MODULE I O  

dOVE OUTPUTS TO MODULE 11  

0006 1 ~ , 
I 

0007 

N60:29 

003Fh 

0:g.o 
63< 

-MVM--...- 
Masked Move 
Source 

Mask 

Dest 

-MVM - ~ _ _ _  
Masked Move 
Source N60:30 

Mask 003Fh 

Dest 0 : l O . O  

1480< 

63< 

-MVM- - 
Masked Move 
Source 

Mask 

Dest 

N60:31 

003Fh 

011 .0  

~- 

7 , ---RET ~- 4 Return 

~~ 
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0000 

0001 

0002 

0003 

0004 

LAD 20 - --- Total Rungs in File = 12 

CALCULATE TOTAL DILUTION RATIO 

~~ 

CALCI. 4TE TOT 

._ .. .. .~. 

DILUTION RATIO 

Input Min. 

Input Max. 

Scaled Min. 

Scaled Max. 

Output 

~ - ~ .  .- 

-SCP ~ 

Scale w/Parameters 
Input N30:O 

9823< 
3277.0 
3277.0< 

16384.0 
16384.0< I---- 

0.0 
o.o< 

14.0 
14.0< 

F8:20 
6.991989< 
-- 

-MUL 
Multiply 
Source A 

Source B 

Dest 

____ - _ _  --TI;; Divide 

' Dest 1 -  
METERING PUMP FLOW RANGE WILL NOT BE LESS THAN MlN TOTAL DILUTION FLOW 

F8.21 
3.49599% 

Source B 

50< I 

FR21 t 

-MOV -__- 
Source F8:23 1 Dest F8:21 

- Move I 
3.0< 

3.49599% 

~. ~ ~~ 
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LAD 20 - --- Total Rungs in File = 12 

0005 

I METERING PUMP FLOW RANGE WILL NOT BE GREATER THAN MAX TOTAL DILUTION FLOW 

eeatei%an (A>B) t-- Source A F8:21 I 
SourceB F8:24 I 3.49599% 

-GRT 

0006 

0007 

0008 

dETERING PUMP FLOW=DILUTION FLOW-INJECTION FLOW 

-MOV 
Move 
Source 

Dest 

-SUB 
Subtract 
Source A 

Source B 

Dest 

N METERING PUMP FLOW IS GREATER THAN 0.04GPM THEN TURN ON METERING PUMP 

-LES 
Less Than (A<B) 
Source A 

Source B 

1 METERING PUMP FLOW MAX IS 4.0 GPM 

-GEQ ~ 

Grtr Than or Eql (A>?-- 
Source A 

Source B 

F8:24 
4 5< 

3.49599% i 

F8:ZI 

F90:3 

F8:22 

3.495995< 

0.3< 

2 . X  
- 

DIL CONIACTOR 
N60:28 

-MOV 
Move 
Source 

Dest 

..... 

~- ~~ 
~ 
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0009 

0010 

001 1 

RPP-7009,  REVISION 0 APPENDIX B BylOSnew 

LAD 20 - --- Total Rungs in File = 12 

ZCALlNG OUTPUT FOR METERING PUMP FLOW 

--SCP ~~ 

Scale w/Parameters 
Input 

6242.0 

Scaled Max. 31208.0 

Input Min. 

Input Max. 

Scaled Min. 

output 

-MOV 

N30:2 
~ 2301% 

D e s  I 
- <END> ~ 

__ -~ __ ~ - 
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LAD 21 - --- Total Rungs in File = 9 
. .. .. - . .- 

Dest FYO: I 
0.5000446g 

INJECTION WATER 
ACTUATE ON FLOW 

N60:30 

1 0 ~  
4 1- 0000 

CTU 

-RTO I 

! ' 

1 I Timer Rete&; Timer O;ky6 r E N 7  

, TimeBase 1.0 <DN> - 
~ Preset 60< 

Accum 47< 

Add 
SourceA FY0:3 1 

0004 ,[ 2; 
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000s 

0006 

0007 

0008 

N20:14 
L J  [-.. 

1. 
1 

RPP-7009, REVISION 0 APPENDIX B BylOSnew 

LAD 21 - --- Total Rungs in File = 9 

c s : 4  
<ms> 

N20:14 N16.11 
4 F-4  OSR1 - 

5 6 

I c5:5 

- MOV 7 

Move 
Source 0.0 

Dest F90:l 
o.o< 

0.5000446< 

Masked Move 
Source N13:O 

n< 
Mask 0002h 

2< 

-3072W 
Dest N20:14 

--<END> 

~~~~~ 
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RPP-7009 REVISION 0, APPENDIX C 
Jul 16 01 FILE: BY105NEW.CFG PAGE 1 ieeee&eeeeeeeeee&eeeeeeeee~ee~~eeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeei 
0 0 

0 DTAM Plus 0 

0 PROGRAM FILE DOCUMENTATION 0 

0 Allen-Bradley Company, Inc. 0 

0 0 ,,,,...,,,~ , , , , ~ I c , , ~ . ~ ~ ~ , , ~ . ~ ~ ~ . ~ ~ ~ ~ ~ ~ , , ~ ~ ~ ~ ~ . . , . . . . , , , , , , , . . , . , , , , , , , , . . , , , , , ,  aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SLC TYPE: DTAM Plus AB DH485 0 

PROGRAM MEMORY USED: 1 4 5 2 8  BYTES 0 

NUMBER OF SCREENS USED: 118 0 

eeeeeeeeeeeeeeeeeeeeeeeeeeeeeee~eeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeee 

0 CONFIGURATION PARAMETERS 0 

UPDATE DELAY: 2.00 Seconds 0 

MASTER SECURITY CODE: 00000000 0 

' COM PORT PARAMETERS: 1 9 2 0 0  Baud, EVEN Parity, EIGHT Data Bits 0 

' PRINTER PORT PARAMETERS: 9600 Baud, EVEN Parity, EIGHT Data Bits 0 

aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

0 SLC 500 CONFIGURATION OPTIONS 0 

O SLC 5 0 0  NODE ADDRESS: 1 0 

DTAM Plus NODE ADDRESS: 0 0 

MAX NODE ADDRESS: 3 0 

ADVISOR UPDATE RATE: 2.00 Seconds 0 

66666666666666666666666666666666666666666666666666666666666666666666666666666666 

0 0 

0 0 

0 0 

0 0 

................................................................................ 
0 0 

0 0 

0 0 

0 0 

0 0 

O DTAM Plus ADVISOR: NOT USED 0 

0 0 ................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 
0 0 

' TIME SYNC REGISTER: NOT USED 0 

666~66666666666666666dddd666dddddddd666d6666666666666666666666666666666666666666 

0 BACKGROUND REGISTER USAGE 0 

BACKGROUND REGISTER 1: MONITORS BIT DATA. 16 OF 16 BITS ARE USED. 
BACKGROUND REGISTER 2 :  MONITORS BIT DATA. 16 OF 16 BITS ARE USED. 
BACKGROUND REGISTER 3: MONITORS BIT DATA. 16 OF 16 BITS ARE USED. * 
BACKGROUND REGISTER 4: MONITORS BIT DATA. 11 OF 16 BITS ARE USED. O 

0 0 

0 0 

0 0 

0 0 

deeee~eeeeeeeeeeeeeeeeeeeeeeeeeeeeeeee~eeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeee~ 
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Jul 16 01 FILE: BY105NEW.CFG PAGE 2 
c . c ~ ~ ~ . . , . c ~ ~ ~ . . c , , , r r r c c c r r _ _ r r r r r r _ _ _ _ . ~ ~ ~ . . , , , , , . . , . , . . . . . . , , , , , , , , , , , , , , , , , ,  aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

BACKGROUND REGISTER 1: BIT DATA 

MONITOR REGISTER NUMBER: N20:15 

BIT# ALARM STATE GOTO SCREEN# BIT# ALARM STATE GOTO SCREEN# 

0 ON (1) 100 8 ON (1) 108 
1 ON (1) 101 9 ON (1) 109 
2 ON (1) 102 10 ON (1) 110 
3 ON (1) 103 11 ON (1) 111 
4 ON (1) 104 12 ON (1) 112 
5 ON (1) 105 13 ON (1) 113 
6 ON (1) 106 14 ON (1) 114 
7 ON (1) 107 15 ON (1) 115 

666666~66666666dd66666666666666666666666666666666666666666666666666a666666666666 
BACKGROUND REGISTER 2: BIT DATA 

MONITOR REGISTER NUMBER: N20:16 

BIT# ALARM STATE GOTO SCREEN# BIT# ALARM STATE GOTO SCREEN# 

0 ON (1) 116 
1 ON (1) 117 
2 ON (1) 118 
3 ON (1) 119 
4 ON (1) 120 
5 ON (1) 121 
6 ON (1) 122 

8 ON (1) 124 
9 ON (1) 125 
10 ON (1) 126 
11 ON (1) 127 
12 ON (1) 128 
13 ON (1) 129 
14 ON (1) 131 

BACKGROUND REGISTER 3: BIT DATA 

MONITOR REGISTER NUMBER: N20:55 

BIT# ALARM STATE GOTO SCREEN# BIT# ALARM STATE GOTO SCREEN# 

0 ON (1) 133 
1 ON (1) 134 
2 ON (1) 135 
3 ON (1) 136 
4 ON (1) 137 
5 ON (1) 138 
6 ON (1) 139 

8 ON (1) 141 
9 ON (1) 142 
10 ON (1) 143 
11 ON (1) 144 
12 ON (1) 145 
13 ON (1) 146 
14 ON (1) 147 

7 ON (1) 14 0 15 ON (1) 148 
~66666666666666666666666~66666~666666666666666666666666666666666666666666666666~ 

BACKGROUND REGISTER 4: BIT DATA 

MONITOR REGISTER NUMBER: N20:56 

BIT# ALARM STATE GOTO SCREEN# BIT# ALARM STATE GOTO SCREEN# 

0 ON (1) 149 
1 ON (1) 150 
2 ON (1) 151 
3 ON (1) 152 
4 ON (1) 153 
5 ON (1) 154 

8 ON (1) 157 
9 ON (1) 158 
10 ON (1) 159 
11 THIS BIT IS NOT MONITORED 
12 THIS BIT IS NOT MONITORED 
13 THIS BIT IS NOT MONITORED 
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7 

RPP-7009 REVISION 0, APPENDIX C 
155 14 THIS BIT IS NOT MONITORED 
156 15 THIS BIT IS NOT MONITORED 
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Jul 16 01 
RPP-7009 REVISION 0, APPENDIX C 

FILE: BY105NEW.CFG PACE ? - ,,,,,,,,.,~,,,c,,...,~~~~,,~~~~...~~~~.,~..~~~~~~~~~,~~,,,,...,....,,,,,,,,,,,,, aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 
SCREEN# TYPE SCREEN# TYPE 
001 
006 
008 
009 
010 
011 
012 
013 
0 14 
015 
016 
017 
018 
019 
020 
021 
022 
023 
024 
025 
026 
027 
028 
029 
030 
031 
032 
033 
034 
035 
036 
037 
038 
039 
040 
041 
042 
043 
044 
045 
046 
048 
050 
052 
053 
054 
055 
056 
057 
058 
080 
082 
083 
084 
085 
086 
087 

MAIN MENU 104 
DATA DISPLAY 105 
SUB-MENU 106 
SECURITY 107 
SUB-MENU 108 
DATA ENTRY 109 
SUB -MENU 110 
DATA DISPLAY 111 
DATA ENTRY 112 
DATA ENTRY 113 
SECURITY 114 
SUB - MENU 115 
DATA ENTRY 116 
DATA ENTRY 117 
DATA DISPLAY 118 
DATA ENTRY 119 
DATA ENTRY 12 0 
DATA ENTRY 12 1 
DATA DISPLAY 122 
DATA DISPLAY 123 
DATA DISPLAY 124 
DATA DISPLAY 125 
DATA DISPLAY 126 
DATA DISPLAY 127 
SUB -MENU 128 
DATA ENTRY 129 
DATA ENTRY 130 
DATA DISPLAY 131 
SUB - MENU 132 
DATA ENTRY 133 
DATA ENTRY 134 
DATA DISPLAY 135 
DATA ENTRY 136 
DATA DISPLAY 137 
SUB-MENU 138 
DATA DISPLAY 139 
DATA DISPLAY 140 
DATA DISPLAY 141 
DATA DISPLAY 142 
DATA DISPLAY 143 
DATA DISPLAY 144 
DATA DISPLAY 145 
DATA DISPLAY 146 
DATA DISPLAY 147 
DATA DISPLAY 148 
DATA DISPLAY 149 
DATA DISPLAY 150 
DATA DISPLAY 151 
DATA DISPLAY 152 
DATA DISPLAY 153 
DATA ENTRY 154 
DATA DISPLAY 155  
SUB-MENU 156 
DATA ENTRY 157 
SUB-MENU 158 
SECURITY 159 
DATA ENTRY 200 

ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
ALARM 
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1 0 0  ALARM 
1 0 1  ALARM 
1 0 2  ALARM 

RPP-7009 REVISION 0, APPENDIX C 
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Jul 16 0 1  
RPP-7009 REVISION 0, APPENDIX C 

FILE: BY105NEW.CFG PACE 4 ,,,,,,,,,,,,..,,.. r._-----r-rrrrrrrrr--r~.~,,,.,,......,,,,,.,,,.,....,,,,,,,,,, aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

P-A/D SECURITY 

SCREEN MEMORY USED: 61 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: UNLINKED 
PREVIOUS SCREEN: UNLINKED 
SECURITY CODE #1: 12?????? 
SECURITY CODE #2: 3 4 ? ? ? ? ? ?  
SECURITY CODE # 3 :  8 7 ? ? ? ? ? ?  

ieeeeeeeeeeee~eeeeeeei 
'*RESTRICTED ACCESS*O 

ENTER CODE 0 0 

0 0 

0 0 

aeeeeeeeeeeeeeeeeeeeef 



Jul 16 01 
RPP-7009 REVISION 0, APPENDIX C 

FILE: BY105NEW.CFG PAGE 5 ~~ 

,..,,,,..,~..,..,~,,r--rrrrr--r-rrr---,-,,.,,...,...,,,......,....,,,,,...,,,,,, aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN # 0 0 1 :  MAIN MENU 

SCREEN MEMORY USED: a 7  BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 BY-105 0 

'1. PUMP 4. ALARMSO 
O 2 .  UTIL 5. CLEAR 
O 3 .  HtTRACE 6. DILUT 6eeeeeeeeeeeeee~eeeeef  

Item/Key # 1 links to screen 010 Item/Key # 5 links to screen 023 
Item/Key # 2 links to screen 020 Item/Key # 6 links to screen 008 
Item/Key # 3 links to screen 030 Item/Key # 7 links to screen 024 
Item/Key # 4 links to screen 040 Item/Key # 8 is unlinked 

aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ,,,,,,,,.,~,,,,,,~,,c---rrr-----rrr----r~~.~....~~~~~~~~.~~~,,.,,,..,,..,,,..,,, 

SCREEN # 0 0 6 :  DATA DISPLAY 

SCREEN MEMORY USED: 126 BYTES 

PREVIOUS MENU: 008 
NEXT SCREEN: 001 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

REGISTER: N60 : 20 
BIT NUMBER: 6 
TEXT LENGTH: 3 

DATA POSITION #2: BIT DISPLAY 

REGISTER : N60:30 
BIT NUMBER: 10 
TEXT LENGTH: 3 

ieeeeeeeeeeeeeeeeeeeei 
INJECTION SYSTEM 

' INJ PUMP IS: PlP 
INJ FLOW SWITCH 

FLOW DETECTED: D2P O d&eeeeeeeeeeeeeeeeee&f 

OFF BIT TEXT: OFF 
ON BIT TEXT: ON 

OFF BIT TEXT: NO 
ON BIT TEXT: YES 

................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN # o o a :  SUB-MENU 

SCREEN MEMORY USED: a4 BYTES 
PREVIOUS MENU: 001 

ieeeeeeeee&eeeeeeeeeei 
'1 DILUTION RATIO 0 

O 2  INJECTION STATUS O 

'3 INJECT FLOW RATE 
'4 INJECT TOTAL 0 

deeeeeeeeee~eeeeeeeeef 

Item/Key # 1 links to screen 034 Item/Key # 5 is unlinked 
Item/Key # 2 links to screen 006 Item/Key # 6 is unlinked 
Item/Key # 3 links to screen 009 Item/Key # 7 is unlinked 
Item/Key # 4 links to screen 083 Item/Key # 8 is unlinked 

666666666666666666666666~66666666~6666~6666666666666~66666~6666666~6666666666666 

SCREEN # 0 0 9 :  SECURITY 

SCREEN MEMORY USED: 61 BYTES 

PREVIOUS MENU: ooa 
NEXT SCREEN: 038 
PREVIOUS SCREEN: UNLINKED 
SECURITY CODE #1: ll?????? 
SECURITY CODE #2: 23?????? 
SECURITY CODE #3: 47?????? 

PAGE C 7 OF C 60 

ieeeeeeeeeeeeeeeeeeeei 
O*RESTRICTED ACCESS*' 

ENTER CODE 0 0 

0 0 

0 0 

de~eeeeeeeeeeeeeee~ee~  



RPP-7009 REVISION 0, APPENDIX C 
Jul 16 01 FILE: BY1OSNEW.CFG PAGE 6 ................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #OlO: SUB-MENU 

SCREEN MEMORY USED: 86 BYTES 
PREVIOUS MENU: 001 

ieeeeeeeeeeeeeeeeeeeei 
O 1  Pump On/Off 0 

'2 DOV Sub-Menu 0 

' 3  CVT, WFT, & SPGT 
deeeeeeeeeeeeeeeeeeee~ O 4  DOV Manual Outputo 

Item/Key # 1 links to screen 011 Item/Key # 5 is unlinked 
Item/Key # 2 links to screen 012 Item/Key # 6 is unlinked 
Item/Key # 3 links to screen 013 Item/Key # 7 is unlinked 
Item/Key # 4 links to screen 022 Item/Key # 8 is unlinked 

6666666666666666666666666666666666666666666666~666666666666666666666666666666666 

SCREEN #011: DATA ENTRY 

SCREEN MEMORY USED: 144 BYTES 

PREVIOUS MENU: 010 
NEXT SCREEN: 015 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

REGISTER : N20 : 14 
BIT NUMBER: 7 
TEXT LENGTH: 3 

DATA POSITION #2: BIT DISPLAY 

REGISTER : N20 : 14 
BIT NUMBER: 6 
TEXT LENGTH: 3 

DATA POSITION #3: BIT ENTRY 

REGISTER : N20 : 17 
BIT NUMBER: 0 

ieeeeeeeeeeeee~eeeeee; 

O Enter 1 for On, 0 

'PUMP NORM START blP 
BUMP START b2D 0 

0 deeeeeeeeeeeeeeeeeeeef 0 for Off 3 

OFF BIT TEXT: OFF 
ON BIT TEXT: ON 

OFF BIT TEXT: OFF 
ON BIT TEXT: ON 

ENTRY FORMAT: 1 & 0 KEYS 
DEFAULT : NONE 

SCREEN #012: SUB-MENU 

SCREEN MEMORY USED: 76 BYTES 
PREVIOUS MENU: 010 

ieeeeeeeeeeeeeeeeeeeei 
O 1  Auto/Manual 0 

O 2  DOV Setpoint 0 

O 3  PID Tuning 
O 4  Manual Output 

0 

0 

deeeeeeeeeeeeeeeeeeee~ 

Item/Xey # 1 links to scree 015 Itern/Key # 5 is unlinked 
Item/Key # 2 links to screen 014 Item/Key # 6 is unlinked 
Item/Key # 3 links to screen 016 Item/Key # 7 is unlinked 
Item/Key # 4 is unlinked Item/Key # 8 is unlinked 
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RPP-7009 REVISION 0, APPENDIX C 
Jul 16 01 FILE: BY105NEW.CFG PAGE 7 ................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

ieeeeeeeeeeeeeeeeeeeei SCREEN #013: DATA DISPLAY 
ODOV PD1D % D2D 3 

SCREEN MEMORY USED: 239 BYTES (CVT) DDD4PD gpm 0 

OWFT DD5DD in 0 

PREVIOUS MENU: 010 OSPGR:DDD6DD in 0 

NEXT SCREEN: 022 
PREVIOUS SCREEN: UNLINKED 

deeeeeeeeeeeeeeeeeeeef 

DATA POSITION #1: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N20 : 23 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

DATA POSITION #2: BIT DISPLAY 

REGISTER: N60:31 
BIT NUMBER: 6 
TEXT LENGTH: 3 

DATA POSITION #3: BIT DISPLAY 

REGISTER : N20 : 17 
BIT NUMBER: 6 
TEXT LENGTH: 1 

REGISTER LOW: 0 
REGISTER HIGH: 16383 
DISPLAY LOW: 0 
DISPLAY HIGH: 100 

OFF BIT TEXT: Off 
ON BIT TEXT: On 

OFF BIT TEXT: M 
ON BIT TEXT: A 

DATA POSITION #4: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N60 : 15 
DECIMAL RIGHT: 3 
DECIMAL LEFT: 2 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 3277 
REGISTER HIGH: 16384 
DISPLAY LOW: 0.000 
DISPLAY HIGH: 14.000 

DATA POSITION #5: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 13 
DECIMAL RIGHT: 1 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 3277 
REGISTER HIGH: 16384 
DISPLAY LOW: 0.0 
DISPLAY HIGH: 500.0 

DATA POSITION #6: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 12 
DECIMAL RIGHT: 2 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 3277 
REGISTER HIGH: 16384 
DISPLAY LOW: 0.00 
DISPLAY HIGH: 20.00 
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SCREEN # 0 1 4 :  DATA ENTRY 

SCREEN MEMORY USED: 207 BYTES 

PREVIOUS MENU: 012 
NEXT SCREEN: 001 

ieeeeeeeeeeeeeeeeeeeei 
DOV: DlD % 0 

SPGR:BDD2DD in 0 

O O l d  Setpoint DD3Din 
ONew Setpoint DD4Din ~eeeeeeeeeeeeeeeeeeeef  

PREVIOUS SCREEN: UNLINKED 
DATA POSITION #1: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N20: 23 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 0 
REGISTER HIGH: 100 
DISPLAY LOW: 0 
DISPLAY HIGH: 100 

DATA POSITION #2: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 12 
DECIMAL RIGHT: 2 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 3277 
REGISTER HIGH: 16384 
DISPLAY LOW: 0.00 
DISPLAY HIGH: 20.00 

DATA POSITION #3: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N20:18 
DECIMAL RIGHT: 1 
DECIMAL LEFT: 2 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 0 
REGISTER HIGH: 16383 
DISPLAY LOW: 0.0 
DISPLAY HIGH: 20.0 

DATA POSITION #4: 16 BIT UNSIGNED INTEGER ENTRY 

REGISTER : N20 : 18 
DECIMAL RIGHT: 1 
DECIMAL LEFT: 2 
NO SIGN PLACE 
DEFAULT : NONE 

REGISTER LOW: 0 
REGISTER HIGH: 16383 
DISPLAY LOW: 0.0 
DISPLAY HIGH: 20.0 
LOW INPUT LIMIT: 4.0 
HIGH INPUT LIMIT: 9.0 

................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #015: DATA ENTRY 

SCREEN MEMORY USED: 114 BYTES 

PREVIOUS MENU: 012 
NEXT SCREEN: 013 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

REGISTER: N20:17 
BIT NUMBER: 6 
TEXT LENGTH: 6 

DATA POSITION #2: BIT ENTRY 

ieeeeeeeeeeeeeeeeeeeei 
DOV is in DDBlDD 

OEnter 1 for Auto 
0 0 for Manual 
OEnter: 2 0 

0 

deeeeeeeeeeeeeeeeeeee~ 

OFF BIT TEXT: Manual 
ON BIT TEXT: Auto 

PAGE C /o OF C 60 



REGISTER : 
BIT NUMBER: 

RPP-7009 REVISION 0, APPENDIX C 
N20 : 17 ENTRY FORMAT: 1 & 0 KEYS 
6 DEFAULT : NONE 
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RPP-7009 REVISION 0, APPENDIX C 

666666666666666666~6666666666666666666666666~666666666666666666666666~6666~6666~ 
Jul 16 01 FILE: BY105NEW.CFG PAGE 9 

SCREEN #016: SECURITY 

SCREEN MEMORY USED: 61 BYTES 

PREVIOUS MENU: 012 
NEXT SCREEN: 017 

ieeeeeeeeeeeeeeeeeeeei 
'*RESTRICTED ACCESS*'= 

ENTER CODE 0 0 

0 0 

0 0 

aeeeeeeeeeeeeeeeeeeeef 
PREVIOUS SCREEN: UNLINKED 
SECURITY CODE #1: lo?????? 
SECURITY CODE # 2 :  22?????? 
SECURITY CODE #3: 4 4 ? ? ? ? ? ?  

6666666666666666666666~6666666666666~666666~6~6~~6666666666666666666666666666~66 

SCREEN #017: SUB-MENU 

SCREEN MEMORY USED: 70 BYTES 
PREVIOUS MENU: 012 

ieeeeeeeeeeeeeeeeeeeei 
' DOV PID SUBMENU 
O 1  Prop Gain 0 

O 2  Reset 0 

'3 Derivative 

0 

0 

deeeeeeeeeeeeeeeeeeeef 

Item/Key # 1 links to screen 018 Item/Key # 5 is unlinked 
Item/Key # 2 links to screen 019 Item/Key # 6 is unlinked 
Item/Key # 3 links to screen 021 Item/Key # 7 is unlinked 
Item/Key # 4 is unlinked Item/Key # 8 is unlinked ................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #Ole: DATA ENTRY 

SCREEN MEMORY USED: 185 BYTES 

PREVIOUS MENU: 017 
NEXT SCREEN: 019 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: 16 BIT UNSIGNED INTEGER 

REGISTER : N20:23 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

DATA POSITION # 2 :  16 BIT UNSIGNED INTEGER 

REGISTER : N20 : 19 
DECIMAL RIGHT: 2 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

DATA POSITION #3: 16 BIT UNSIGNED INTEGER 

REGISTER : N20 : 19 
DECIMAL RIGHT: 2 
DECIMAL LEFT: 3 
NO SIGN PLACE 
DEFAULT : NONE 

ieeeeeeeeeeeeeeeeeeeei 

OProp. Gain DDD2DDO 
6eeeeeeeeeeeeeeeeeeeer 

Gain (0.01-327.67) 
'DOV OUTPUT: DlB% ' 

OEnter DDD3DDO 

DISPLAY 

REGISTER LOW: 0 
REGISTER HIGH: 16383 
DISPLAY LOW: 0 
DISPLAY HIGH: 100 

DISPLAY 

REGISTER LOW: 1 
REGISTER HIGH: 16383 
DISPLAY LOW: 0.01 
DISPLAY HIGH: 327.67 

ENTRY 

REGISTER LOW: 1 
REGISTER HIGH: 16383 
DISPLAY LOW: 0.01 
DISPLAY HIGH: 327.67 
LOW INPUT LIMIT: 0.01 
HIGH INPUT LIMIT: 327.67 



Jul 16 01 
RPP-7009 REVISION 0, APPENDIX C 

FILE: BY105NEW.CFG PAGE 10 ................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 
ieeeeeeee&eeeeeeeeeeei SCREEN #019: DATA ENTRY 
OReset 0.1 to 327.67 

SCREEN MEMORY USED: 177 BYTES ODOV OUTPUT: DlD% 
OReset: DDD2DD in/rpo 

PREVIOUS MENU: 017 OEnter: BBB3PD 0 

NEXT SCREEN: 021 
PREVIOUS SCREEN: UNLINKED 

0 

deeeeee~eeeeeeeeeeeeef 

DATA POSITION #1: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER: N20 : 23 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 0 
REGISTER HIGH: 16383 
DISPLAY LOW: 0 
DISPLAY HIGH: 100 

DATA POSITION #2: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N20 : 20 REGISTER LOW: 1 
DECIMAL RIGHT: 2 REGISTER HIGH: 16383 
DECIMAL LEFT: 3 DISPLAY LOW: 0.01 
NO SIGN PLACE DISPLAY HIGH: 327.67 
LEADING ZEROS NOT SHOWN 

DATA POSITION #3: 16 BIT UNSIGNED INTEGER ENTRY 

REGISTER : N20 : 20 
DECIMAL RIGHT: 2 
DECIMAL LEFT: 3 
NO SIGN PLACE 
DEFAULT : NONE 

REGISTER LOW: 1 
REGISTER HIGH: 16383 
DISPLAY LOW: 0.01 
DISPLAY HIGH: 327.67 
LOW INPUT LIMIT: 0.01 
HIGH INPUT LIMIT: 327.67 

PAGE C OF C 60 
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RPP-7009 REVISION 0, APPENDIX C 
Jul 16 01 FILE: BY105NEW.CFG PAGE 11 ................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

ieeeeeeeeeeeeeeeeeeeei SCREEN #020: DATA DISPLAY 
OWater Tank DDlD in 

SCREEN MEMORY USED: 203 BYTES 'PLC Temp D D 2 P  F 
"Compr Temp DD3B F 
OF WTRTemp DD4D F O PREVIOUS MENU: 001 

NEXT SCREEN: 027 
PREVIOUS SCREEN: UNLINKED 

~ e e e e e e e e e e e e e e e e e e e e ~  

DATA POSITION #1: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 14 
DECIMAL RIGHT: 1 
DECIMAL LEFT: 2 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 3277 
REGISTER HIGH: 16384 
DISPLAY LOW: 0.0 
DISPLAY HIGH: 62.0 

DATA POSITION #2: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER: N60 : 27 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

DATA POSITION #3: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER: N60 : 26 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

DATA POSITION #4: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER: N60 : 35 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 
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RPP-7009 REVISION 0, APPENDIX C 
PAGE 1 2  

aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 
Jul 1 6  0 1  FILE: BY105NEW.CFG ,,,,,,~~,ccc.,,....~__rrccrrcrr_rrrrrcr_.~.~...~..~~~~....~...~,...........~..,. 

SCREEN # 0 2 1 :  DATA ENTRY 

SCREEN MEMORY USED: 1 8 5  BYTES 

PREVIOUS MENU: 0 1 7  
NEXT SCREEN: 0 1 8  
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: 1 6  BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N20 : 2 3  
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

DATA POSITION #2 

REGISTER : 
DECIMAL RIGHT 
DECIMAL LEFT: 
NO SIGN PLACE 

ieeeeeeeeeeeeeeeeeeeei 
'Derv 0.01 to 3 2 7 . 6 7  
'DOV OUTPUT: BBlDD% O 

ODerivative: DDD2DD 
deeeeeeeeeeeeeeeeeeeef OEnter: DDD3DD 0 

REGISTER LOW: 0 
REGISTER HIGH: 1 6 3 8 3  
DISPLAY LOW: 0 
DISPLAY HIGH: 100 

16 BIT UNSIGNED INTEGER DISPLAY 

N20 : 21 
2 
3 

LEADING ZEROS NOT SHOWN 

REGISTER LOW: 1 
REGISTER HIGH: 1 6 3 8 3  
DISPLAY LOW: 0 . 0 1  
DISPLAY HIGH: 3 2 7 . 6 7  

DATA POSITION #3:  16 BIT UNSIGNED INTEGER ENTRY 

REGISTER: N20:21  
DECIMAL RIGHT: 2 
DECIMAL LEFT: 3 
NO SIGN PLACE 
DEFAULT : NONE 

REGISTER LOW: 1 
REGISTER HIGH: 1 6 3 8 3  
DISPLAY LOW: 0 . 0 1  
DISPLAY HIGH: 3 2 7 . 6 7  
LOW INPUT LIMIT: 0 . 0 1  
HIGH INPUT LIMIT: 3 2 7 . 6 7  
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Jul 16 01 
RPP-7009 REVISION 0, APPENDIX C 

FILE: BY105NEW.CFG PAGE 13 

SCREEN #022: DATA ENTRY 

SCREEN MEMORY USED: 157 BYTES 

PREVIOUS MENU: 010 
NEXT SCREEN: 013 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

REGISTER : N20 : 17 
BIT NUMBER: 6 
TEXT LENGTH: 6 

ieeeeeeeeeeeeeeeeeeeei 

ONew Output: D3D% 
beeeeeeeeeeeeeeeeeeeef 

a DOV in DDDlDD 
OCurrent Output:DZD% 

0 

0 0 

OFF BIT TEXT: Manual 
ON BIT TEXT: AUTO 

DATA POSITION #2: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER: N20 : 23 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 0 
REGISTER HIGH: 16383 
DISPLAY LOW: 0 
DISPLAY HIGH: 100 

DATA POSITION #3: 16 BIT UNSIGNED INTEGER ENTRY 

REGISTER : N20 : 23 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
DEFAULT : NONE 

REGISTER LOW: 0 
REGISTER HIGH: 16384 
DISPLAY LOW: 0 
DISPLAY HIGH: 100 
LOW INPUT LIMIT: 0 
HIGH INPUT LIMIT: 100 

SCREEN #023: DATA ENTRY 

SCREEN MEMORY USED: 94 BYTES 

PREVIOUS MENU: 001 
NEXT SCREEN: 001 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT ENTRY 

REGISTER : N20 : 17 
BIT NUMBER: 10 

ieeeeeeeeeeeeeeeeeeeei 
Universal Alarm O 

0 ACKNOWLEDGE 0 

O Press 1 to clear 
0 All Alarms 1 0 

deeeeeeeeeeeeeeeeeeeef 

ENTRY FORMAT: 1 & 0 KEYS 
DEFAULT : NONE 
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SCREEN # 0 2 4 :  DATA DISPLAY 

SCREEN MEMORY USED: 1 9 4  BYTES 

ie$eeeeeeeeeeeeeeeeeei 
"I:4.0 DB1BB SGT 0 

"I:4.1 DD2BB WFT 0 

I : 4 . 2  DB3BB WTL 0 

PREVIOUS MENU: 001 'I:4.3 DB4BD CVT 0 

NEXT SCREEN: 0 2 5  aeeeeeeeeeeeeeeeeeeeef 
PREVIOUS SCREEN: UNLINKED 

.. .. .. .. .. .. .. .. .. .. .. .. .. .. .. .... .. .. .. 

DATA POSITION #1: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER: N60 : 12 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 0 
REGISTER HIGH: 3 2 7 6 7  
DISPLAY LOW: 0 
DISPLAY HIGH: 3 2 7 6 7  

DATA POSITION #2: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 13 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 0 
REGISTER HIGH: 3 2 7 6 7  
DISPLAY LOW: 0 
DISPLAY HIGH: 3 2 7 6 7  

DATA POSITION # 3 :  1 6  BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 1 4  
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 0 
REGISTER HIGH: 3 2 7 6 7  
DISPLAY LOW: 0 
DISPLAY HIGH: 3 2 7 6 7  

DATA POSITION #4: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 15 REGISTER LOW: 0 
DECIMAL RIGHT: 0 REGISTER HIGH: 3 2 7 6 7  
DECIMAL LEFT: 5 DISPLAY LOW: 0 
NO SIGN PLACE DISPLAY HIGH: 3 2 7 6 7  
LEADING ZEROS NOT SHOWN 
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RPP-7009 REVISION 0, APPENDIX C 
Jul 16 01 FILE: BY105NEW.CFG PAGE 15 
aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ................................................................................ 

ieeeeeeeeeeeeeeeeeeeei SCREEN #025: DATA DISPLAY 
OCOMPRS temp BBlD F O 

SCREEN MEMORY USED: 210 BYTES OPMPASY temp BD2B F 
OJMPR temp BB3B F 
OPLC CAB temp DD4D F PREVIOUS MENU: UNLINKED 

NEXT SCREEN: 026 
PREVIOUS SCREEN: UNLINKED 

6eeeeeeeeeeeeeeeeeeeef 

DATA POSITION #1: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER: N60 : 26 REGISTER LOW: 
DECIMAL RIGHT: 0 REGISTER HIGH: 
DECIMAL LEFT: 3 DISPLAY LOW: 
SHOW SIGN DISPLAY HIGH: 
LEADING ZEROS NOT SHOWN 

DATA POSITION #2: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER: N60 : 34 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 
REGISTER HIGH: 
DISPLAY LOW: 
DISPLAY HIGH: 

DATA POSITION #3: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N60 : 25 REGISTER LOW: 
DECIMAL RIGHT: 0 REGISTER HIGH: 
DECIMAL LEFT: 3 DISPLAY LOW: 
SHOW SIGN DISPLAY HIGH: 
LEADING ZEROS NOT SHOWN 

DATA POSITION #4: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N60:27 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 
REGISTER HIGH: 
DISPLAY LOW: 
DISPLAY HIGH: 

-454 
752 
-454 
752 

-454 
752 
-454 
752 

-454 
752 
-454 
752 

-454 
752 
-454 
752 
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SCREEN # 0 2 6 :  DATA DISPLAY 

SCREEN MEMORY USED: 191 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 001 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: 16 BIT UNSIGNED INTEGER DISPLAY 

ieeeeeeeeeeeeeeeeeeeei 
OPMP DISC DlD psi 
OPMP FLOW DD2DD gpm 
OTOTAL DD3DDD4D gal 
0 0 

deeeeeeeeeeeeeeeeeeeef 

REGISTER: N60 : 6 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 
REGISTER HIGH: 
DISPLAY LOW: 
DISPLAY HIGH: 

DATA POSITION # 2 :  1 6  BIT UNSIGNED INTEGER DISPLAY 

REGISTER: N60 : 15 
DECIMAL RIGHT: 2 
DECIMAL LEFT: 2 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 
REGISTER HIGH: 
DISPLAY LOW: 
DISPLAY HIGH: 

DATA POSITION #3:  1 6  BIT UNSIGNED INTEGER DISPLAY 

REGISTER : C 5 : 2 . 2  
DECIMAL RIGHT: 0 
DECIMAL LEFT: 4 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 
REGISTER HIGH: 
DISPLAY LOW: 
DISPLAY HIGH: 

DATA POSITION #4: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER: C5:1.2 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 4 
NO SIGN PLACE 
SHOW LEADING ZEROS 

REGISTER LOW: 
REGISTER HIGH: 
DISPLAY LOW: 
DISPLAY HIGH: 

P A G E C m O F C 6 0  

3 2 7 7  
1 6 3 8 3  
0 
3 0 0  

3 2 7 7  
1 6 3 8 3  
0 . 0 0  
1 4 . 0 0  

0 
9999 
0 
9999  

0 
9999 
0 
9999  



RPP-7009 REVISION 0, APPENDIX C 
PAGE 1 7  Jul 16 01 FILE: BY105NEW.CFG ,,,,,,,~~.,,~,~....~_rrrrrrrccrcrc---rrr......~.,,,,,~~.........,...,..,.,,.,,,, aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN # 0 2 7 :  DATA DISPLAY 

SCREEN MEMORY USED: 2 4 1  BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 028  

ieeeeeeeeeeeeeeeeeeeei 
O F  WTR TEMP DDlD F 

~~~ ~ 

'PUMP DISC D2D psio 
OPUMP FLOW DD3DD gpm0 
'TOTAL DD4DDD5D gal" deeeeeeeeeeeeeeeeeeeef 

PREVIOUS SCREEN: UNLINKED 
DATA POSITION #1: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER: N60 : 35 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: - 4 5 4  
REGISTER HIGH: 7 5 2  
DISPLAY LOW: - 4 5 4  
DISPLAY HIGH: 752  

DATA POSITION #2: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 6 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 3 2 7 7  
REGISTER HIGH: 1 6 3 8 3  
DISPLAY LOW: 0 
DISPLAY HIGH: 3 0 0  

DATA POSITION # 3 :  16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER: N60 : 15 
DECIMAL RIGHT: 2 
DECIMAL LEFT: 2 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 3 2 7 7  
REGISTER HIGH: 1 6 3 8 3  
DISPLAY LOW: 0 . 0 0  
DISPLAY HIGH: 14.00 

DATA POSITION # 4 :  16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : C 5 : 2 . 2  
DECIMAL RIGHT: 0 
DECIMAL LEFT: 4 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 0 
REGISTER HIGH: 9999 
DISPLAY LOW: 0 
DISPLAY HIGH: 9999 

DATA POSITION #5: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : C 5 : 1 . 2  
DECIMAL RIGHT: 0 
DECIMAL LEFT: 4 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 0 
REGISTER HIGH: 9999 
DISPLAY LOW: 0 
DISPLAY HIGH: 9999 
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RPP-7009 REVISION 0, APPENDIX C 
Jul 16 01 FILE: BY1OSNEW.CFG PAGE 18 
aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ,,,,.,.,,~,,,,..,. .............................................................. 

SCREEN #028: DATA DISPLAY 

SCREEN MEMORY USED: 73 BYTES 

PREVIOUS MENU: UNLINKED 

ieeeeeeeeeeeeeeeeeeeei 
0 0 

0 0 

ODIL RATIO DlD % 0 

'TIME 02:27 O deeeeeeeeeeeeeeeeeeeef NEXT SCREEN: 029 - >  ~ ~~~ 

PREVIOUS SCREEN: UNLINKED 
DATA POSITION #1: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N30:3 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
SHOW LEADING ZEROS 

REGISTER LOW: 0 
REGISTER HIGH: 100 
DISPLAY LOW: 0 
DISPLAY HIGH: 100 

666666666dddddd666666666666666~~~6666666666~666666666666666666666666666666666666 
ieeeeeeeee&e&eeeeeeeei SCREEN #029: DATA DISPLAY 
'MTR WINDNG DDlDD F O 

SCREEN MEMORY USED: 217 BYTES OPS2 FL PR DB2D PSI 
'XFR PRESS D3D PSI 

PREVIOUS MENU: UNLINKED deeeeeeeeeeeeeeeeeeeef 'MIN FL DDDDDD4DDBBDD0 
NEXT SCREEN: 037 
PREVIOUS SCREEN: 028 

DATA POSITION #1: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 16 
DECIMAL RIGHT: 1 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 3277 
REGISTER HIGH: 16383 
DISPLAY LOW: 40.0 
DISPLAY HIGH: 430.0 

DATA POSITION #2: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 17 
DECIMAL RIGHT: 1 
DECIMAL LEFT: 2 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 3277 
REGISTER HIGH: 16383 
DISPLAY LOW: 0.0 
DISPLAY HIGH: 30.0 

DATA POSITION #3: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : N60 : 18 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 3277 
REGISTER HIGH: 16383 
DISPLAY LOW: 0 
DISPLAY HIGH: 300 

DATA POSITION #4: 32 BIT FLOATING POINT DISPLAY 

REGISTER : F8:23 
MIN REGISTER: 0.32 
MAX REGISTER: 4.6 

MIN DISPLAY: 0.32 
MAX DISPLAY: 4.6 
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SCREEN # 0 3 0 :  SUB-MENU 

SCREEN MEMORY USED: 60 BYTES 
PREVIOUS MENU: 001 

ieeeeeeeeeee~eeeeeeeei 

O 1  Htr On/Off 0 

O 2  Setpoint 0 

HEAT TRACE Menu 0 

0 0 

deeeeeeeeeeeeeeeeeeeef 

Item/Key # 1 links to screen 031 Item/Key # 5 is unlinked 
Item/Key # 2 links to screen 085 Itern/Key # 6 is unlinked 
Item/Key # 3 links to screen 033 Item/Key # 7 is unlinked 
Item/Key # 4 is unlinked Item/Key # 8 is unlinked 

6666666dd6666dddd6666666666666666666666~6d666666~666666~666666~666~6666666666666 
ieeeeeeeeeeeeeeeeeeeei SCREEN #031:  DATA ENTRY 
O HEAT TRACE 

SCREEN MEMORY USED: 104 BYTES OHtr is DlD 0 

OEnter 1 for On 0 

PREVIOUS MENU: 030 
NEXT SCREEN: 001 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

0 

0 0 for OFF:2 aeeee&&eeeeeeeeeeeeeef 

REGISTER : N20 : 17 
BIT NUMBER: 4 
TEXT LENGTH: 3 

DATA POSITION # 2 :  BIT ENTRY 

REGISTER: N20 : 17 
BIT NUMBER: 4 

OFF BIT TEXT: OFF 
ON BIT TEXT: ON 

ENTRY FORMAT: 1 & 0 KEYS 
DEFAULT : NONE 



RPP-7009 REVISION 0, APPENDIX C 
Jul 16 01 FILE: BY105NEW.CFG PAGE 20 
66666666666666666666666666666666666666~66666666666666666~666666~666~6666666666~6 

i~ee~e~eeeeeeeeeeeeeei SCREEN #032: DATA ENTRY 

SCREEN MEMORY USED: 167 BYTES 

PREVIOUS MENU: 085 
NEXT SCREEN: 084 
PREVIOUS SCREEN: UNLINKED 

OJumperTemp: DDDlDDFO 

OOld Setpoint:DDB2DD a 

'New Setpoint:DDD3DBFo 

0 0 

deeeeeeeeeeeee~eeeeeef 

DATA POSITION #1: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N31:2 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

DATA POSITION #2: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N31:4 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

DATA POSITION #3: 16 BIT SIGNED INTEGER ENTRY 

REGISTER: N31:4 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
SHOW SIGN 
DEFAULT : NONE 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 
LOW INPUT LIMIT: 50 
HIGH INPUT LIMIT: 200 
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SCREEN #033: DATA DISPLAY 

SCREEN MEMORY USED: 211 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
'Shutoff T/C:DDDlDD Fa 
'Shutoff S.P:DDD2DD F" 
oControl T/C:DDD3DD Fa 
OControl S.P:DDD4DD Fo deeeeeeeeeeee~eeeeeeef PREVIOUS MENU: 030 

NEXT SCREEN: 001 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER: N31:2 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

DATA POSITION #2: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N31:5 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

DATA POSITION #3: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N31:l 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

DATA POSITION #4: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER: N31:4 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 5 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

.,,,,,,,, ....................................................................... aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #034: SUB-MENU 

SCREEN MEMORY USED: 84 BYTES 
PREVIOUS MENU: 008 

, .. .. .. .. .. .. .. I. I. .. .. .. .. .. .. .. .I .. .. .. . ieeeeeeeeeeeeeeeeeeee, 
DILUTION MENU 0 

1. DILUTION RATIO ' 
2. MIN DIL FLOW 
3. MAX DIL FLOW 

0 

0 

6eeeeeeeeeeeeeeeeeeeef 

Itern/Key # 1 links to screen 035 Item/Key # 5 is unlinked 
Item/Key # 2 links to screen 036 Item/Key # 6 is unlinked 
Item/Key # 3 links to screen 080 Item/Key # 7 is unlinked 
Item/Key # 4 is unlinked Item/Key # 8 is unlinked 
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RPP-7009 REVISION 0 APPENDIX C 
Jul 16 01 FILE: BY105h’EW. CFG PAGE 22 
66666666666666666666666666666666666666666666666666666666666666666666666666666666 

ieeeeeeeeeeeeeeeeeeeei 
Dilution Ratio O 

SCREEN MEMORY USED: 133 BYTES Current ratio:BlD% 
New ratio :D2B% 0 

PREVIOUS MENU: 034 0 0 

deeeeeeeeeeee&eeeee~ef NEXT SCREEN: 001 
PREVIOUS SCREEN: UNLINKED 

SCREEN #035: DATA ENTRY 

DATA POSITION #1: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N30:3 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
SHOW LEADING ZEROS 

REGISTER LOW: 0 
REGISTER HIGH: 100 
DISPLAY LOW: 0 
DISPLAY HIGH: 100 

DATA POSITION #2: 16 BIT SIGNED INTEGER ENTRY 

REGISTER: N30:3 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
NO SIGN PLACE 
DEFAULT : NONE 

REGISTER LOW: 0 
REGISTER HIGH: 100 
DISPLAY LOW: 0 
DISPLAY HIGH: 100 
LOW INPUT LIMIT: 0 
HIGH INPUT LIMIT: 100 

66666666666666666666666666666666666666666666666666666~66666666666666~666666666~6 
ieeeeeeeeeeeeeeeeeeeei SCREEN #036: DATA ENTRY 

SCREEN MEMORY USED: 157 BYTES DBBDDDlDBBBDP GPM 

DPBDDD2BBDDBP GPM PREVIOUS MENU: 034 
NEXT SCREEN: 034 
PREVIOUS SCREEN: UNLINKED 

MIN FLOW: 

O NEW FLOW: 

0 

0 

deeeeeeeeeeeeeeeeeeeef 

DATA POSITION #1: 32 BIT FLOATING POINT DISPLAY 

REGISTER : F8:23 
MIN REGISTER: 0.32 
MAX REGISTER: 4.6 

MIN DISPLAY: 0.32 
MAX DISPLAY: 4.6 

DATA POSITION #2: 32 BIT FLOATING POINT ENTRY 

REGISTER : FB : 23 
MIN REGISTER: 0.32 
MAX REGISTER: 4.6 
MIN ENTRY: 0.32 
MAX ENTRY : 4.6 

LOW INPUT LIMIT: 0.32 
HIGH INPUT LIMIT: 4.6 
DEFAULT : NONE 
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RPP-7009 REVISION 0, APPENDIX C 
FILE: BY105NEW.CFG PAGE 23 Jul 16 01 

aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa , , , , , , , , , , , , , , , c , , , , _ r r r r r r r r r r r r r r r r r r r . . . ~ . ~ ~ ~ ~ . ~ ~ ~ . ~ ~ ~ , . . . . . . , . . , . . . , , , , , , , , ,  

SCREEN #037: DATA DISPLAY 

SCREEN MEMORY USED: 217 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 025 
PREVIOUS SCREEN: 029 

DATA POSITION #1: 16 BIT SIGNED INTEGER DISPLAY 

ieeeeeeeeeeeeeeeeeeeei 
'WTR CAB TEMP DD1D F 
OWFIE TEMP DD2D F 
O M A X  FL DDDPDD3DDDDDD0 
OFL WTR TEMP DD4D F deeeeeeeeeeeeeeeeeeeef 

REGISTER: N60 : 32 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 
REGISTER HIGH: 
DISPLAY LOW: 
DISPLAY HIGH: 

DATA POSITION #2: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N60 : 33 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 
REGISTER HIGH: 
DISPLAY LOW: 
DISPLAY HIGH: 

DATA POSITION #3: 32 BIT FLOATING POINT DISPLAY 

REGISTER : F8 : 24 
MIN REGISTER: 0.32 
MAX REGISTER: 4.6 

MIN DISPLAY: 
MAX DISPLAY: 

DATA POSITION #4: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N60 : 35 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: 
REGISTER HIGH: 
DISPLAY LOW: 
DISPLAY HIGH: 

-454 
752 
-454 
752 

-454 
752 
-454 
752 

0.32 
4.6 

-454 
752 
-454 
752 

................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 
ieeeeeeeeeeeeeeeeeeeei SCREEN #038: DATA ENTRY 
OINJ FLOW RATE EXIST ' 

SCREEN MEMORY USED: 162 BYTES ODDDDBDlDDDDDD GPM ' 
ONEW RATE 0 

0DDDDDD2DPBDBD GPM PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 039 
PREVIOUS SCREEN: UNLINKED 

deeeeeeeee~eeeeeeeeeef 

DATA POSITION #1: 32 BIT FLOATING POINT DISPLAY 

REGISTER : F90:3 
MIN REGISTER: 0.3 
MAX REGISTER: 1 

MIN DISPLAY: 0.3 
MAX DISPLAY: 1 

DATA POSITION #2: 32 BIT FLOATING POINT ENTRY 

REGISTER: F90:3 
MIN REGISTER: 0.3 
MAX REGISTER: 1 

LOW INPUT LIMIT: 0.3 
HIGH INPUT LIMIT: 1 
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MIN ENTRY: 
MAX ENTRY: 

RPP-7009 REVISION 0, APPENDIX C 
0 . 3  DEFAULT : 
1 

PAGE C OF C 60 

0.301 



RPP-7009 REVISION 0, APPENDIX C 
PAGE 24 Jul 16 01 FILE: BY105NEW.CFG 

666666666666666666666666666666666666666666666666666~6666666666666666666666666666 
ieeeee~~eeeeeeeeeeeeei SCREEN #039: DATA DISPLAY 
'INJECTION WATER FLOWo 

SCREEN MEMORY USED: 177 BYTES DBDDDDlDDDPPD GPM .a 

TOTAL VOLUME 0 

DD2DDD3D GALLONS PREVIOUS MENU: 083 
NEXT SCREEN: 001 
PREVIOUS SCREEN: UNLINKED 

deeeeeeeeeeeeeeeeeeeef 

DATA POSITION #1: 32 BIT FLOATING POINT DISPLAY 

REGISTER: F90 : 3 
MIN REGISTER: 0.3 
MAX REGISTER: 1 

MIN DISPLAY: 0.3 
MAX DISPLAY: 1 

DATA POSITION #2: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : C5:5.2 REGISTER LOW: 0 
DECIMAL RIGHT: 0 REGISTER HIGH: 9999 
DECIMAL LEFT: 4 DISPLAY LOW: 0 
NO SIGN PLACE DISPLAY HIGH: 9999 
LEADING ZEROS NOT SHOWN 

DATA POSITION #3: 16 BIT UNSIGNED INTEGER DISPLAY 

REGISTER : c5:4.2 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 4 
NO SIGN PLACE 
SHOW LEADING ZEROS 

REGISTER LOW: 0 
REGISTER HIGH: 9999 
DISPLAY LOW: 0 
DISPLAY HIGH: 9999 

SCREEN #040: SUB-MENU 

SCREEN MEMORY USED: 88 BYTES 
PREVIOUS MENU: 001 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARMS 0 

O 1 .  1-4 4. 13-16 
02. 5-8 5. 17-20 O 

O3. 9-12 6. 21-UP ' deeeeeeeeeeeeeeeeeeeef 

Item/Key # 1 links to screen 041 Item/Key # 5 links to screen 045 
Item/Key # 2 links to screen 042 Item/Key # 6 links to screen 046 
Item/Key # 3 links to screen 043 Item/Key # 7 is unlinked 
Item/Key # 4 links to screen 044 Item/Key # 8 is unlinked 
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RPP-7009 REVlSlON 0, APPENDIX C 
Jul 16 01 FILE: BY105NEW.CFG PAGE 25 
~,,z,,.,.,,c,c..~,,z,,.,..,...,. c.-c,~,c.,.c.cc..c~.,,,..,..,,.~,,~,,.,,,,,,,,, aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaadaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN # 0 4 1 :  DATA D IS PLAY 

SCREEN MEMORY USED: 

PREVIOUS MENU: 
NEXT SCREEN: 

181 BYTES 

040 
0 4 2  

PREVIOUS SCREEN: UNLINKED 
DATA POSITION #1: BIT DISPLAY 

REGISTER: N20 : 2 4  
BIT NUMBER: 1 
TEXT LENGTH: 4 

DATA POSITION # 2 :  BIT DISPLAY 

REGISTER : N20 : 2 4  
BIT NUMBER: 2 
TEXT LENGTH: 4 

DATA POSITION #3: BIT DISPLAY 

REGISTER : N2O : 24  
BIT NUMBER: 3 
TEXT LENGTH: 4 

DATA POSITION # 4 :  BIT DISPLAY 

REGISTER: N 2 0  : 24  
BIT NUMBER: 4 
TEXT LENGTH: 7 

i~eeeeeeeeeeeeeee~~eei 
'1 XFR Pressure DDID 
O2 XFR Pressure Pb2D O 

' 3  Flush Press PD3P * 
'4 Pump BhD4BBP 0 deeeeeeeeeeeeeeeeeeeef 

OFF BIT TEXT: norm 
ON BIT TEXT: LOW 

OFF BIT TEXT: norm 
ON BIT TEXT: HIGH 

OFF BIT TEXT: norm 
ON BIT TEXT: HIGH 

OFF BIT TEXT: norm 
ON BIT TEXT: TROUBLE 
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SCREEN #042: DATA DISPLAY 

SCREEN MEMORY USED: 192 BYTES 

PREVIOUS MENU: 040 
NEXT SCREEN: 043 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

REG I STER : 
BIT NUMBER: 
TEXT LENGTH: 

DATA POSITION #2: 

REGISTER : 
BIT NUMBER: 
TEXT LENGTH: 

DATA POSITION #3: 

REGISTER : 
BIT NUMBER: 
TEXT LENGTH: 

DATA POSITION #4: 

REGISTER : 
BIT NUMBER: 
TEXT LENGTH: 

N 2 0  : 24 
5 
11 

BIT DISPLAY 

N20 : 24 
6 
4 

BIT DISPLAY 

N20 : 24 
7 
7 

BIT DISPLAY 

N20 : 24 

7 
a 

ieeeeee~eeeeeeeeeeeeei 

O 6  Pump Pit DD2D 
O 7  Pump Pit DDD3DDD 
'8 PMP/JPR HT DDD4DDD0 6eeeeeeeeeeeeeeeeeeeef 

' 5  JR-1 DPPDDlDDDDD 

OFF BIT TEXT: norm 
ON BIT TEXT: NON-PROCESS 

OFF BIT TEXT: norm 
ON BIT TEXT: LEAK 

OFF BIT TEXT: norm 
ON BIT TEXT: TROUBLE 

OFF BIT TEXT: norm 
ON BIT TEXT: TROUBLE 
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RPP-7009 REVISION 0. APPENDIX C 

SCREEN #043: DATA DISPLAY 

SCREEN MEMORY USED: 183 BYTES 

PREVIOUS MENU : 040 
NEXT SCREEN: 044 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

REGISTER : N20 : 24 
BIT NUMBER: 9 
TEXT LENGTH: 4 

DATA POSITION #2: BIT DISPLAY 

REGISTER : N20 : 24 
BIT NUMBER: 10 
TEXT LENGTH: 4 

DATA POSITION #3: BIT DISPLAY 

REGISTER : N20 : 24 
BIT NUMBER: 11 
TEXT LENGTH: 4 

DATA POSITION #4: BIT DISPLAY 

REGISTER : N20 : 24 
BIT NUMBER: 12 
TEXT LENGTH: 8 

ieeeeeeeeeeeeeeeeeeeei 
O 9  PIC Water DD1D 
'10 PLC Temp DD2D 
'11 CMPRSR Temp DD3D 
O 1 2  Jet Pump BDDD4PDD" aeeeeeeeeeeeeeeeeee&ef 

OFF BIT TEXT: norm 
ON BIT TEXT: LOW 

OFF BIT TEXT: norm 
ON BIT TEXT: HIGH 

OFF BIT TEXT: norm 
ON BIT TEXT: HIGH 

OFF BIT TEXT: norm 
ON BIT TEXT: SHUTDOWN 
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RPP-7009 REVISION 0, APPENDIX C 
Jul 16 01 FILE: BY105NEW.CFG PAGE 28 ...,,,,.,....,.~ . ,~.r__r___rrcrrccrrrrrr . .~~..~~~.. . .~~~.. .~. .~. . . .~. . . . , . . , , , , ,  aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #044: DATA DISPLAY 

SCREEN MEMORY USED: 181 BYTES 

PREVIOUS MENU : 040 
NEXT SCREEN: 045 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

REGISTER : N20:24 
BIT NUMBER: 13 
TEXT LENGTH: 4 

DATA POSITION #2: BIT DISPLAY 

REGISTER: N20 : 24 
BIT NUMBER: 14 
TEXT LENGTH: 4 

DATA POSITION #3: BIT DISPLAY 

REGISTER : N20 : 24 
BIT NUMBER: 15 
TEXT LENGTH: 7 

DATA POSITION #4: BIT DISPLAY 

REG I STER : 
BIT NUMBER: 0 
TEXT LENGTH: 4 

N20 : 25 

ieeeeeeeeee~eeeeeeeeei 
'13 SGT Level DDlD O 

'14 MTR TEMP DD2B 0 

'15 Network DDD3DBB 
O16 JFPT SIGNAL DD4D deeeeeeeeeeeeeeeeeeeer 

OFF BIT TEXT: n o r m  
ON BIT TEXT: LOW 

OFF BIT TEXT: n o r m  
ON BIT TEXT: HIGH 

OFF BIT TEXT: n o r m  
ON BIT TEXT: FAILURE 

OFF BIT TEXT: NORM 
ON BIT TEXT: LOST 
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RPP-7009 REVISION 0, APPENDIX C 
Jul 16 01 FILE: BY105NEW.CFG PAGE 29 
aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ................................................................................ 

SCREEN #045: DATA DISPLAY 

SCREEN MEMORY USED: 182 BYTES 

PREVIOUS MENU: 040 
NEXT SCREEN: 046 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

REGISTER: N20 : 25 
BIT NUMBER: 1 
TEXT LENGTH: 5 

DATA POSITION #2: BIT DISPLAY 

REGISTER : N20 : 25 
BIT NUMBER: 2 
TEXT LENGTH: 5 

DATA POSITION #3: BIT DISPLAY 

REGISTER : N20 : 25 
BIT NUMBER: 3 
TEXT LENGTH: 5 

DATA POSITION #4: BIT DISPLAY 

REGISTER : N20 : 25 
BIT NUMBER: 4 
TEXT LENGTH: 5 

i~eeeeeeeeeeeeeeeee~~i 
'17 BY105 LK/TB DDIDDo 
'18 LD1 LEAK DD2'PD ' 
O 1 9  LDI TRB DD3DD 
0 2 0  DB4DD deeeeeeeeeeeeeeeeeeeef 

OFF BIT TEXT: norm 
ON BIT TEXT: alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: Alam 

OFF BIT TEXT: norm 
ON BIT TEXT: alarm 
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SCREEN 

SCREEN 

#046: DATA DISPLAY 

MEMORY USED: 1 8 2  BYTES 

PREVIOUS MENU: 040 
NEXT SCREEN: 048 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

REGISTER : N20 : 25 
BIT NUMBER: 5 
TEXT LENGTH: 5 

DATA POSITION #2: BIT DISPLAY 

REG I STER : N20:25 
BIT NUMBER: 6 
TEXT LENGTH: 5 

DATA POSITION # 3 :  BIT DISPLAY 

REGISTER: N20: 25  
BIT NUMBER: 7 
TEXT LENGTH: 5 

DATA POSITION #4: BIT DISPLAY 

REG I STER : 
BIT NUMBER: 8 
TEXT LENGTH: 5 

N20 : 25 

ieeeeeeeeeeeeeeeeeeeei 
' 2 1  BY106 FLUSH DDIDDO 
022 DD2DD 0 

' 2 3  BX DCRT DD3DD 0 

deeeeeeeeeeeeeeeeeeee~ '24 DD4DD O 

OFF BIT TEXT: norm 
ON BIT TEXT: A1 arm 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 
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SCREEN #048:  DATA DISPLAY 

SCREEN MEMORY USED: 178 BYTES 

PREVIOUS MENU: 040 
NEXT SCREEN: 050 
PREVIOUS SCREEN: 046 

DATA POSITION #1: BIT DISPLAY 

REGISTER: N20 : 25 
BIT NUMBER: 9 
TEXT LENGTH: 5 

DATA POSITION #2: BIT DISPLAY 

REGISTER : N20 : 25 
BIT NUMBER: 10 
TEXT LENGTH: 4 

DATA POSITION #3: BIT DISPLAY 

REGISTER: N20 : 25 
BIT NUMBER: 11 
TEXT LENGTH: 5 

DATA POSITION #4: BIT DISPLAY 

REGISTER: N20 : 25 
BIT NUMBER: 12 
TEXT LENGTH: 4 

ieeeeeeeeeeeeeeeeeeeei 
O25 DDlDD 
O26 DD2D 
027 BD3DD 
O28 DD4P 0 deeeeeeeee@e&&eee&eeef 

OFF BIT TEXT: NORM 
ON BIT TEXT: ALARM 

OFF BIT TEXT: norm 
ON BIT TEXT: Leak 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: Leak 

SCREEN #050: DATA DISPLAY 

SCREEN MEMORY USED: 141 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 052 
PREVIOUS SCREEN: 04 8 

DATA POSITION #1: 

REGISTER : 
BIT NUMBER: 
TEXT LENGTH: 

DATA POSITION #2: 

REGISTER : 
BIT NUMBER: 
TEXT LENGTH: 

DATA POSITION # 3 :  

REGISTER : 
BIT NUMBER: 
TEXT LENGTH: 

ieeeeeeeeeeeeeeeeeeeei 
O29 DBlDB O 

"30 
'31 BD2PD 
O32 DP3PD 

0 

deeeeeeeeeeeeeeeeeeeef 

BIT DISPLAY 

N20 : 25 OFF BIT TEXT: norm 
13 ON BIT TEXT: Alarm 
5 

BIT DISPLAY 

N20: 25 OFF BIT TEXT: norm 
14 ON BIT TEXT: Alarm 
5 

BIT DISPLAY 

N2O : 25 OFF BIT TEXT: norm 
15 ON BIT TEXT: Alarm 
5 
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SCREEN # 0 5 2 :  DATA DISPLAY 

SCREEN MEMORY USED: 182 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 053 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT DISPLAY 

REGISTER: N20 : 51 
BIT NUMBER: 0 
TEXT LENGTH: 5 

DATA POSITION #2: BIT DISPLAY 

REGISTER : N20 : 51 
BIT NUMBER: 1 
TEXT LENGTH: 5 

DATA POSITION #3: BIT DISPLAY 

REGISTER : N20 : 51 
BIT NUMBER: 2 
TEXT LENGTH: 5 

DATA POSITION #4: BIT DISPLAY 

REGISTER : N20 : 51 
BIT NUMBER: 3 
TEXT LENGTH: 4 

ie&eeeeeeeeeeeeeeeeeei 
0 3 3  BYIO~ LK/TB D , B ~ D D ~  
034 DD2BP 
035 DD3DB 
O 3 6  DILUTIN FLOW DD4D0 de$eeeeeeeeeeeeeeeeeef 

OFF BIT TEXT: NORM 
ON BIT TEXT: ALARM 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: n o m  
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: LOW 
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SCREEN #053: DATA DISPLAY 

SCREEN MEMORY USED: 181 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 054 
PREVIOUS SCREEN: 052 

DATA POSITION #1: BIT DISPLAY 

REGISTER : N20 : 51 
BIT NUMBER: 4 
TEXT LENGTH: 4 

DATA POSITION # 2 :  BIT DISPLAY 

REGISTER : N20 : 51 
BIT NUMBER: 5 
TEXT LENGTH: 5 

DATA POSITION # 3 :  BIT DISPLAY 

REGISTER: N20 : 51 
BIT NUMBER: 6 
TEXT LENGTH: 4 

DATA POSITION #4: BIT DISPLAY 

REGISTER: N20 : 51 
BIT NUMBER: 7 
TEXT LENGTH: 5 

ieeeeeee~eeeeeeeeeee~i 
037 DDlD O 

038 DD2DD 0 
'39 INJECTIN WTR DP3D0 
'40 PWR MONITOR ??D4DD0 ~eeeeeeeeeeeeeeeeeeeef  

OFF BIT TEXT: norm 
ON BIT TEXT: HIGH 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: LOW 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 
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Jul 16 01 FILE: BY105NEW.CFG PAGE 3 4  
, , , , r r r , , , , C r , r r r C C r  .,.......,, c.....,~~,.,c...,..,,,,,,,.,,.,,,,,,.,,,,,...., aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa~aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #054:  DATA DISPLAY 

SCREEN MEMORY USED: 1 8 2  BYTES 

PREVIOUS MENU : UNLINKED 
NEXT SCREEN: 055 
PREVIOUS SCREEN: 053 

DATA POSITION #1: BIT DISPLAY 

REGISTER: N20 : 51 
BIT NUMBER: 8 
TEXT LENGTH: 5 

DATA POSITION # 2 :  BIT DISPLAY 

REGISTER : N20 : 51 
BIT NUMBER: 9 
TEXT LENGTH: 5 

DATA POSITION #3:  BIT DISPLAY 

REGISTER : N20 : 51 
BIT NUMBER: 10 
TEXT LENGTH: 5 

DATA POSITION # 4 :  BIT DISPLAY 

REGISTER : N20 : 51 
BIT NUMBER: 11 
TEXT LENGTH: 5 

i e e e ~ ~ e e e e e e e e e ~ ~ e & e e i  
O41 DDlDD O 

O42 DD2DD O 

043 DD3DD 
044 DD4DD deeeeeheeeeeeeeeeeeeef 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: A1 arm 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: A1 arm 
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Jul 16 01 FILE: BY105NEW.CFG PAGE 3 5  
6666666666666666666666~6666666666666666666666666666666666666666666666666666~~~6~ 

SCREEN #055: DATA DISPLAY 

SCREEN MEMORY USED: 180 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 056 
PREVIOUS SCREEN: 054 

DATA POSITION #1: BIT DISPLAY 

REG I STER : 
BIT NUMBER: 12 
TEXT LENGTH: 4 

N20 : 51 

DATA POSITION # 2 :  BIT DISPLAY 

REG I STER : 
BIT NUMBER: 13 
TEXT LENGTH: 5 

N20 : 51 

DATA POSITION # 3 :  BIT DISPLAY 

REG I STER : 
BIT NUMBER: 14 
TEXT LENGTH: 4 

N20 : 51 

DATA POSITION #4: BIT DISPLAY 

REG I STER : 
BIT NUMBER: 15 
TEXT LENGTH: 5 

N20 : 51 

ieeeeeeeeeeeeeeeeee&ei 
'45 BY106 JF SIG DDIDo 
O46 DD2DD 0 

047 DD3D 0 

048 DB4DD 0 deeeeeeeeeeeeeeeeeeeef 

OFF BIT TEXT: norm 
ON BIT TEXT: LOSS 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: LOSS 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 
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Jul 16 01 FILE: BY105NEW.CFG PAGE 3 6  
aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ,,,,.,,,,,,,,c,,c,,,,,,,,,,,,,.,.......,,,,,,.,,,,,,,,,,,.,.,.,,,,~,,,,........, 

SCREEN #056: DATA DISPLAY 

SCREEN MEMORY USED: 180 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 057 
PREVIOUS SCREEN: 055 

DATA POSITION #1: BIT DISPLAY 

REG I STER : 
BIT NUMBER: 0 
TEXT LENGTH: 4 

N20 : 52 

DATA POSITION # 2 :  BIT DISPLAY 

REGISTER : N20 : 52 
BIT NUMBER: 1 
TEXT LENGTH: 4 

DATA POSITION # 3 :  BIT DISPLAY 

REGISTER: N20 : 52 
BIT NUMBER: 2 
TEXT LENGTH: 5 

DATA POSITION #4: BIT DISPLAY 

REG I STER : 
BIT NUMBER: 3 
TEXT LENGTH: 5 

N20 : 52 

ieeeeeeeeeeeeeeeeeeeei 
O 4 9  WTR CAB TEMP DBlDO 
O50 WFIE TEMP BD2D 
O51 Unused DB3DD 0 

O52 Unused BB4BB ~eeeeeeeeeeeeeeeeeeee~ 

OFF BIT TEXT: norm 
ON BIT TEXT: LOW 

OFF BIT TEXT: norm 
ON BIT TEXT: LOW 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 
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SCREEN #057: DATA DISPLAY 

SCREEN MEMORY USED: 181 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 058 
PREVIOUS SCREEN: 056 

DATA POSITION #1: BIT DISPLAY 

REGISTER : N20 : 52 
BIT NUMBER: 4 
TEXT LENGTH: 5 

DATA POSITION #2: BIT DISPLAY 

REGISTER : N20 : 52 
BIT NUMBER: 5 
TEXT LENGTH: 4 

DATA POSITION # 3 :  BIT DISPLAY 

REGISTER : N20:52 
BIT NUMBER: 6 
TEXT LENGTH: 5 

DATA POSITION # 4 :  BIT DISPLAY 

REGISTER : N20 : 52 
BIT NUMBER: 7 
TEXT LENGTH: 5 

ieeeeeeeeee~eeeeeeeeei 
053 DDlDD 0 

O54 BY106 FL PR DD2D O 

055 DD3BD 0 

'56 DD4BD Aeeeeeeeeeeee~eeeeeeef 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: HIGH 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: norm 
ON BIT TEXT: A1 arm 

................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #058: DATA DISPLAY 

SCREEN MEMORY USED: 138 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: UNLINKED 
PREVIOUS SCREEN: 057 

DATA POSITION #1: BIT DISPLAY 

REGISTER : N20 : 52 
BIT NUMBER: 8 
TEXT LENGTH: 5 

DATA POSITION #2: BIT DISPLAY 

REGISTER : N20 : 52 
BIT NUMBER: 9 
TEXT LENGTH: 5 

DATA POSITION # 3 :  BIT DISPLAY 

ieeeeeeeeeeeeeepeeeeei 
O57 BY106 SHTDN DBIDDO 
"58 PMP BEARING BD2DB0 
'59 MTR WNDG TMP DD3B0 
0 0 

deeeeeeeeeeeeee~eeeeef 

OFF BIT TEXT: norm 
ON BIT TEXT: Alarm 

OFF BIT TEXT: NORM 
ON BIT TEXT: ALARM 

REGISTER: N20 : 52 OFF BIT TEXT: NORM 
BIT NUMBER: 10 ON BIT TEXT: HIGH 
TEXT LENGTH: 4 
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..,,.,.,,,..,....~,.r-rrrc-rrrc--rrrrrrr,~~~..,.~.,,~....~,,........~~.,,....,., aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

ieeeee&@eeeeeeeeeee~ei SCREEN #080 :  DATA ENTRY 

SCREEN MEMORY USED: 160 BYTES ' DBDDBBlDDDDDD GPM 
NEW MAX FLOW 0 

PREVIOUS MENU: 034 deeeeeeeeee~eeeeeeeeej ' DDDDDD2BBDDDB GPM 
NEXT SCREEN: 034 
PREVIOUS SCREEN: UNLINKED 

MAX FLOW 0 

DATA POSITION #1: 32 BIT FLOATING POINT DISPLAY 

REGISTER : F8:24 
MIN REGISTER: 0.32 
MAX REGISTER: 4.6 

MIN DISPLAY: 0.32 
MAX DISPLAY: 4.6 

DATA POSITION #2: 32 BIT FLOATING POINT ENTRY 

REGISTER: F8 : 24 
MIN REGISTER: 0.32 
MAX REGISTER: 4.6 
MIN ENTRY: 0.32 
MAX ENTRY: 4.6 

LOW INPUT LIMIT: 0.32 
HIGH INPUT LIMIT: 4.6 
DEFAULT : NONE 

SCREEN #082: DATA DISPLAY ieeeeeeee~~eeeeeeeeeei 
0 SETPOINTS 0 ~~~- -~~ ~- 

SCREEN MEMORY USED: 124 BYTES 'JUMPER HTR: DBlD Fa 
'PUMPASSY HTR: BD2B Fo 

PREVIOUS MENU: 085 
NEXT SCREEN: 001 
PREVIOUS SCREEN: UNLINKED 

0 0 

deeeeeeeeeeeeeeeeeeeef 

DATA POSITION #1: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N31:4 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

DATA POSITION #2: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N31: 17 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

SCREEN #083: SUB-MENU 

SCREEN MEMORY USED: 54 BYTES 
PREVIOUS MENU: 008 

ieeeeeeeeeeeeeeeeeeeei 
"1 VIEW TOTAL INJ WTR' 
'2 RESET TOTALIZER 
0 0 

0 0 

deeeeeeeeeeeeeeeeeeeef 

Item/Key # 1 links to screen 039 Item/Key # 5 is unlinked 
Item/Key # 2 links to screen 086 Item/Key # 6 is unlinked 
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RPP-7009 REVISION 0, APPENDIX C 
Item/Key # 3 is unlinked Item/Key # 7 is unlinked 
Item/Key # 4 is unlinked Item/Key # 8 is unlinked 
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ieeeeeeeeeeeeeeeeeeeei SCREEN #084: DATA ENTRY 

SCREEN MEMORY USED: 167 BYTES 

PREVIOUS MENU: 085 
NEXT SCREEN: 082 
PREVIOUS SCREEN: 032 

OPUMPASSY TEMP: D B l D F O  

'OLD SETPOINT: DD2P Fa 
'NEW SETPOINT: DD3D Fa 

0 0 

deeeeeeeeeeeeeeeeeee~f 

DATA POSITION #1: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER: N60 : 34 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

DATA POSITION #2: 16 BIT SIGNED INTEGER DISPLAY 

REGISTER : N31: 17 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
LEADING ZEROS NOT SHOWN 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 

DATA POSITION #3: 16 BIT SIGNED INTEGER ENTRY 

REGISTER: N31:17 
DECIMAL RIGHT: 0 
DECIMAL LEFT: 3 
SHOW SIGN 
DEFAULT : NONE 

REGISTER LOW: -454 
REGISTER HIGH: 752 
DISPLAY LOW: -454 
DISPLAY HIGH: 752 
LOW INPUT LIMIT: -454 
HIGH INPUT LIMIT: 752 

SCREEN #085: SUB-MENU 

SCREEN MEMORY USED: 44 BYTES 
PREVIOUS MENU: 030 

ieeeeeeeeeeeeeeeeeeeei 
0 SETPOINTS 0 

'1 SET 
"2 VIEW 0 

0 

0 0 

$eeeeeeeeeeeeeeeeeeeef 

Itern/Key # 1 links to screen 032 Item/Key # 5 is unlinked 
Item/Key # 2 links to screen 082 Item/Key # 6 is unlinked 
Item/Key # 3 is unlinked Item/Key # 7 is unlinked 
Item/Key # 4 is unlinked Item/Key # 8 is unlinked 

6666666666666666666666666~666~66666666666666666666666666666666666666666666666666 

SCREEN # 0 8 6 :  SECURITY 

SCREEN MEMORY USED: 61 BYTES 

PREVIOUS MENU: 083 
NEXT SCREEN: 087 
PREVIOUS SCREEN: UNLINKED 
SECURITY CODE #1: 13?????? 
SECURITY CODE #2: 27?????? 
SECURITY CODE # 3 :  55?????? 

PAGE C OF C 60 

ieeeeeeeeeeeeeeeeeeeei 
OfRESTRICTED ACCESS*' 
0 ENTER CODE 0 

0 0 

0 0 
~eeeeeeeeeeeeeeeeeeeef  
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aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ,c,,lcc.cc..,....,...~..~....,.......~~,,,,,..,...~~~,....,..,....,,,,,,,,.,,,,. 

SCREEN # 0 8 7 :  DATA ENTRY 

SCREEN MEMORY USED: 76 BYTES 

PREVIOUS MENU: UNLINKED 
NEXT SCREEN: 039 
PREVIOUS SCREEN: UNLINKED 

DATA POSITION #1: BIT ENTRY 

REGISTER: N20 : 14 
BIT NUMBER: 1 

ieeeeeeeeeeeeeeeeeeeei 
' RESET TOTALIZER TO 

ZERO 0 

'PRESS 1 TO RESET 1 ' 
0 

0 0 

deeeeeeeeeeeeeeeeeeeef 

ENTRY FORMAT: 1 & 0 KEYS 
DEFAULT : NONE 

SCREEN #loo: ALARM 

SCREEN MEMORY USED: 68 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
ACKNOWLEDGE STROBE 

0 0 

0 0 

a PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:O 
BIT NUMBER: 0 
BIT WILL BE: SET. 

666666bbddd666bdddd6666666666666666666666666666666666666666666666666666666666666 

SCREEN #101: ALARM 

SCREEN MEMORY USED: 79 BYTES 

ieeeeeeee&eeeeeeeeeeei 
0 Alarm 1 0 

XFR Pressure LOW 

PRESS 'Y' TO CLEAR 
0 0 

deeeee~eeeeeeeeeeeeeef 

SCREEN #102: ALARM 

SCREEN MEMORY USED: 81 BYTES 

ACKNOWLEDGE ALARM TO REGISTER: N12:O 
BIT NUMBER: 2 
BIT WILL BE: SET. 

ieBeeeeeeeeeeeeeeeeeei 
0 Alarm 2 0 

XFR Pressure HIGH 
0 0 

PRESS 'Y' TO CLEAR debeeeeeee~eeeeeeeeeef 
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Jul 1 6  01 FILE: BY105NEW.CFG PAGE 41 
6666666666666666666666666666666666666666666666666666666666666666~6666~6666666666 

SCREEN #103: ALARM 

SCREEN MEMORY USED: 81 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 Alarm 3 0 

Flush  Pressure HI 
0 0 

' PRESS 'Y' TO CLEAR deeeeeeeeeee~eeee~eeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:O 
BIT NUMBER: 3 
BIT WILL BE: SET. 

6666666666666666666666666666666666666666666666666666666666666666~6~6666666666666 

SCREEN #104: ALARM 

SCREEN MEMORY USED: 81 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 Alarm 4 0 

' JET PUMP TROUBLE ' 
PRESS 'Y' TO CLEAR 

0 0 

deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:O 
BIT NUMBER: 4 
BIT WILL BE: SET. 

,,,,,c,,,.,~,,,cc,,.,,,,,,....,,,,,,,,.,,,,,,,,,,,,,,,,,,,,,,..,,,,,,,,,,...,,,. aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #105: ALARM 

SCREEN MEMORY USED: 93 BYTES 

ie~ee~~eeeeeeeeeeeeeei 
0 Alarm 5 0 

JR-1 Position 0 

0 NON-PROCESS 0 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

SCREEN #106: ALARM 

SCREEN MEMORY USED: 79 BYTES 

ACKNOWLEDGE ALARM TO REGISTER: N12:O 
BIT NUMBER: 6 
BIT WILL BE: SET. 

iee&eeeeeeeeeeeeeeeeei 
0 Alarm 6 0 

O PUMP PIT LEAK 
0 0 

PRESS 'Y' TO CLEAR deeeeeee~eeeeee~eeeeef 
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dddddd6666beaddddd666eaddddddddeaeaeaeaeadddddddddddeaddeaeaeaeaddddddddddd6d6dd6eaddeaeaeadddead 
Jul 1 6  0 1  F I L E :  BY105NEW.CFG PAGE 42 

SCREEN #107: ALARM 

SCREEN MEMORY USED: 90 BYTES 

i~eeeeeeeeeeeeeeeeeeei 
0 A l a r m  7 0 

PUMP PIT  LEAK 0 

0 TROUBLE 0 

PRESS 'Y '  TO CLEAR O deee~~eeeeeeeeeeeeeeef 

SCREEN #108: ALARM 

SCREEN MEMORY USED: 9 2  BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 A l a r m  8 0 

PUMP/JUMPER TEMP O 

0 TROUBLE 0 

a PRESS ' Y '  TO CLEAR O deeeeeeeeeeeeeee~eeeef 

ACKNOWLEDGE ALARM TO REGISTER:  N12 :O 
B I T  NUMBER: 8 
B I T  WILL BE:  S E T .  

............................ ........~ c,,,,,,,,,.rcrrrrrrrcrrrrrc--rr,~,,....... aaaaaaaaaaaaaaaaaaaaaaaaaaaaeaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN # l o g :  ALARM 

SCREEN MEMORY USED: 8 1  BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 A l a r m  9 0 

OPIC Water L e v e l  LOW O 

O PRESS ' Y '  TO CLEAR O 

0 0 

deeeeeeeeeeeeeeeeeeeef 

SCREEN #110: ALARM 

SCREEN MEMORY USED: 81 BYTES 

ACKNOWLEDGE ALARM TO REGISTER:  N12 :O 
B I T  NUMBER: 1 0  
B I T  WILL BE:  S E T .  

ieeeeeeeeeeee~eeeeeeei 
0 A l a r m  1 0  

PLC E n c l o s u r e  H I  
0 

0 0 

PRESS ' Y '  TO CLEAR ' ~eeeeeeeeeeeeeeeeeeeef  
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SCREEN #111: ALARM 

SCREEN MEMORY USED: 92 BYTES 

ieeeeeeeeee~~eeeeeeeei 
0 Alarm 11 0 

OAir Compressor Temp 
HI 0 

' PRESS 'Y' TO CLEAR ' 
0 

deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:O 
BIT NUMBER: 11 
BIT WILL BE: SET. 

................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #112: ALARM 

SCREEN MEMORY USED: 81 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 Alarm 12 0 

JET PUMP SHUTDOWN O 

0 0 

SCREEN #113: ALARM 

SCREEN MEMORY USED: 7 6  BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 Alarm 13 0 

0 SGT LOW 0 

0 0 

SCREEN #114: ALARM 

SCREEN MEMORY USED: 9 5  BYTES 
0 Alarm 14 0 

OMOTOR WINDING HIGH 
TEMP SHUTDOWN 0 

OPress 'Y' to Clear deeee~eeeeeeeee~~eeeef  

ACKNOWLEDGE ALARM TO REGISTER: N12:O 
BIT NUMBER: 14 
BIT WILL BE: SET. 
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aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ,,,,,,,,..,,..., C C C C . . ~ , , , , , ~ . . . . . . . ~ . . . . ~ ~ ~ ~ ~ ~ , . . . . , , ~ ~ ~ ~ , , . . . . , . ~ , . , . . . . . . . . . ,  

SCREEN #115: ALARM 

SCREEN MEMORY USED: 95 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 15 0 

O PLC Communications ~ ~ ~ ~~~ ~ ~~~~ 

0 FAILURE 0 

Press 'Y' to Clear deeeeeeeeeeeeeeeeeeeef 

SCREEN #116: ALARM 

SCREEN MEMORY USED: 93 BYTES 

ieeeeeeeeeeeeee~eeeeei 
0 Alarm 16 0 

O JFPT SIGNAL LOSS 

' PRESS 'Y' TO CLEAR 
0 ALARM 0 

deeeeeeeeeeeeeeeee@eef 

SCREEN #117: ALARM 

SCREEN MEMORY USED: 92 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 Alarm 17 0 

0 TROUBLE 0 

PRESS 'Y' TO CLEAR 

BY-105 LEAK OR 0 

deeeeeeeeeeeee~eeee~e~ 

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 1 
BIT WILL BE: SET. 

,..,,cccc....,..c.~..,.........,..,,~,..,,,,,,,,,,,......,,,,...,.,... <........ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa6aaaaaaaaa 

SCREEN #118: ALARM 

SCREEN MEMORY USED: 91 BYTES 

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 2 
BIT WILL BE: SET. 

PAGE C OF C 60 
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ieeeeeeeeeeeeeeeeeeeei 
0 Alarm 18 0 

LEAK DETECTOR 1 O 
0 LEAK 0 

PRESS 'Y' TO CLEAR deeeeeeee~eeeeeeeeeeef 



SCREEN #119: ALARM 

SCREEN MEMORY USED: 92 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 Alarm 19 0 

LEAK DETECTOR 1 
0 TROUBLE 0 

PRESS Y TO CLEAR O deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 3 
BIT WILL BE: SET. 

666dddddddddddddd666666d66d6666666666666dd6666666666666d~6d6666d666ad666666d6666 
ieeeeeeeeeeeeeeeeeeeei SCREEN #120: ALARM 

SCREEN MEMORY USED: 63 BYTES 
0 Alarm 20 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR O deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 4 
BIT WILL BE: SET. 

................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #121: ALARM 

SCREEN MEMORY USED: 94 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 Alarm 21 0 

BY-106 IN FLUSH ' 
0 POSITION 0 

PRESS 'Y' TO CLEAR 6eeeeeeeeeeeeeeeeeeeef 

SCREEN #122: ALARM 

SCREEN MEMORY USED: 63 BYTES 

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 6 
BIT WILL BE: SET. 

ieeeeeeeeeeeeeeeeeee~i 
0 Alarm 22 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 
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aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ..,,.c.c.....,cccccc...............~.~~......~...............,,....,.,,,,,,,,,,, 

SCREEN #123: ALARM 

SCREEN MEMORY USED: 96 BYTES 

i~eeeee~eeeeeeeeeeeeei 
0 ALARM 23 0 

244-BX-DCRT ALARMS O 
0 ACTIVATED 0 

' PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 7 
BIT WILL BE: SET. 

................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #124: ALARM 

SCREEN MEMORY USED: 62 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 24 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 8 
BIT WILL BE: SET. 

................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #125: ALARM 

SCREEN MEMORY USED: 62 BYTES 

ieeeeeeeeeeeeeeeeeee~i 
0 ALARM 25 0 

0 0 

0 0 

SCREEN #126: ALARM 

SCREEN MEMORY USED: 63 BYTES 

ieeeeeeeeeeeeeee~eeeei 
0 ALARM 26 0 

0 

0 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 10 
BIT WILL BE: SET. 
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aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ,,,,,,,,,.,,,,~,..,.rrrrrrrrr-rr------cr.....~,......,.,~......,,,..,,,,.....,,. 

SCREEN #127: ALARM 

SCREEN MEMORY USED: 63 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 27 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR ~eeeeeeeeeeeeeeeeeeee. 

SCREEN #12a: ALARM 

SCREEN MEMORY USED: 6 3  BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 2a 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR deeeeeeeee~~~eeeeeeeef  

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 12 
BIT WILL BE: SET. 

ddddd66666666ddddd6666666~66~66666666666666666666666666666666666666666666666666~ 

SCREEN #129: ALARM 

SCREEN MEMORY USED: 6 3  BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 29 0 

0 0 

0 0 

PRESS ' Y '  TO CLEAR beeeeeeeeeeeeeeeeeeeef 

SCREEN #130: ALARM 

SCREEN MEMORY USED: 63 BYTES 

ACKNOWLEDGE ALARM TO REGISTER: N12:O 
BIT NUMBER: 0 
BIT WILL BE: SET. 
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ieeeeeeeeeeeeee~eeeeei 
0 ALARM 30 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR O deeeeeeeeeeeeeeeeeeeef 



RPP-7009 REVISION 0, APPENDIX C 
Jul 16 01 FILE: BY105NEW.CFG PAGE 48 
aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ................................................................................ 

SCREEN #131: ALARM 

SCREEN MEMORY USED: 62 BYTES 

i~e~~eeeeeeeeeeeeeeeei 
0 0 

0 0 

0 0 

ALARM 31 

PRESS 'Y' TO CLEAR dee~eeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 14 
BIT WILL BE: SET. 

................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #132: ALARM 

SCREEN MEMORY USED: 62 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 32 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR a 6eeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:l 
BIT NUMBER: 15 
BIT WILL BE: SET. 

............................................................................... aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa6aaaaaaaaaaaaaaa 

SCREEN #133: ALARM 

SCREEN MEMORY USED: 91 BYTES 

iee&&&e@eeeeeeeeeeeeei 
0 ALARM 33 0 

O BY-106 LEAK OR 0 

SCREEN #134: ALARM 

SCREEN MEMORY USED: 63 BYTES 

ie~eeeeeeeeeeeeeeeeeei 
0 ALARM 34 0 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:2 
BIT NUMBER: 1 
BIT WILL BE: SET. 
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FILE: BY105NEW.CFG PAGE 49 

SCREEN #135: ALARM 

SCREEN MEMORY USED: 62 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 35  0 

0 0 

0 0 

PRESS 'Y' TO CLEAR 6eeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:2 
BIT NUMBER: 2 
BIT WILL BE: SET. 

6dadadada~dada6dadadadadada6666666dadadadadadada666666666666666666dadadadadadadadadadadada6dadadadadadada~dada666da6da66da6 

SCREEN #136: ALARM 

SCREEN MEMORY USED: 90 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 3 6  0 

DILUTION TANK 0 

0 NO FLOW 0 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:2 
BIT NUMBER: 3 
BIT WILL BE: SET. 

666666dadada6666666666dadadadadada66666666dadadadadadadadadadadada66666da66dadadadadadadadadadadadadadada~6666666da66da 

SCREEN #137: ALARM 

SCREEN MEMORY USED: 62 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 37 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR ' 6~eeeeeeeeeeeeeeeee~ef  

ACKNOWLEDGE ALARM TO REGISTER: N12:2 
BIT NUMBER: 4 
BIT WILL BE: SET. 

,,,,,,,,,,,,,,,,,,,,r---rrrrrrc ................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaadaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #138: ALARM 

SCREEN MEMORY USED: 62 BYTES 

ACKNOWLEDGE ALARM TO REGISTER: N12:2 
BIT NUMBER: 5 
BIT WILL BE: SET. 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 3 8  0 

0 0 

0 0 

PRESS 'Y' TO CLEAR ' deeeeeeeeeeeeeeeeeeeef 
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Jul 16 0 1  FILE: BY105NEW.CFG PAGE 50 
aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa ,c,,c,,,,,,,,~,c...,...,...........,,,,,~~..........~~.~..~..,,...,,..........,, 

SCREEN #139: ALARM 

SCREEN MEMORY USED: 95 BYTES 

ieeeeeeeeeeeeee&eeeeei 
0 ALARM 39 0 

O PUMP INJECTION 
a WATER LOW FLOW 0 

PRESS 'Y' TO CLEAR 

0 

deeeeeeeeeeeeeeeeeeeef 

SCREEN #140: ALARM 

SCREEN MEMORY USED: 96 BYTES 

ieeeeeeeeeeeeeeeeeeeei 

0 POWER MONITOR HI/LOO 

deeeeeeeeeeeeeeeeeeeef 

0 ALARM 40 0 

0 SHUTDOWN 0 

PRESS 'Y' TO CLEAR 

SCREEN #141: ALARM 

SCREEN MEMORY USED: 6 3  BYTES 

iee~eeeeeeeeeeeeeeeeei 
0 ALARM 41 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR 6eeeeeeeeeeeee~eeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:2 
BIT NUMBER: 8 
BIT WILL BE: SET. 

,,,,,,,c,.,,.,,,,,,,,,,,,,,,,,,,.,,.....,,,,,,,,,,,,,.,,....,,,,,,,,..........,. aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #142: ALARM 

SCREEN MEMORY USED: 6 3  BYTES 

ACKNOWLEDGE ALARM TO REGISTER: N12:2 
BIT NUMBER: 9 
BIT WILL BE: SET. 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 42 0 

0 0 

0 0 

a PRESS 'Y' TO CLEAR deeeeeeeee~~eeeeeeeeef 

PAGE C OF C 60 

- "^ 



Jul 16 01 
RPP-7009 REVISION 0, APPENDIX C 

FILE: BY105NEW.CFG PAGE 51 

SCREEN #143: ALARM 

SCREEN MEMORY USED: 62 BYTES 

ieeeeeeeeeeeeeeeeeee~i 
0 ALARM 43 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR deeeeeeeeeee~eeeeeee~f 

SCREEN #144: ALARM 

SCREEN MEMORY USED: 63 BYTES 

ieeeeeeeeeeeeeeee&eeei 
0 ALARM 44 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

SCREEN #145: ALARM 

SCREEN MEMORY USED: 97 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 45 0 

BY-106 JUMPER FLUSHo 
0 SIGNAL LOSS 0 

PRESS 'Y' TO CLEAR ' deeeeeeeeeeee~eeeeeeef 

SCREEN #146: ALARM 

SCREEN MEMORY USED: 63 BYTES 

ACKNOWLEDGE ALARM TO REGISTER: N12:2 
BIT NUMBER: 13 
BIT WILL BE: SET. 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 46 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR deeeeeeeee~eeeeeeeeeef 
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Jul 16 01 FILE: BY105hEW. CFG PAGE 52 
,,c,,,,c,,,,,,,c,,cc_C__I_______CCC_CCrr..~~~~~~.~.~..~.~~,......,.,....,,,,~,,. aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #147: ALARM 

SCREEN MEMORY USED: 62 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 

0 0 

0 0 

ALARM 47 0 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

SCREEN #148: ALARM 

SCREEN MEMORY USED: 62 BYTES 

ieeeeeeeee@@eeeeeeeeei 
0 

0 0 

0 0 

ALARM 48 0 

O PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

SCREEN #149: ALARM 

SCREEN MEMORY USED: 89 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 49 0 

' WATER CAB TEMP 
LOW 0 0 

PRESS 'Y' TO CLEAR deee&eeeeeeeeeeeeeeeef 

SCREEN #150: ALARM 

SCREEN MEMORY USED: 86 BYTES 

ACKNOWLEDGE ALARM TO REGISTER: N12:3 
BIT NUMBER: 1 
BIT WILL BE: SET. 

PAGE C OF C 60 

ieee~eeeeeeeeeeeeeeeei 
0 ALARM 50 0 

0 WFIE TEMP 0 

0 LOW 0 

a PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 
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Jul 16 01 FILE: BY105hEW. CFG PAGE 53 
66666666666666666666666666666666666666666666666666666666666666666666666666666666 

SCREEN #151: ALARM 

SCREEN MEMORY USED: 62 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 0 

0 0 

0 0 

ALARM 51 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:3 
BIT NUMBER: 2 
BIT WILL BE: SET. 

,c,,,,,,,,,,,,,,,,cc,,,,,,..,.........,.,.......,.,,,,,,.,..,,,,...,,.........,. aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #152: ALARM 

SCREEN MEMORY USED: 63 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 52 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR O deeeeee~eeeeeeeeeeee~f 

ACKNOWLEDGE ALARM TO REGISTER: N12:3 
BIT NUMBER: 3 
BIT WILL BE: SET. 

66666666666666666666666666666666666666666666666666666666666666666d66666666666666 

SCREEN #153: ALARM 

SCREEN MEMORY USED: 63 BYTES 

ieeeeeeeeee~eeeeeeeeei 
0 ALARM 53 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR O deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:3 
BIT NUMBER: 4 
BIT WILL BE: SET. 

66666666ddddd666666666666666666666666666666666666666666666d66666666666666666666d 

SCREEN #154: ALARM 

SCREEN MEMORY USED: 93 BYTES 

ieeeeeeee&eeeeeee@eeei 
0 ALARM 54 0 

BY-106 HIGH FLUSH O ~~ 

0 PRESSURE 0 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:3 
BIT NUMBER: 5 
BIT WILL BE: SET. 

PAGE C =OF C 60 
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FILE : BY105hEW. CFG PAGE 54 

SCREEN # 1 5 5 :  ALARM 

SCREEN MEMORY USED: 63 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 

0 0 

0 0 

ALARM 55 0 

O PRESS 'Y' TO CLEAR deeeeeeeeeeeeeee@eeeej 

ACKNOWLEDGE ALARM TO REGISTER: N12:3 
BIT NUMBER: 6 
BIT WILL BE: SET. 

66666666666666666666666666666666666666666666666666666666666666666666666666666666 

SCREEN #156: ALARM 

SCREEN MEMORY USED: 63 BYTES 

ieeeeeeeeeeeee~eeeeeei 
0 0 

0 0 

0 0 

ALARM 56 

O PRESS 'Y' TO CLEAR O deeeeeee~eeeeee~eeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:3 
BIT NUMBER: 7 
BIT WILL BE: SET. 

c,,,,,lcc,..c,c,c.,c...........,..,,,,.......,~,,..,,.,.,,,,..,,,,,,,,,,,.,,,,.. aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #157: ALARM 

SCREEN MEMORY USED: 96 BYTES 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM 57 0 

BY-106 SHUTDOWN 
TIMER ACTIVATED 

O PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeeef 

ACKNOWLEDGE ALARM TO REGISTER: N12:3 

BIT WILL BE: SET. 
BIT NUMBER: a 

66d6bddd6666666dd666~66666666666666666666666666666666666666666666666666666666666 

SCREEN #158: ALARM 

SCREEN MEMORY USED: 91 BYTES 

ACKNOWLEDGE ALARM TO REGISTER: N12:3 
BIT NUMBER: 9 
BIT WILL BE: SET. 

ieeeeeeeeeeeeeeeeeeeei 
0 ALARM sa 0 

PUMP WORN BEARING O 

PRESS 'Y' TO CLEAR 
0 ALERT 0 

deeeeeeeeeeeeeeee~eeef 

PAGE C OF C 60 
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Jul 16 01 FILE: BYlO5hrEW. CFG PAGE 55  ................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #159: ALARM 

SCREEN MEMORY USED: 94 BYTES 

ieeeeeeeeeee~eeeeeeeei 
0 ALARM 59 0 

O MOTOR WINDING HI 
.a TEMP WARNING 0 

PRESS 'Y' TO CLEAR deeeeeeeeeeeeeeeeeeee~ 

ACKNOWLEDGE ALARM TO REGISTER: N12:3 
BIT NUMBER: 10 
BIT WILL BE: SET. 

................................................................................ aaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaaa 

SCREEN #200: ALARM 

SCREEN MEMORY USED: 30 BYTES 

ALARM ACKNOWLEDGE WILL NOT BE SENT 

ieeeeeeeeeeeeeeeee@eei 
0 0 

0 0 

0 0 

PRESS 'Y' TO CLEAR O deeeeeeeee~eeeeeeeeee~ 
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